CITY OF TAMPA

Bob Buckhorn, Mayor Contract Administration Department

Michael W. Chucran, Director

ADDENDUM 2
January 25, 2019

Contract 18-C-00042; Cordelia and Greco Pump Stations Rehabilitation

Bidders on the above referenced project are hereby notified that the following addendum is made to the
Contract Documents. BIDS TO BE SUBMITTED SHALL CONFORM TO THIS NOTICE.

Iltem 1: Replace Proposal Page P-2 with the attached Page P-2R

Iltem 2: Replace Cordelia Sheet 7 with the attached revised Cordelia Sheet 7.
Item 3: Replace Cordelia Sheet 11 with the attached revised Cordelia Sheet 11.
Iltem 4: Replace Cordelia Sheet E5 with the attached revised Cordelia Sheet ES.
Iltem 5: Replace Greco Sheet 6 with the attached revised Greco Sheet 6.

Iltem 6: Replace Greco Sheet 8 with the attached revised Greco Sheet 8.

Iltem 7: Replace Greco Sheet E4 with the attached revised Greco Sheet E4.
Iltem 8: Attached is a copy of the pre-bid meeting sign-in sheet.

All other provisions of the Contract Documents and Specifications not in conflict with this Addendum shall
remain in full force and effect. Questions are to be e-mailed to Contract Administration@tampagov.net.

Jim Greiner, P.E. Contract Management Supervisor

306 E. Jackson Street, AN e Tampa, Florida 33602 e (813) 274-8456 e FAX: (813) 274-8080
TampabGov

www.tampagov.net



18-C-00042 Cordelia and Greco Pump Stations Rehabilitation

Estimated
Quantity

Contract
[tem No.

Description and
Price in Words

Computed Total
Price for
Item in Figures

ITEM 1 LS
Cordelia Pumping

Station

The work includes the furnishing of all
labor, equipment, and material for
the furnishing all labor, materials and

equipment to remove and replace pump

station risers, pump bases, piping, valves,
bypass, coat wet well, and install electrical
components at Cordelia Street Pumping Station
as specified in construction plans,

any contingency that may be listed in SP-60,
and with all associated work required for

a complete project in accordance with

the Contract Documents.

dollars

and

cents

ITEM 2
Greco Softball
Pump Station

LS

The work includes the furnishing of all
labor, equipment, and material for
the furnishing all labor, materials and

equipment to remove and replace pump

station risers, pump bases, piping, valves,

bypass, coat wet well, and install electrical
components at Greco Softball Complex Pump Station
as specified in construction plans, any contingency
that may be listed in SP-60, and

with all associated work required for

a complete project in accordance with

the Contract Documents.

dollars

and

Total Computed Price for Contract 18-C-00042: §$

cents

P-2R

Revised 2019-01-24



FIELD BOOK INFORMATION:—

X X X X X X X X X X X X X

17'=0 1/4"
X I I
— < <
FLYGT NP 3085 PUMPS WITH MIX

) 8” INFLUENT PIPING TO ‘. FLUSH VALVES 3" DIA. DISCHARGE,

© BE INSTALLED PRIOR TO 3 SATEAgﬁE%B%v éLYgETz)Q SEE PUMP %
PROPOSED 6.0° HIGH CHAIN 9 CONSTRUCTION. ~ {
LINK FENCE WITH 12.0° WIDE > SS HOOK RACKS

GATE EXISTING 6’ DIA. CONCRETE WET WELL

(SEE DETAIL SHEET 11)

(1) ADDITIONAL #4 DIAGONAL BAR,

4 "CORNERS
.+ /J 4/ /< K== 1 X
| |
| |
o /o ELECTRICAL CONTROL
| |
8" THICK CONCRETE SLAB | 125 MILS COATING SYSTEM | //—PANEL AND EQUIPMENT
W/ #4©9” EW OVER WET | ></ LOCATION
WELL
e | | S
4” VENT WITH | . / |
BIRD SCREEN Y | ~(2) ADDITIONAL #5 BARS, |
|+ 4 'SIDES, HOOK ENDS |
| | \ '
| |
1] | L—1 X
X . | \ / |
%" EXPANSION JOINT Ll : :
: ' | \ / |
” | ’ 9 |
|| 7 n ; 5-11 | -
: : | | X
| . W
1 ” , ” | | / | "I |
3'=0"x4’—=0" ALUMINUM 7 | ~ |
ACCESS DOOR /
: ]r/ - / 3-6" \ _
STANCHION SADDLE A | / \ |
SUPPORT (TYP. 5) (SEE H—A—- | | X
DETAIL SHEET 10) Il | PIPE SUPPORT ASSEMBLY |
,(SEE DETAIL SHEET 9) |
| |
4” DIP SPOOL PIECE | / \ |
(FL=FL) (TYP. 2) | | s CIJ
| | J
| | X = -
| |
| 4" DIP 90° BEND (FL) N
| (TYP. 2) |
[~ » ”» [ »
EMERGENCY BYPASS CONNECTION, ] 10 10" | | 3 PVCDRAN V. _ B
ALUMINUM MALE CAMLOCK WITH : WITH 6” SS DRAIN
CAP FOR 4” CONNECTION. X
PROVIDE AN ADDITIONAL 4” BLIND
FLANGE - 4” DI CHECK VALVE (TYP. 2)
CONNECT TO EXISTING PIPING
4” DIP SPOOL PIECE (FL—FL) WITH
AIR RELEASE VALVE AND PRESSURE v
GAUGE. (SEE DETAIL SHEET 9) [> [> I> 4” DI PLUG VALVE (TYP. 3)

o,

——— 6” THICK CONCRETE SLAB
4” DI TEE (FL—FL—FL) W/ #4@9" EW

4” DIP SPOOL

4" DI 45° BEND (RMJ—RMJ) PIECE (FL—PE)

(B P
NOTE: W

NI X
4" DIP 45 BEND
» (FL—FL)
1. ALL CHAIN LINK FENCE AND GATES SHALL BE FDOT "FENCE 4” DI 90" ELBOW (FL—FL)
TYPE B” AS SPECIFIED IN THE FDOT ROADWAY AND TRAFFIC BACK FLOW PREVENTER .,
DESIGN STANDARDS, MOST CURRENT EDITION. AND HOSE BIBB, SEE 4” DIP SPOOL PIECE (FL—FL)
X NOTE G—22 ON SHEET 3,
2. ALUMINUM ACCESS COVERS SHALL BE DESIGNED FOR A 2 DETAIL ON SHEET 11 X
PEDESTRIAN LIVE LOADING OF 300 PSF WITH 316 STAINLESS Cl’
STEEL HARDWARE, HINGES AND AUTOMATIC HOLD—OPEN ARM %" WATER SERVICE 9
AS MANUFACTURED BY US FOUNDRY, FLGYT, HALLIDAY
PRODUCTS OR APPROVED EQUAL. THE PUMP ACCESS COVER
SHALL BE A SINGLE DOOR ARRANGEMENT WITH AN ANGLE — | |
FRAME FOR AN OVERALL OPENING OF 48"x36”. THE ACCESS t M| L , ! )
DOORS SHALL ALSO BE EQUIPPED WITH A FLUSH LIFTING \ X
CONNECT TO

HANDLE, TAMPERPROOF FASTENERS AND EXPOSED PADLOCK
STAPLES.

1 6’—0” X

EXISTING Y
3. THE ACCESS COVER SHALL CLOSE FLUSH WITH THE FRAME. WATER MAIN

All ALUMINUM SURFACES THAT CONTACT CONCRETE SHALL BE
COATED WITH TWO COATS OF COAL TAR EPOXY OR - ]
BITUMINOUS COATING OR EQUAL. THE CONTRACTOR SHALL 7% WATER SERVICE Vs X X X X X X X X X X X X
SUBMIT SHOP DRAWINGS DETAILING THE INSTALLATION AND AND METER

CONFIGURATION OF THE ACCESS COVERS. (BY OTHERS) PL AN V| EW

SCALE: 1"=1'-0"

(34" X 22" SHEET SIZE)

4. CONTRACTOR SHALL PLACE #57 AGGREGATE 3" DEEP BETWEEN <{|
EDGE OF CONCRETE SLAB AND FENCE.

ISSUED FOR: DATE: BY: JOB NO.

Cordelia PS Rehabilitation

813.882.4373 PROPOSED PLAN VIEW SHEET

WADE s CITY OF TAMPA, FLORIDA 1okl /5% iR | LIEAZ00 /-0 1M

Certificate of Authorization No.: 3952 C O R D E LIA S T R, E E T 7

TRIM &= “U U REHABILITATION

01 01/23/19| ADDED CAMLOCK MATERIAL NOTE. TS

C:\PW_WORK2\D0861421\CSP—PLTS—CORDELIA.DWG — (7) PROPOSED CORDELIA — PLOTTED 1/23/2019 3:06 PM BY STARK, THOMAS

PROJECT MANAGER:John Pacifici

REV# | DATE DESCRIPTION BY FLORIDA LIGENSE NO. 67101

© Wade Trim Group, Inc.



FIELD BOOK INFORMATION:—

4” X 4" X 4 CONCRETE POST
1” PVC PIPE STRAPS, FASTENED TO POST WITH 2" TAPCONS

1”7 STAINLESS STEEL THREADED NIPPLES
. WILKINS MODEL 975XL 1” BACKFLOW PREVENTER
el 1"x3%" SS REDUCER
[

1” STAINLESS STEEL BALL VALVE (TYP. 2)

N
‘

6" | , 2'-0" , ' N
— , : , o — - 1" STAINLESS STEEL 45° BEND
Il ‘ "
:ﬂ- :ﬂ- 1 _‘- ” ”
> > 1" X 3/4” STAINLESS STEEL REDUCING
SMALL HOOKS (TYP.) | BUSHING AND 3/4” HOSE ADAPTOR —

2”
. :\ 3" GALVANIZED WATER PIPE
11/2" S
R L
__I—I ” " :I
o ) [0 1” (MIN.) WELD ON F v 2" SCHEDULE 40 SLEEVE (TYP.)
BOTH SIDES (TYP.) 9/16” HOLE FOR 1/2" ANCHOR BOLT . ’
. | 6” CONCRETE PAVEMENT L
N L T[T

I I ' I( I I I | o
I ﬂ ! j -~

5” ‘ ’4’ ‘ i” ~‘4 " Aq :”’, ’ 4"‘ ‘ 444 g ’4‘ "4’ ’ : ‘4:

. ‘ el E ’:, T ‘.”~ .4 ’,.,4 4 4’.’ : e ’, . LA ‘e C ~.’~ Pl o ".:" - 4 < ‘ LT o.ﬁ"’” -

A Za s ol ’.«} R e T S PP R YRR >
» ” » ® ALL PARTS ARE TO BE MADE OF A T I P S S St e T 0L T A
5/16"—DIA. SS HOOK (TYP. 2) 6 9 " R AL R P - NP F IV R SR A S ML . P N .
T-316/316L STAINLESS STEEL v > ) / 4 /. /. 7
NN MANANANATAN NSRRI

. <3_”> \ / X \ AN
3/16"-DIA. SS HOOK (TYP. 3) N //\\/(\\/\///\///\///\ //\ //\\///\ / L] [ /\///\\ /
FRONT VIEW SMALL RACK FRONT VIEW LARGE RACK LARGE_HOOK_SIDE VIEW MAINTAN PROPER OPERATIONAL CLEARANCE ’\\’\\\ \\\ \\'\\\ A \\\ \ 7/\\
e 2 T meo — ' ‘ // / d % 2

\_J—] )

PROPOSED STAINLESS STEEL HOOK RACKS
N.TS. BACKFLOW PREVENTER DETAIL

N.T.S.

TWO REINF. BARS EACH

Cordelia PS Rehabilitation

C:\PW_WORK2\D0861421\CSP—PLTS—DETAILS_CORDELIA.DWG — (11) DETAILS — PLOTTED 1/23/2019 3:21 PM BY STARK, THOMAS

PROJECT MANAGER:John Pacifici

ACH FACE. EAGH CORNER LARGER BARS SHOWN ROUGHEN CONC 4
OR TANGENT POINT. IN SECTION X/S—X SURFACE - \EXISTING CONC
A / A T\ q \ WALL
\ / p I
: Y, (G i i
2] . | HYDROPHILIC WATERSTOP {* = |1, 7| =2
=0 20 MAX. AT CENTER OF WALL a0l . Z
oF osa < AROUND PIPING / A N qd
5 e \. I____Ja'/ c. R TEEE
S (Tvp.) > z S L\NAWM—"_
- r / !‘ PROP. PIPE OR 4 N
\ X CONDUIT B A CONCRETE FILL
#5 DIAGONAL BARS wN ey o S CORE DRILL & SEAL ANNULUS (PACK TIGHT)
bon g (v L e e A
OPENINGS UP TO 12" OPENINGS 12” TO 30"
REINFORCEMENT DETAILS FOR SMALL OPENINGS PIPE PENETRATION INTO WETWELL DETAIL (TYP) EXISTING WALL PENETRATION
N.T.S. S FILL IN DETAIL (12” OR LESS)
N.TS.
. . ISSUED FOR: DATE: BY: JOB NO.
WADE s CITY OF TAMPA, FLORIDA 1okl /5% iR | LIEAZ00 /-0 1M
813.882.4373
wwwwadetimoon CORDELIA PUMP STATION DETAIL SHEET (3 OF 3) o
01 |01/23/19| ADDED PIPE_PENETRATION DETAIL TS TRIM REHABILITATION 11
REV# | DATE DESCRIPTION BY L OrDs LiCENE Mo, 67101

© Wade Trim Group, Inc.



FIELD BOOK INFORMATION:—

1
I
——|—
~= T h
L || + A
_ | / \
I 4L \
B \
|| TECO HANDHOLE AT
-+ o A THE BASE OF EX.
2" PVC COATED TECO POWER POLE
ALUMINUM CONDUIT X || X
(TYP) .
(NOTE 2) 1
T ' |
CABLES FOR 1&C. SEE DRAWING E7 X il
X |
[ ) !
L E A A - .
« e IR HH :
X 1
1
A TRANSDUCER ~—2-2" PVC COATED ALUMINUM X 1
0 . CONDUIT (TYP) | :
’ NOTE 1
Q . - | ¢ ) L HOSE BIB ° le[lﬂb y !
S |
Eit CABLES FOR X - fHL I
POWER. SEE r
| -&7 DRAWING E7 /’ i < :
s ]
1
FLOAT / /;;\\\/%% \ 1
SWITCH o I/ [ ofll[i1) TG !
CABLE X ! N\ :
N
% NQ) N X :
N
|
l \ 1 ‘;4%% I
\/ AV [HOBSS !
X NS | 2 CABLE HOOKS 1
| \[~ » )
VA N | % R
\ ) N L P
N CON AN oo T T T T T / ’
| ] Re
‘ AN I‘ \ ” P
, 2—2" CONDUIT
X 2" CONDUIT FOR I&C N ~ 71 : 3 FOR PUMP POWER 7
(NOTE 2) I (NOTE 1) M
— G D - X
______ —l ”
(g | e
41’7
X PUMP CONTROL PANEL : >" CONDUIT TO
| HANDHOLE AT BASE
OF UTILITY POLE.
: SEE DRAWING E7 X
CONTROL PANEL |
SEE DRAWING E18A, E18B | 3/4” CONDUIT
< FOR DETAILS
" |~ AREA LIGHT
17 CONDUIT——___ |
. l X
ANTENNA GROUNDING CONDUCTOR
X
X
X X X X X X X X X
NOTES:
SIDE VIEW PUMP STATION: ELECTRICAL SITE PLAN 1. PROPOSED 2” PVC COATED ALUMINUM CONDUITS FOR MOTOR
Y CONDUCTORS. CORE DRILL WET WELL WALL AS REQUIRED TO INSTALL .
SCALE: %" = 1’
2. PROPOSED 2” PVC COATED ALUMINUM CONDUIT FOR *
I&C CONDUCTORS. INSTALL CONDUIT AS DESCRIBED IN
NOTE 1.
ISSUED FOR: DATE: BY: JOB NO.

01

01,/23/19

REMOVED LINK—SEAL, ADDED DETAIL LOCATION

TS

C:\PW_WORK2\D0861421\EDG—PLTS—CORDELIA STREET SITE PLAN.DWG — E5 — PLOTTED 1/23/2019 3:13 PM BY STARK, THOMAS

PROJECT MANAGER:John Pacifici

REV#

DATE

DESCRIPTION

BY

ALAN M. SCHWAB, P.E.
FLORIDA LICENSE NO. 61313

WADE
TRIM

201 North Franklin Street, Suite 1350
Tampa, FL 33602

813.882.4373

www.wadetrim.com

Certificate of Authorization No.: 3952

CITY OF TAMPA, FLORIDA
CORDELIA PUMP STATION
REHABILITATION

CORDELIA STREET PUMP
SITE PLAN

STATION

90% PLANS 7-16—18 RGB
100% PLANS 11-20-18 RGB

TPA200/-01M

SHEET

ES

Cordelia PS Rehabilitation

© Wade Trim Group, Inc.



FIELD BOOK INFORMATION:—

20,—6”

T - 196" - > )z =

PROPOSED 6.0 HIGH X | |
CHAIN LINK FENCE

WITH 12.0° WIDE GATE

| I ] | X
4” SCH 80 PVC VENT | o I =
WITH BIRD SCREEN | \ |
I - I
X FIBERGLASS SEAL -\ 3-6 A =
STANCHION SADDLE SUPPORT AROUND ALL PIPES | H
(TYP. 4) (SEE DETAIL SHEET 9) _\ | \ / | %
‘
X : ' | =
‘ \ ‘ | ‘ 2’_6” X 3’_6” |
4” DIP 90" ELBOW (FL—FL) 3" PVC DRAIN B 7'-0 N | A\ ALUMINUM ACCESS DOOR | ELECTRICAL CONTROL
% A % /PANEL AND EQUIPMENF =
4" DI 45 BEND (FL—FL) - B N | LOCATION
4” DIP SPOOL PIECE (FL—FL) WITH TR YO N ~——a - |
AIR RELEASE VALVE AND PRESSURE 6” SS DRAIN 2 A e A | v =
GAUGE. (SEE DETAIL SHEET 8) 9 "I'r?/—— _________ \t ++ | ‘ \ / |
© e | /V—FLYGT NP 3085 PUMPS |
) / N (1) WITH MIX FLUSH | =
4” DI SPOOL PIECE (FL—PE) ><\ /=§: 1 o }:I ! | / VALVE, 3° DIA. |
\ T ClaR 0 DISCHARGE, 4” BASE |
® ELBOW (TYP. 2) © =
;; \ SEE PUMP DATA ON ;. |
\ ' | 5 | SHEET 8 | X
iR / | / \ | _
m \ Y O L1 | 2 |
T L L T © 7 A}
>/ X \ \ ~ N Lo || ], \ T~
|| b ] " I =
EXISTING 4" DIP | 7N\ P I 5 | |
GaaoLe Toovss g~~~ i S 1 (C I e / > GER by TN ; x
_____ \ N S R | | =
A Ned 4 (I | N
- || 11 | [M—p—SS HOOK RACK (SEE | | B
X 11 (N | DETAIL SHEET 10) IF | =
RE AV HOOK RACK IS IN |
4” DI CROSS |\ | L4 | \ CONFLICT WITH PUMP |
CONNECT PROPOSED EFFLUENT (FL-FL—FL—FL) -4 k____ _________ L1 L | / | REMOVAL IT SHOULD B | e <
4” DIP TO EXISTING 4" DIP % Y S, HIEE : INSTALLED IN WEST |
~—ttT>—or————- uhsm s S T |
I |
- | — | =
” ° >< |/ ‘ |
4” DI 45 BEND (RMJ—RMJ) . _ A | ___\&
\ ‘ =
7’/—& \; | J 2’_1 1 ” / \ 2’_6” 1 ’_2” \_ 5’ 4” ><
EMERGENCY BYPASS CONNECTION, ' , .
ALUMINUM MALE CAMLOCK WITH EXISTING 4.0’ DIA. \
% CAP FOR 4" CONNECTION. FIBERGLASS WET WELL EXISTING 4” VCP INFLUENT PIPING TO
PROVIDE AN Iéoom NAL i BLIND 4” 90" BEND (FL) (TYP. 2) BE FIELD VERIFIED BY CONTRACTOR !
N T 0 prue Ve (rve 3) %" EXPANSION JOINT (1) #4 DIAG BAR, %
4” DI SPOOL PIECE (TYP. 2) (FL—FL) \ 4 CORNERS |
i : (3) ADDITIONAL #5 BARS,
4" DI CHECK VALVE (TYP 2) jl" HOOK ENDS, 4 SIDES
% <~| BACK FLOW PREVENTER AND HOSE !
BIBB, CONNECT TO EXISTING 2%”
WATER LINE, SEE NOTE G—22 ON 1”7 WATER
SHEET 3, DETAIL ON SHEET 10 % SERVICE |
¢ | | \
| |
>< =
4’_3” 4: 3”

6" THICK CONCRETE SLAB

NOTE: W/ #4@9" EW

1. ALL CHAIN LINK FENCE AND GATES SHALL BE FDOT "FENCE TYPE B” AS SPECIFIED IN

THE FDOT ROADWAY AND TRAFFIC DESIGN STANDARDS, MOST CURRENT EDITION. EXISTING 2%” WATER LINE

(APPROXIMATE LOCATION BASED
ON AS—BUILT DRAWINGS)

CONTRACTOR TO FIELD VERIFY
EXACT LOCATION

2. ALUMINUM ACCESS COVERS SHALL BE DESIGNED FOR A PEDESTRIAN LIVE LOADING OF
300 PSF WITH 316 STAINLESS STEEL HARDWARE, HINGES AND AUTOMATIC HOLD-OPEN
ARM AS MANUFACTURED BY US FOUNDRY, FLGYT, HALLIDAY PRODUCTS OR APPROVED
EQUAL. THE PUMP ACCESS COVER SHALL BE A SINGLE DOOR ARRANGEMENT WITH AN
ANGLE FRAME FOR AN OVERALL OPENING OF 42" X 30". THE ACCESS DOORS SHALL
ALSO BE EQUIPPED WITH A FLUSH LIFTING HANDLE, TAMPERPROOF FASTENERS AND

Greco PS Rehabilitation

C:\PW_WORK2\D0861421\CSP—PLTS—GRECO.DWG — (6) PROPOSED GRECO — PLOTTED 1/23/2019 3:21 PM BY STARK, THOMAS

PROJECT MANAGER:John Pacifici

EXPOSED PADLOCK STAPLES.
3. THE ACCESS COVER SHALL CLOSE FLUSH WITH THE FRAME. All ALUMINUM SURFACES
THAT CONTACT CONCRETE SHALL BE COATED WITH TWO COATS OF COAL TAR EPOXY OR
BITUMINOUS COATING OR EQUAL. THE CONTRACTOR SHALL SUBMIT SHOP DRAWINGS
DETAILING THE INSTALLATION AND CONFIGURATION OF THE ACCESS COVERS. PLAN VIEW
4. CONTRACTOR SHALL PLACE #57 AGGREGATE 3" DEEP, BETWEEN EDGE OF CONCRETE SCALE: 3/4"=1'-0"
SLAB AND FENCE. (34” X 22" SHEET SIZE)
ISSUED FOR: DATE: BY: JOB NO.
201 North Franklin Street, Suite 1350 Z —16— —
Tampa.FL o602 CITY OF TAMPA, FLORIDA LN e kg | LTPA2007-01M
813.882.4373 PROPOSED PLAN VIEW SHEET
ot ol azaton No: 1652 GRECO PUMP STATION CRECO SOFTBALL COMPILEYX
01 [01/23/19|ADDED CAMLOCK MATERIAL NOTE. TS TRIM REHABILITATION 6
Revf | _oere DESCRIPTION o | | A

© Wade Trim Group, Inc.



NP 3085 MT 3~ Adaptive 463

Performance curve
Pump

Discharge Flange Diameter 3 1/8 inch

Suction Flange Diameter

Motor
Motor #

N3085.060 15-104AL-W 3hp

roSET—

Power factor
1/1 Load 0.83

FIELD BOOK INFORMATION:—

Impeller diameter Stator variant 12 3/4 Load 0.77
Number of blades Frequency 60 Hz 1/2 Load 0.66
PRESSURE GAUGE (0 — 60 PSI) Rated voltage 230V .
umber of poles 4 Motor efficiency
X Phases 3~ 1/1 Load 78.1 %
. T Ea{eg powert g;rj\ 3/4 Load 791 %
. ed curren . )
PVC WALL SLEEVE [ Starting curent &l 12Load 774 %
_\ . Rated speed 1700 rpm
: 3/4” STAINLESS STEEL [ﬁ]_fHead
BALL VALVE (TYP. OF 2) :
24+
PIPE 22
/ 20
g 18
3/4” STAINLESS STEEL TEE ., ]
& o 3/4” SCHEDULE 80 PVC PIPING, 167
0 o EXTEND TO DRAIN 14
£ ' ' W a2 12 53.9%
<] \ \ a9 0g < ]
i \‘ \| oo —‘Eg 10
2 ]
2 oZ ” 8
< 7 o3 3/4" BRONZE CORP. STOP ik 463 15amm
@ ]
g
—— ,p\ TOP OF DISCHARGE PIPE 2]
A 316 SS LINK SEAL MODULAR WALL SLEEVE o
N OR APPROVED EQUAL (%] P Efficiency
i RN 4()()50verall Efficiency 463 135mm
A R E 463 135mm
AD LR . . - '.D 30_E
T SN \ CONTRACTOR SHALL TAP AND DRILL 20-
WET WELL WALL OR CONCRETE SLAB Al ; c NON—=SHRINK EPOXY GROUT ONE 3/4” CORPORATION STOP WITH 13;
LA WA AIR RELEASE VALVE AND PRESSURE : ,
. : IF NOT CAST IN E 1 46
@ ( ) GAUGE ASSEMBLY. PVC PIPE AND el Sratt powsr P2 wiggmg
FITTINGS (SCH80) SHALL BE PROVIDED b
TO DIRECT FLOW FROM THE BALL 155
VALVE DOWNWARD TO THE FLOOR. 1.0
0.5-
Qﬁﬁf -values
164
153
LINK SEAL DETAIL AIR RELEASE AND PRESSURE GAUGE ASSEMBLY 14
N.T.S. N.T.S. B: 463 135mm
O‘ a |5‘0‘ - ‘1(‘)0‘ a ‘150‘ - ‘2(I)O‘ a ‘250‘ a ‘360| a ‘BéO] B |4(‘)O‘ a ‘450. a [Uégpm]
Water, pure Curve ISO

PUMP CURVE DATA

PROP. PIPE OR
CONDUIT

. ' CORE DRILL & SEAL ANNULUS
Ta WITH NON—-SHRINK GROUT
(TYP OF ALL PENETRATIONS)

PIPE PENETRATION INTO WETWELL DETAIL (TYP)

N.T.S.

ISSUED FOR: DATE: BY: JOB NO.

Greco PS Rehabilitation

C:\PW_WORK2\D0861421\CSP—PLTS—DETAILS_GRECO.DWG — (8)—DETAILS — PLOTTED 1/23/2019 3:38 PM BY STARK, THOMAS

PROJECT MANAGER:John Pacifici

WADE s CITY OF TAMPA, FLORIDA 1okl /5% iR | LIEAZ00 /-0 1M
813.882.4373
wawwadetimeon GRECO PUMP STATION DETAIL SHEET (1 OF 3) S

01 |01/23/19| ADDED PIPE PENETRATION DETAIL TS TRIM REHABILITATION 8

REV# | DATE DESCRIPTION BY FLORIDA. LICENSE NO. 57101

© Wade Trim Group, Inc.



FIELD BOOK INFORMATION:—

X X X X X X X

Greco PS Rehabilitation

C:\PW_WORK2\D0861421\EDG—PLTS—GRECO SITE PLAN.DWG — E4 — PLOTTED 1/23/2019 3:16 PM BY STARK, THOMAS

PROJECT MANAGER:John Pacifici

MOTOR CONTROL PANEL
”» ><
3/4” CONDUIT
L/—GROUNDING CONDUCTOR N
e ——————— ——— — - O arena als
|y i
| : | -y —X—---_---‘
: & 1 %” CONDUIT TO EXISTING
| CONDUIT FROM CONCESSION
BUILDING. NEW CONDUIT SHALL BE
SEE DRAWRG s N ! ATTACHED TO EXISTING CONDUIT
o beAs X | COMING FROM CONCESSION
| BUILDING WHERE ENCLOSED CIRCUIT
| BREAKER WAS, SEE DRAWING 5. +
| NEW WIRE IN CONDUIT SHALL BE
| INSTALLED PER DRAWING E7.
2” CONDUIT FOR I&C |
- (NOTE 2) S PUMP CONTROL PANEL
) ; ;
IL‘W' | ] M) X \/\
, , FLOAT SWITCH CABLE
=i 2-2" CONDUIT FOR PUMP POWER
CABLE HOOKS NOT SHOWN IN (NOTE 1)
SECTION
CABLES FOR PUMP POWER AND I&C.
- L] | = S S . _SEE DRAWING E7.
/ I e R S VR PRE | / W SR X CABLE HOOKS—"
a 9 J o o = - :
‘T i X U = s
e . rww] 2” PVC COATED ALUMINUM CONDUIT
S g — (TWO FOR PUMP POWER, ONE FOR I&C)
: = SEE SITE PLAN ON RIGHT FOR CONTINUATION
(SEE NOTE 1 & NOTE 2) o
| \<Z E|'=I TRANSDUCER
N
[ | [ I:I
\'1
e . .
7 ) )
\
e e
° e
X
] at
> © >
>< @ﬂ
if H Hr]]][ﬂ; -
N Q)
—
SIDE VIEW PUMP STATION: ELECTRICAL SITE PLAN ) «
SCALE: %" = 1’ —
X
- X
||
||
X X X X | X X X
NOTES: |
1. PROPOSED 2" PVC COATED ALUMINUM CONDUITS FOR MOTOR .
CONDUCTORS. CORE DRILL WET WELL WALL AS REQUIRED TO INSTALL ||
CONDUIT, SEE SHEET 8 FOR PENETRATION DETAIL. |
1T
2. PROPOSED 2” PVC COATED ALUMINUM CONDUIT FOR
1&C CONDUCTORS. INSTALL CONDUIT AS DESCRIBED IN PUMP STATION: ELECTRICAL SITE PLAN
NOTE 1.
SCALE: %" = 1’
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Contract 18-C-00042; Cordelia and Greco Pump Stations Rehabilitation

Pre-Bid Conf. 1-15-19 1:30pm

E-Mail to Register as a Plan Holder and_E-Mail All Questions to ContractAdministration@tampagov.net
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City of Tampa, Contract Administration Department

Name Organization E-Mail OR Phone
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