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                                ADDENDUM 1 

             
DATE:  June 21, 2019 

 
Contract 19-C-00034; Saint Isabel Pumping Station Rehabilitation 
 
Bidders on the above referenced project are hereby notified that the following addendum is made 
to the Contract Documents.  BIDS TO BE SUBMITTED SHALL CONFORM TO THIS NOTICE. 
 
Item 1: Add the following Bypassing Note to Sheet 3 of the Plans: 
 
B-8.  Although not shown on the plans, the contractor shall install a minimum of three 1.5-inch 
(minimum) diameter electrical conduits, buried a minimum of 24-inches underground for bypass 
pumping float switches and high water-level alarm, from the bypassing manhole in the street to a 
point 5-feet (minimum) north of paved roadway where the conduits shall turn up and transition to 
above ground conduits.  Contractor shall cap conduits 6-inches below ground level after 
construction and indicate locations of all underground conduits in the as-built red-line drawings for 
record. 
 
Item 2: Replace Plan Sheet 7 of the with the attached revised Sheet 7. 
 
 
Item 3: Attached is a copy of the pre-bid meeting sign in sheet. 
 
 
 

All other provisions of the Contract Documents and Specifications not in conflict with this Addendum shall 
remain in full force and effect.  Questions are to be e-mailed to Contract Administration@tampagov.net. 
 

        Jim Greiner    
      Jim Greiner, P.E., Contract Management Supervisor 






