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Please Email ALL Questions:

MailTo:ContractAdministration@TampaGov.net
Please Let Us Know If You Plan To Bid

City of Tampa
Contract Administration Department
306 E. Jackson St. #280A4N
Tampa, FL 33602
(813)274-8456
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10.

GENERAL NOTES

ALL PROPOSED WORK SHALL CONFORM TO THE CURRENT FLORIDA BUILDING CODE
REQUIREMENTS.

ALL WORK AND MATERIALS SHALL BE INSTALLED IN STRICT ACCORDANCE WITH THE
MANUFACTURERS AND INDUSTRY'S RECOMMENDATIONS OR SPECIFICATIONS. SUBMIT
SHOP DRAWINGS AS REQUIRED.

CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR ALL SAFETY PRECAUTIONS
REQUIRED TO ENSURE THE SAFETY OF ALL PERSON(S) OCCUPYING THE BUILDING
DURING CONSTRUCTION. CONTRACTOR SHALL BE RESPONSIBLE FOR COORDINATING
EACH DAYS WORK WITH THE OCCUPANTS OF THE BUILDING AND OTHER
SUBCONTRACTORS ON SITE SO AS TO MINIMIZE ANY INTERRUPTIONS IN THEIR
RESPECTIVE OPERATIONS.

WITH THE ENGINEER PRESENT, EXAMINE SURFACES TO RECEIVE THE ROOF
INSULATION SYSTEM AND DETERMINE THAT THE SURFACES ARE ACCEPTABLE PRIOR TO
PLACEMENT OF THE LIGHTWEIGHT INSULATING CONCRETE SYSTEM.

ENSURE THAT ALL SURFACES TO RECEIVE LIGHTWEIGHT INSULATING CONCRETE ARE
FREE OF OIL, GREASE, PAINTS/PRIMERS, LOOSE MILL SCALE, DIRT, OR OTHER
FOREIGN SUBSTANCES.

REMOVE EXISTING ROOF DRAIN CLAMP RINGS AND STRAINERS AND REPLACE WITH
NEW PARTS.

ALL EXPOSED METAL FLASHING SHALL BE COLORED OR PAINTED TO MATCH EXISTING
WINDOW TRIMS (SUBMIT COLOR FOR APPROVAL).

SIPLAST ROOFING IS A STANDARDIZED ROOFING SYSTEM AT THE WASTEWATER
TREATMENT PLANT AND OTHER WASTEWATER FACILITIES. ALTERNATE ROOFING
SYSTEMS WILL NOT BE CONSIDERED FOR THIS PROJECT.

THE CITY DOES NOT BELIEVE THAT ASBESTOS IS PRESENT IN THE EXISTING ROOFING
SYSTEM TO BE REMOVED. PER EPC REQUIREMENTS, THE CONTRACTOR WILL BE
REQUIRED TO PROCURE A THIRD PARTY ASBESTOS SURVEY FROM A LICENSED
ASBESTOS CONSULTANT. REMOVAL OF THE EXISTING ROOFING SYSTEM CANNOT
BEGIN UNTIL (3) WEEKS AFTER THE ASBESTOS SURVEY IS SUBMITTED TO THE
ENGINEER. THE LICENSED ASBESTOS CONSULTANT WILL FURNISH EPC WITH THE
REQUIRED NOTIFICATION. IF THE SURVEY DISCOVERS THE PRESENCE OF ASBESTOS,
THE CITY WILL UTILIZE CONTINGENCY FUNDS FOR THE ASBESTOS REMOVAL IN STRICT
ACCORDANCE WITH EPC STANDARDS.

THE PAINTING SCOPE WILL BE LIMITED TO PAINTING THE NEW S.S. GUTTER, ROLL
OVER GUTTER HANGERS, AND DOWNSPOUT STRAPS AS NECESSARY TO MATCH THE
COLOR OF THE EXISTING DOWNSPOUTS.
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DETAIL No. 2
EXISTING ROOF SYSTEM
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DETAIL No. 3
PROPOSED ROOF SYSTEM
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COPING AND WALL FLASHING
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DETAIL No. 10
COPING CAP CORNER LAYOUT
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ROOF EDGE FLASHING W/ GUTTER
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FLASHING AT LOUVERS
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