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CITY OF TAMPA NOTES

LEGEND

L i e g

TR

EXISTING PROPOSED

GENERAL PIPE CLEARANCES

1. ALL WATER WORK FOR THE CITY OF TAMPA (CITY) SHALL BE PERFORMED IN ACCORDANCE WITH THE PROJECT'S SPECIFICATIONS, 1. ALLWATER MAINS SHALL HAVE A MINIMUM COVER OF 36 INCHES AND SHALL MAINTAIN A MINIMUM OF THREE (3) FEET HORIZONTAL | | ASPHALT PAVEMENT | |
CONSTRUCTION DETAILS, AND THE TAMPA WATER DEPARTMENT TECHNICAL MANUAL (LATEST EDITION). IN THE EVENT OF A SEPARATION FROM OTHER UTILITIES, EXCEPT STORM, SANITARY, AND GAS, WHICH SHALL MAINTAIN TEN (10) FEET HORIZONTAL : ! CONCRETE PAVELENT . !
DISCREPANCY, THE MOST STRINGENT CRITERIA SHALL APPLY. SEPARATION, UNLESS OTHERWISE NOTED. —_— —_—

2. THE CONTRACTOR SHALL NOT TAP ANY WATER MAIN WITHOUT A CITY INSPECTOR PRESENT. THE CONTRACTOR SHALL PROVIDE NOTICE 2. WATER MAIN SHALL CROSS ABOVE OTHER PIPES. WHEN WATER MUST BE BELOW, PROVIDE 12" MINIMUM VERTICAL SEPARATION UNLESS I —— — ——— PAVERS S ————— — — |
TO THE CITY INSPECTOR AT A MINIMUM OF 5 WORKING DAYS PRIOR TO NECESSARY WORK AND COORDINATE PERFORMANCE OF TAP OTHERWISE NOTED. 10 10
WITH THE CITY INSPECTOR. 3. CENTER ONE FULL JOINT OF PIPE UNDER/OVER ALL SANITARY, STORM, OR RECLAIMED PIPE CROSSINGS. ! BASE LINE (SURVEY LINE) !

3. NORMAL WORKING HOURS SHALL BE WEEKDAYS FROM 7:30 AM TO 4:00 PM UNLESS OTHERWISE APPROVED BY THE .

ENGINEER/INSPECTOR. MATERIAL ENTER LINE -

4. ELEVATION INFORMATION SHOWN ON THESE PLANS IS REFERENCED TO N.A.V.D. 1988 UNLESS OTHERWISE STATED. ——— R LINE

5. CONSTRUCTION OF WATER FACILITIES SHALL BE COORDINATED WITH THE WATER DEPARTMENT PRIOR TO THE START OF THE 1.~ ALL VALVES SHALL BE RIGHT HAND OPEN. - PROPERTY LINE
CONSTRUCTION. CONTRACTOR TO CONTACT CITY OF TAMPA CONTRACT ADMINISTRATION DEPARTMENT @ 813-635-3432 TO 2. POLYWRAP ALL DUCTILE IRON PIPE (D..P) FITTINGS AND APPURTENANCES. B B ADUACENT PROPERTY LIE
COORDINATE/SCHEDULE A PRE-CONSTRUCTION MEETING WITH THE CITY FOR REVIEW OF INSTALLATION TECHNIQUES AND 3. ALL HARDWARE SHALL BE 304 STAINLESS STEEL, UNLESS OTHERWISE NOTED.

PROCEDURES A MINIMUM OF 10 WORKING DAYS PRIOR TO THE PLANNED CONSTRUCTION. 4. ALL BELOW GROUND BENDS SHALL BE MECHANICAL JOINT (MJ). S Bz BENCHMARK & NUMBER

s ETSHOULTESSALDNGS GOUIOE.TG 15 OTATETUES T SO EOTONS TOTIESSTIVOATIN £ et ONTo MG ek GNTRLTON s o T
BEGINNING WORK OR ORDERING MATERIALS 6. CONCRETE THRUST BLOCKS SHALL NOT BE USED TO PROVIDE THRUST RESTRAINT. RESTRAINT OF PUSH-ON DIP (OTHER THANFOR | ~—————————————- EASEMENTLNE =~ —— — — — — ——

7. VALVES ON EXISTING PUBLIC WATER MAINS TO BE OPERATED BY CITY PERSONNEL ONLY. P o Ve cay orON"GRIPPER-TYPE” RESTRAINTS. FITTINGS AND VALVES SHALL BE CONNECTED — 6 GAS MAIN o o

8. ALL PROPOSED WATER LINES SHALL BE MANUFACTURED, INSTALLED, AND TESTED PER THE STANDARDS OF THE AMERICAN WATER : : - _ _ _ STORM SEWER - .
WORKS ASSOCIATION (AWWA) AND BY F A.C.-62-555. 7. ALL POTABLE WATER SERVICE LATERAL, AIR RELEASE VALVES, AND TEMPORARY SAMPLE POINTS SHALL BE CONSTRUCTED OF BLUE

9. SHOP DRAWINGS SHALL BE SUBMITTED AND APPROVED BY THE CITY FOR ALL PROPOSED ITEMS. ALL SUBMITTALS AND SHOP DRAWINGS SDR-9 HIGH DENSITY POLYETHYLENE (HDPE) TUBING. ALL HDPE TUBING SHALL BE INSTALLED WITHIN A CASING AS DEFINED IN THE s s SANITARY SEWER S S
SHALL BE HIGH QUALITY PDF DOCUMENTS. SPECIFICATIONS AND DETAILS. —w & SANITARY FORCE MAIN — N—

10.  THE CONTRACTOR IS RESPONSIBLE FOR RESTRAINING ALL EXISTING PIPE NECESSARY TO MAINTAIN A SAFE CONSTRUCTION AREA AND — )3 ELECTRIC CABLE £ E
PERFORM THE WORK SHOWN IN THE PLANS. EXISTING PIPE REQUIRING RESTRAINTS SHALL UTILIZE EXTERIOR BELL RESTRAINTS. TESTING . . FELEPHONE CABLE . .

1. THE CONTRACTOR SHALL DEWATER ANY EXCAVATION OR TRENCH TO MAINTAIN A SAFE WORK ENVIRONMENT AND TO ABIDE BY AWWA ™ " 0L\ v qae 1 o 6 ErTrNGS, HYDRANTS, CONNEGTIONS, AND VALVES SHALL BE PROPERLY ] ]

INSTALLATION STANDARDS. DEWATERING IS AT THE EXPENSE OF THE CONTRACTOR. — TELEVISION CABLE
PRESSURE TESTED, WITNESSED AND ACCEPTED BY THE CITY. PRESSURE TESTS TO BE PERFORMED IN ACCORDANCE WITH WATER

12, REMOVAL AND RELOCATION OF ALL STREET OR TRAFFIC SIGNS SHALL BE APPROVED THROUGH THE TRAFFIC " " WATER MAIN

DEPARTMENT SPECIFICATIONS. CONTRACTOR TO NOTIFY THE ASSIGNED CITY INSPECTOR A MINIMUM OF THREE (3) WORKING DAYS IN

ENGINEERING DIVISION, DEPARTMENT OF PUBLIC WORKS, CITY OF TAMPA, AND HILLSBOROUGH COUNTY TRAFFIC, QL QL

FLORIDA DEPARTMENT OF TRANSPORTATION. CITY OF TEMPLE TERRACE OR OTHER APPLICABLE PERMITTING AGENCY ADVANCE OF PERFORMING TESTS. CONTRACTOR SHALL PRESSURE TEST WATER MAINS AT A MINIMUM OF 150 PSI FOR A PERIOD OF 2 g RECLAIMED WATER MAIN — —

‘ : HOURS IN ACCORDANCE WITH AWWA C600-87 STANDARDS. THE CONTRACTOR SHALL MAKE ALL NECESSARY APPLICATIONS AND 8 FIRE HYDRANT ASSEMELY (NCL, VALVE & TEE) . ,g, .

ARRANGEMENTS. -

PERMITS 2. ALL SAMPLE, PRESSURE TEST, AND CHLORINATION POINT PIPING SHALL BE COMPLETELY REMOVED PRIOR TO FINAL ACCEPTANCE. THE @ WATER VALVE ©

LA CORPORATION STOP SHALL BE CLOSED AND PLUGGED AT THE MAIN. ——e—wn DETECTOR CHECK VALVE ©

7. CONTRACTOR IS RESPONSIBLE FOR OBTAINING ALL NECESSARY RIGHT-OF-WAY PERMITS AND ROADWAY CLOSURES ASSOCIATED WITH
THE WORK SHOWN IN THE PLANS 3. CONTRACTOR SHALL PERFORM CHLORINATION AND HIRE INDEPENDENT FIRMS TO CONDUCT BACTERIOLOGICAL TESTING AS DEFINED IN | ——#—fsese]-». DOUBLE DETECTOR CHECK VALVE - IN VAULT fsces}

2. INORDER TO OBTAIN ROADWAY CLOSURES OR RIGHT-OF-WAY PERMITS, AT MINIMUM, THE CONTRACTOR MUST SUBMIT DETAILED B O R ok o LY THE SITY WITHASBUL TS AND SAMPLE RESLLTS NECESSARYTO OBTAIN DEPARTMENT OF | ——r-+ecear-r DOUBLE DETECTOR CHECK VALVE - ABOVE GROUND HgesH
MAINTENANCE OF TRAFFIC (MOT) PLANS ALONG WITH APPLICATIONS TO THE APPROPRIATE AGENCY. THE MOT(S) SHALL CONFORM TO (DEP) : —re Jor VAULT o Jo
APPLICABLE FLORIDA DEPARTMENT OF TRANSPORTATION (FDOT) DRAWINGS (MOST CURRENT EDITION). THE GOVERNING AGENCIES _ _ CASING PIPE UACK & BORE
MAY REQUIRE ADDITIONAL INFORMATION AND DICTATE SPECIFIC WORK TIME DURING NON-PEAK TRAFFIC HOURS. RESTORATION ¢ )

WATER METER
1. ROADWAY RESTORATION SHALL BE IN CONFORMANCE WITH CORRESPONDING JURISDICTION'S LATEST STANDARDS. Esas
2. DISTURBANCE TO ANY PROPERTY, PUBLIC OR PRIVATE, SHALL BE RESTORED TO ORIGINAL OR BETTER CONDITION. RECLAIMED WATER METER
3. THE CONTRACTOR SHALL RECONSTRUCT PAVEMENT ADJACENT TO THE GUTTERS AND AT STREET INTERSECTIONS TO @ METER TO BE TRANSFERRED
OBTAIN SATISFACTORY DRAINAGE TO THE INLETS FROM THE INTERSECTING STREETS. PRIOR TO CONSTRUCTION, THE BACK FLOW PREVENTER
CONTRACTOR SHALL DETERMINE THE FLOW OF WATER ALONG A STREET, DOCUMENT WHERE STANDING WATER IS —n WET TAP 2
PRESENT. H iy P <<]—b  SLEEVE, BEND, TEE, CROSS, PLUG, REDUCER BLOW-OFF H ky FH Hi € =
PROJECT SPECIFIC NOTES SAMPLE TAP LOCATION ©
CHLORINE INJECTION POINT @
1. ALL PROPOSED DIP WATER MAIN PIPES SHALL BE OPEN CUT INSTALLATION. ” ELECTRIC MANHOLE OR PULL BOX, POLE *>
2. ALL ASPHALT OPEN CUTS WITHIN CITY RIGNT-OF-WAY SHALL BE FULLY MILLED AND OVERLAYED (FROM EDGE OF PAYMENT TO EDGE OF PAVEMENT) PER o TELEPHONE MANHOLE OR UTILITY BOX, POLE N
TYPICAL PAVING SECTION SHOWN ON SHEET 3. © © VANHOLE - SANITARY. STORM ©
® M VALVE ® »e
‘XX\(SO SANITARY LATERAL WITH DEPTH AT R/W LINE
[ STORM GRATE, CURB INLET &
- = = :ﬂ @ STORM PIPE CULVERT WITH HEADWALL, MITERED END SECTION H= = =[| @
€ # € # GUY POLE, GUY POLE AND WIRE — ——%
#F COMBINATION POLE, LIGHT POLE < X
a3 MAILBOX
d SIGN 1
\\U
*n %“?@W >‘° PINE, TREE, PALM, OAK
Q‘“‘ ROOT PRUNE
& SHRUB, HEDGE
m WOODS/HEAVY BRUSH
## SPOT ELEVATIONS £30
REVNO| DATE DESCRIPTION BY |pesigNeD CL 100% PLANS
(0]
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
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TAMPA, FLA. 33602 CHECKED RAJ GENERAL NOTES LEDGEN Florida RECORD DRAWING NO. —
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SHUT-OFF VALVE
SEE ATIAS L9

P '000

WALLCRAFT

STA. 22+14,14RT
STA. 22+22, 6'RT
PROPOSED: (2) 6" 45° BENDS

#4315 |

STA. 22+30, 6'RT

6" GATE VALVE W/BOX
5J4" DNS HYDRANT

PROPOSED: 6'X6" ANCHOR TEE |,

w01 6
4309

PROPOSED 567LF OF 6" DIP WATER MAIN

STA. 26+12, 6'RT
PROPOSED: 6" 22 J5° BEND

STA. 26+03, 6RT
PROPOSED: 6"X6" ANCHOR TEE

(ROLLED)

I STA. 26+71, 12RT |
ﬁ—PROPOSED: 6" 221/2" BEND [
B

STA. 26+83, 6'RT
PROPOSED: 6" 22 J5° BEND

X(ROLLED)
Y

I #4312

‘ Lor 8

‘ CUT & PLUG EX. 6" WM '
| w s |

REMOVE & SALVAGE EX. HYDRANT ASSEMBLY

CLOSE VALVE REMOVE BOX

S

558LF OF EX. 6" WM TO BE GROUTED & ABANDONED

#4308
Lor6

STA. 21483, 14RT
PROPOSED: 8"X6" TAPPING SLEEVE
6" TAPPING VALVE W/BOX

#4306
wor 5

METHOD #3 6" GATE VALVE W/BOX
S. COOLIDGE AVE. 5 %" DNS HYDRANT
#  E o o 2 Ejaﬁ/a METHOD #1
72 17043080 X w 100 5
s P AR 5/8 T S N N &
1 s 0 B A
g7 77T ) T v
'f:mf@”wa"’s;—_—_#—:—%_ﬁg—?—_ ————— —F (—W—ww‘———w——
EX. ASPHALT PAVEMENT 48N767 ST T
Gl;%l 7 ~ B/ Grass ” Grass 7 Grass g::b
E M M # | —Y/ ] Z)
A= L e R T s ——3 A
— e —@— -toour—— S J— s o

#4304

Lor 4

\

STA. 26+28, 12RT
PROPOSED: 6X6" MJ TEE
6" 22 % ° BEND (ROLLED)
(2) 6" GATE VALVE W/BOX
(2) 6" 45° BEND

6" SOLID SLEEVE

\ 27LF OF 6" DIP WM
| TIE INTO EXISTING 6" WM

SHUT-OFF VALVE _|
SEE ATLAS L9 |
\

L

“

CLOSE VALVE
REMOVE BOX

béT& PLUG EX. 6" WM

MATCHLINE - SEE SHEET 5

cosvf
o1 107

S04-T30S-R18E
0 25' 50'

e

SCALE - HORIZONTAL

0 2.5 5'

e

SCALE - VERTICAL

STA. 27+03, 6RT

BEGIN 6" HDPE WATER MAIN
BY DIRECTIONAL DRILL

SEE DETAIL 8.03, SHEET 39

NOTE:

MANUFACTURED STAINLESS
STEEL IS TO BE INSERTED IN
HDPE FOR CONNECTION.

RESTRAIN ALL JOINTS

RESTRAIN ALL JOINTS

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:48pm

3 = 3 =
+ + + ¥
10 > > 7 te Grade @ = - 10
< = Proposed Water Wi = =
w w w n
EX 8" mH T I T Il I O S e T NPEEEE | S Tt T
\ 2
=
5 ) ST 5
N 1y
~= 1 i
\_ DEFLECT AS NECESSARY PROPOSED 6" DIP WATER MAIN — "
0 0
BEGIN 6" HDPE
BY DIRECTIONAL DRILL
21450 22400 23+00 24+00 25400 26+00 27+00 27450
REVNO.| DATE DESCRIPTION BY DESIGNED CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT )
CITY OF TAMPA WATER DEPT. DRAWN JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E -
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROFILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 4 OF 39



AutoCAD SHX Text
LOT 8 8

AutoCAD SHX Text
#4313

AutoCAD SHX Text
LOT 8 8

AutoCAD SHX Text
#4312

AutoCAD SHX Text
LOT 7 7

AutoCAD SHX Text
#4310

AutoCAD SHX Text
LOT 6 

AutoCAD SHX Text
#4308

AutoCAD SHX Text
LOT 5 5

AutoCAD SHX Text
#4306

AutoCAD SHX Text
LOT 4 

AutoCAD SHX Text
#4304

AutoCAD SHX Text
LOT 3 

AutoCAD SHX Text
#4306

AutoCAD SHX Text
LOT 10 

AutoCAD SHX Text
#4307

AutoCAD SHX Text
LOT 2 

AutoCAD SHX Text
#4303

AutoCAD SHX Text
LOT 3 

AutoCAD SHX Text
#4305

AutoCAD SHX Text
LOT 4 4

AutoCAD SHX Text
#4307

AutoCAD SHX Text
LOT 5 

AutoCAD SHX Text
LOT 6 6

AutoCAD SHX Text
#4309

AutoCAD SHX Text
LOT 7 7

AutoCAD SHX Text
#4311

AutoCAD SHX Text
BLOCK  4

AutoCAD SHX Text
4' ALUMINUM

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
24" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
24" WM

AutoCAD SHX Text
48"X76" ST

AutoCAD SHX Text
60" ST

AutoCAD SHX Text
15"ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
24" WM

AutoCAD SHX Text
8" WM

AutoCAD SHX Text
6" WM

AutoCAD SHX Text
6" WM

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
48"X76" ST

AutoCAD SHX Text
48"X76" ST

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
LOT 8 8

AutoCAD SHX Text
#4313

AutoCAD SHX Text
LOT 8 8

AutoCAD SHX Text
#4312

AutoCAD SHX Text
LOT 7 7

AutoCAD SHX Text
#4310

AutoCAD SHX Text
LOT 6 

AutoCAD SHX Text
#4308

AutoCAD SHX Text
LOT 5 5

AutoCAD SHX Text
#4306

AutoCAD SHX Text
LOT 4 

AutoCAD SHX Text
#4304

AutoCAD SHX Text
LOT 3 

AutoCAD SHX Text
#4306

AutoCAD SHX Text
LOT 10 

AutoCAD SHX Text
#4307

AutoCAD SHX Text
LOT 2 

AutoCAD SHX Text
#4303

AutoCAD SHX Text
LOT 3 

AutoCAD SHX Text
#4305

AutoCAD SHX Text
LOT 4 4

AutoCAD SHX Text
#4307

AutoCAD SHX Text
LOT 5 

AutoCAD SHX Text
LOT 6 6

AutoCAD SHX Text
#4309

AutoCAD SHX Text
LOT 7 7

AutoCAD SHX Text
#4311

AutoCAD SHX Text
BLOCK  4

AutoCAD SHX Text
4' ALUMINUM

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
24" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
24" WM

AutoCAD SHX Text
48"X76" ST

AutoCAD SHX Text
60" ST

AutoCAD SHX Text
15"ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
24" WM

AutoCAD SHX Text
8" WM

AutoCAD SHX Text
6" WM

AutoCAD SHX Text
6" WM

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
48"X76" ST

AutoCAD SHX Text
48"X76" ST

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
15" ST

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Grass

AutoCAD SHX Text
S/W

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
SHUT-OFF VALVE SEE ATLAS L9

AutoCAD SHX Text
EX. 8" WM

AutoCAD SHX Text
EX. 15" ST

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
SHUT-OFF VALVE SEE ATLAS L9

AutoCAD SHX Text
EX. 15" ST


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:49pm

|
3 STA. 30+04, 2RT
. K ,
STA. 20+60, 4RT a1 PROPOSED: 6" X6" ANCHOR TEE PROPOSED 484LF OF 6" DIP WATER MAIN
PROPOSED: 6"X6" MJ TEE 6" GATE VALVE W/BOX
- ] | 6" GATE VALVE W/BOX 4 622 %4° BEND STA. 32+55, 7RT
5%." DNS HYDRANT 2 2 PROPOSED: 6" X6" ANCHOR TEE
1 l || METHOD #2 & @4'“) é L 6" GATE VALVE W/BOX S. COOLIDGE AVE. |
| g i’ = AR 1/2 ” M - — o
0 24" w ;
< 1 STA. 28+87, 7RT & ———¥ W— W— H— 24 P p 24ty i © S04-T30S-R18E
- PROPOSED: 6" 22 1/2° BEND N SiE e LJK%tL i - 0 25 50'
L [ | ' g J0F00 w
i 0| PROPOSED 163LF OF 6" HDPE WM ; / @\(IQ } EX. %r‘mvmgm_/ | § T _E | L E;!:
T BY DIRECTIONAL DRILL ) S o T SCALE - HORIZONTAL
‘n | [N l / ] Om w
m - " U W d M.
H I || : l : M m B W zﬁ N7 W /l g i : 4 L A U H
Q37 | |
2] || Lﬁ“’ 6" PV FIRSIB—I [— 7 ar W d 5 —s (2] 0 2.5 5
] o ; m '
wl —— [ ] ) < |x —Aw e
Z < Ol ) I =TSN Z SCALE - VERTICAL
= = B00LF OF EX. 6" WM TO BE GROUTED & ABANDONED \] e |~ =
5 E } S | ! | 8% B w s@u 812 5
et —~ ¥k ] -8 / N S =
< >“ I | I / T <
= o I~ FOR CONTINUATION SEE SHEET 21 P~ =S
CUT & PLUG EX. 6" WM I w B ||| I < 1
. [ 35Q e I
STA. 28+66, 17'RT B - = I— — o FR 12 D < 3 \f L o
END 6" HDPE BY DIRECTIONAL DRILL N I .
@FW o md L& 6" 45° BEND REMOVE HYDRANT ASSEMBLY [ .
i N ]
‘ e SEE DETAIL 8.03, SHEET 39 CLOSE VALVE REMOVE BOX I dgpe
| El [ N |
! Y f%{:%ﬁi{ " RCA—CUT & PLUG EX. 6" WM >$o FOR CONTINUATION SEE SHEET 16 | | | . \.T ™ 15
RESTRAIN ALL JOINTS RESTRAIN ALL JOINTS
~ o~ ~ /[/—— ™
2 ¢ ? e
& 5 5 3
= = = =
10 2 , Z 2 0
Approximate Grade @
Proposed Water Main |
—EX. 6" WM B . v O R —
. o =z
3 =
5 Il 5
PROPOSED 6" WATER MAIN
0 END 6" HDPE 0
BY DIRECTIONAL DRILL
b X 8" SS
PROPOSED 6" HDPE WATER MAIN
27+50 28+00 29+00 30+00 31+00 32+00 33+00 33+50
REVNO| DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. . . . . — FAIR OAKS WATER MAIN REPLACEMENT y
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E : : : : .
TAMPA, FLA. 33602 _ , _ , CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 5 OF 39



AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4232

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4232

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4230

AutoCAD SHX Text
LOT   31   31

AutoCAD SHX Text
#4229

AutoCAD SHX Text
LOT   32   32

AutoCAD SHX Text
#4231

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4231

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4229

AutoCAD SHX Text
LOT 1 1

AutoCAD SHX Text
#4301

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
6'' PVC

AutoCAD SHX Text
4'' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
6' CLF

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
60" ST

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
6" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
12" SS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4232

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4232

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4230

AutoCAD SHX Text
LOT   31   31

AutoCAD SHX Text
#4229

AutoCAD SHX Text
LOT   32   32

AutoCAD SHX Text
#4231

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4231

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4229

AutoCAD SHX Text
LOT 1 1

AutoCAD SHX Text
#4301

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
6'' PVC

AutoCAD SHX Text
4'' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
6' CLF

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
60" ST

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
6" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
12" SS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
48"x76" ST

AutoCAD SHX Text
Conc. Crub

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 48"X76" ST

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 6" WM


CONC

W. BAY VISTA AVE.

1 TVHASS

STA. 35+18, 9RT
PROPOSED: 6"X6" ANCHOR TEE
(2) 6" GATE VALVE W/BOX

(2) 6" 45° BEND
6" SOLID SLEEVE
TIE INTO EXISTING 6" WM

RESTRAIN 98LF OF WATER MAIN

+
171+00

M Z

ELRQPOSED 600LF OF 6" DIP WATER MAIN

) S. COOLIDGE AVE.

0

S04-T30S-R18E

25' 50'

e o —

SCALE - HORIZONTAL

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:49pm

| R - | | 12846 _ o _
TONe . 73:;# 000 w ‘ '
2 —
J5+00 S / J6+00 _/ S7F00 T
% ‘ 127 ‘ //— EX. ASPHAL(PAVMENT ‘ } o SCALE - VERTICAL
N\
- 2 W ‘ 4
9 I /( ‘.é«—— — A aaq " ) GRAVEL MT 2
W CONC CKMCK o — _ _
1 f — = = (EasS | 5" wooo 3’ wWooD
| coner l ‘ / GRAVEL \ FP1 ‘
12784
STA. 33+89, 9RT ., STA. 38+57, 10'RT ‘
PROPOSED: 6" 11 1/4° BEND EX. 2"WMTO BE ABANDONED PROPOSED: 6' 22 1/2° BEND
| CUT & PLUG EX. 6" WM CUT & PLUG EX. 2l S— CLOSE VALVE REMOVE BOX
209LF OF EX. 6" WM TO BE GROUTED & ABANDONED
WA
RESTRAIN RESTRAIN
ALLUOINTS Approximate Grade @ ARLESJTSQ'#‘S ALL JOINTS
Proposed Water Main
0 2 P < B s
& < o +
3 / E & 3
| e T R ST RN S e i < =
|7 S N - “‘|<_: ***** < ---- R 7_77('7—) -
wn wn
=
=
o™
5 E— —— 5
PROPOSED 6" DIP WATER MAIN
0 0
33+50 34+00 35+00 36+00 37+00 38+00 39+00 39+50
REVNO.| DATE DESCRIPTION BY |pesieNeD L 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— .
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
FEIS453 DATE 05/07/2018 Water Department ] atLaSPAGE |-09 |SHEET 6 OF 39



AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4231

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
4004 S MANHATTAN ST

AutoCAD SHX Text
#4002

AutoCAD SHX Text
#4002

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
BIKE RACK

AutoCAD SHX Text
BIKE RACK

AutoCAD SHX Text
BIKE RACK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
24" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4231

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
4004 S MANHATTAN ST

AutoCAD SHX Text
#4002

AutoCAD SHX Text
#4002

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
BIKE RACK

AutoCAD SHX Text
BIKE RACK

AutoCAD SHX Text
BIKE RACK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
24" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:49pm

. WA MCICT 1O LY LUULIY, QIMEL/ ] E L I
o | W. BAY VILLA AVE.
L ';;
e | = wor g PROPOSED 500LF OF 6" DIP WATER MAIN
wr | Lor 2 [ ﬁ #3806 o7 4 | w5 wr s
4217 | ‘ #2805 I wilE ) 015 \ |
AN | 215 #211
‘ e 1 N b \
- — EX. 2" WATER MAIN TO BE ABANDONED = = m 1o S04-T30S-R18E
' 1
STA. 40+42, 61LT a" o3 I - 0 25 50'
PROPOSED: 6" 45° BEND Al HJJ E;!:
/8 =
g g O . 4 { -
. PRI S 75 gt | ‘:}:) SCALE - HORIZONTAL
N v — 3 A o
SN Z N 5 ; L
~ " e wl
= :E b ‘ 7\ ‘ 7) 0 25 5
Sa)] & &\ BM100 _ EX. ASPHALT PAVEMENT —/ 076) ‘ —F ' Eﬁ
%) 2 Iw
[ 24" W LS | 2 SCALE - VERTICAL
— Hy Hy Hy = ASPHALT I =
Q 18 3868 _ N T
Q cone N ——— D7 | CONC Xt I %)
- 3" woop Y 3’ wooD ‘ l—‘ - -
o STA. 41497, 71T <
> o e =
PROPOSED: 6" 45° BEND @
5%1! DNS HYDRANT 210 W. BAY VILLA AVENUE
IS . N B METHOD # 2
MATCHLINE - SEE SHEET 6
RESTRAIN
AL JOINTS
RESTRAIN -
ALL JOINTS 3 <
- [\ - ™
10 ) = , st 10
& = Approximate Grade @ =
< » Proposed Water Main »n
= = ”
SR E - . X 24" WM PR
i B S S B
£x. 247 W T olh X 2" W £
= = ?3/ =
< Z|% S
5 I = | o o) 5
 — n
Q
st |V [l Y i (Froey
DEFLECT AS NECESSARY 6" 45° BEND 6 45° BEND PROPOSED 6" DIP WATER MAIN
0 = 0
STA. 41470 |= STA. 41+68 STA. 41+89
645 BEND &  LSTA.39+90 6" 45° BEND 6" 45° BEND
6" 45° BEND
39+50 40+00 41+00 42+00 43+00 44+00 44+50
REVNO. DATE DESCRIPTION BY |pesieNeD L 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— .
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 7 OF 39



AutoCAD SHX Text
4211

AutoCAD SHX Text
S

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#3805

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#3806

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4215

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4213

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4211

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
#4210 W. BAY VILLA AVENUE

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
WATER METER IS ON EUCLID STREET

AutoCAD SHX Text
24" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
12" ST

AutoCAD SHX Text
12" ST

AutoCAD SHX Text
12" ST

AutoCAD SHX Text
24" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
4211

AutoCAD SHX Text
S

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#3805

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#3806

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4215

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4213

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4211

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
#4210 W. BAY VILLA AVENUE

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
WATER METER IS ON EUCLID STREET

AutoCAD SHX Text
24" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
12" ST

AutoCAD SHX Text
12" ST

AutoCAD SHX Text
12" ST

AutoCAD SHX Text
24" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 12" ST

AutoCAD SHX Text
EX. 24" WM

AutoCAD SHX Text
EX. 2" WM

AutoCAD SHX Text
EX. 24" WM


MATCHLINE - SEE SHEET 9

CUT & PLUG EX. 6" WM : S l ]|
W.\BAY VILLA AVE. it i - O T
(] (] =
| I SEE ATLAS L9
wr 8 PROPOSED 600LF OF 6" DIP WATER MAIN m’ BEANSS EE I wor 3
I | wr 7 | | ; wr 10 ! wr 171 N - " al #1115 ‘ I
| 209 #4207 s ‘ q: ™ I CUT & PLUG & REMOVE 5LF OF EX. 2" WM |
I ‘ ‘ ‘ ‘ DJ Lor | ‘ #4115 ‘ |  — I
L = #11

~ CLOSE VALVE ~nl I ’ ‘
E REMOVE BOX S | \ I3

a -y ,
IJ'I:J o | 5 } | (d'lkam i} ~ %
7,) I3 2243 cowe | g SR - - Ry \ ' f’ iy J ” % ©

=5 = - k= 8155 w1 =
W : s ,;%%_M S 3 S @) _S_V St 3 5—689 e — 1
/ O wn S
% I_g 22 12 25200 200 a ~ 2Tz
P E | — e — ‘ R S
= EX. ASPHALT PAVEMENT ‘ T | hy e

% 13 e J § |
- ASPHALT .
I g

7
(&) - - T 3% CONC T - '”'A
E ﬁ © ‘v I (ﬁy M T I V=509
= STA. 48+44, T'LT

PROPOSED: 6"X6" MJ TEE
F1210 W, BAY VILLA AVENVE STA. 47492, 7'LT (2)6' GATE VALVE WIBOX STA. 49+76, 6'LT Rt

[

PROPOSED: 6" GATE VALVE W/BOX

(2) 6" 45° BEND
6" SOLID SLEEVE
TIE INTO EXISTING 6" WM

PROPOSED: 6" 11 1/4° BEND

S04-T30S-R18E
0 25' 50'

e o —

SCALE - HORIZONTAL

0 25 5'

e~ —

SCALE - VERTICAL

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:50pm

I
foproximate Grade @ RESTRAIN ALL JOINTS
Proposed Water Main % Approximate Grade @
5 / Proposed Water Main
< N R/W C/L
10 /,377-7::/_}7\ /N 10 / £/ /
, AN | o
) s - J LT N
I S - Y || Iy el I N X 2"
s _ v \/ - - o 6w 70 BE REMOVED
= N [ : ‘
) § “ EX. 6" WM
5 S & / , 5
|
1
DEFLECT AS NECESSARY £X 8" SS
STA. 48+44
PROPOSED 6" DIP WATER MAIN DEFLECT AS NECESSARY DEFLECT AS NECESSARY PROPOSED 6"X18" OFFSET
0 0 PROPOSED 6" WATER MAIN \
RESTRAIN ALL JOINTS
CROSS SECTION AA
STA. 48+44
44+50 45+00 46+00 47+00 48+00 49+00 50+00 50+50
REVNO.| DATE DESCRIPTION BY |pesieNeD L 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— .
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROFILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department ] atLasPAGE |-09 |SHEET 8 OF 39



AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4209

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4207

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4205

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4203

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#3805

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4117

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4115

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4113

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
#4210 W. BAY VILLA AVENUE

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
24"X35" CMP INV=5.09

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
24" ST

AutoCAD SHX Text
24"X38" ST

AutoCAD SHX Text
2" W

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4209

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4207

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4205

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4203

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#3805

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4117

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4115

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4113

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
#4210 W. BAY VILLA AVENUE

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
24"X35" CMP INV=5.09

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
24" ST

AutoCAD SHX Text
24"X38" ST

AutoCAD SHX Text
2" W

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 24" ST.

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
SHUT-OFF VALVE SEE ATLAS L9

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. 2" WM TO BE REMOVED


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:50pm

STA. 50470, 8LT e wor 7 | w s ' o7 S| wr o
PROPOSED: 6°X6" ANCHOR TEE | | e | o #1103 05
6" GATE VALVE W/BOX L o ﬁh
‘ |
STA. 51+08, 10'LT AY VILLA AV PROPOSED 423LF OF 6" DIP WATER MAIN L P— FOR CONTINUATION SEE SHEET 15
PROPOSED: 6" 11 1/4° BEND . ) / | L e s |
o -EX. 2" WM TO BE ABANDONED _ o CL SE VALVE REMOVE BOX g PROPOSED 183LF OF & DIP WATER MAIN | 1
' - g wow |8 8 o S04-T30S-R18E
o AL 1 Dw rmw7 STA. 220+19, 10RT e , ,
E 7 PROPOSED: (2) 6" 45° BEND - 0 25 50
EX. ASPHALT PAVEMENT o 4 L E;‘:i
w — ‘ ) §$ ] ] & | (|1 EX.2' WM TO BE ABANDOMED ’ L
3:) S S7 s s ‘ BE O oz pe 12 = T SCALE - HORIZONTAL
1368 11°%18" RCP .00, INVEF8.
C————— [ b 3
HJJ ‘ . T, - — e j'xiﬂ% - vma W% . 3
Ay & N LU -/ e,
7 o iy/ 5 |9* ls w sz o D - A = it e \ﬁ w 0 25 5
. [EZR N FR1Z TS ' T . T Q e - s <. glicp | )
g ; Bk o ik i b Zr —_— Eﬁ
% —— FOR CONTINUATION SEE SHEET 27 < STA. 54473, 8LT i OIMN CONC ] SCALE - VERTICAL
= PROPOSED: 8"X6" ANCHOR TEE PN /( Z
I s110 o108 Joroe 6" GATE VALVE W/BOX J e g -
m. or 1 or 2 #1106 I N S 1015722 - T ! I
o N | , o | o ‘ , s & STA. 219+92, TORT 5
< ~ \ | ‘ <3 PROPOSED: 8"X6" ANCHOR TEE =
= A — LIE 6" GATE VALVE W/BOX <
- < g Sh (2) 6" 90° BENDS (ROUND HOUSE) =
I & NORMA PARK SUBDMISION N %‘4 I
I ~ E ° T o1 19 I
T, Ho16
|
Se) *% BLOCK ‘ /J
o ~ P |
e A N ) i | a3 .
I e T T T T T T — — — 7 ©
1! ||| ——— _ _ __ — T 70" TTTITY EASENENT —f——F Lc —a @ y i - - - -
i ﬂ‘ '_ \ _______ o ] o - | MULCH l
T ' | | I ' j | n/w |
RESTRAIN ALL JOINTS
RESTRAIN 0 8
AL JOINTS 3 — =
I o Approximate Grade @ © EX12°%187 5T g
£ f Proposed Water Main = <
10 o @ EX. CABLE b 10
= 1 - -
e - Tl B T N e SRS L I - X A
_ -l N~ - X Vz
> _ \ / EX 6" m
=
™
5 . I £X 8" 55 _— 5
| {
DEFLECT AS NECESSARY
Z
=
” a e
X8 PROPOSED 6" DIP WATER MAIN <58
318
0 0
50+50 51+00 52+00 53+00 54+00 221400 221475
REVNO| DATE DESCRIPTION BY IpESIGNED CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT :
CITY OF TAMPA WATER DEPT. ' ' ' : DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E : : : : :
TAMPA, FLA. 33602 _ , _ , CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E.#79453 - - - - DATE 05/07/2018 Water Department | ATLASPAGE |-09 |SHEET 9 OF 39



AutoCAD SHX Text
10' UTILITY EASEMENT

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4110

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4108

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4106

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4104

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4111

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4109

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4107

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4105

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4103

AutoCAD SHX Text
BLOCK  3

AutoCAD SHX Text
NORMA PARK SUBDIVISION

AutoCAD SHX Text
LOT   9   9

AutoCAD SHX Text
#3806

AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
#4015

AutoCAD SHX Text
LOT 19  19 

AutoCAD SHX Text
#4016

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4'ALUM

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4102

AutoCAD SHX Text
LOT99

AutoCAD SHX Text
#3106

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
12"X18" ST

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
2" W

AutoCAD SHX Text
MULCH D/W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
10' UTILITY EASEMENT

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4110

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4108

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4106

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4104

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4111

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4109

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4107

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4105

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4103

AutoCAD SHX Text
BLOCK  3

AutoCAD SHX Text
NORMA PARK SUBDIVISION

AutoCAD SHX Text
LOT   9   9

AutoCAD SHX Text
#3806

AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
#4015

AutoCAD SHX Text
LOT 19  19 

AutoCAD SHX Text
#4016

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4'ALUM

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4102

AutoCAD SHX Text
LOT99

AutoCAD SHX Text
#3106

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
12"X18" ST

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
2" W

AutoCAD SHX Text
MULCH D/W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX.12"x18" ST

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. ELEC.

AutoCAD SHX Text
EX. CABLE

AutoCAD SHX Text
EX. 2" WM

AutoCAD SHX Text
EX. 8" SS


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:51pm

L |
S -
I 3
W.BAY VILLA AVE. | N <5
| CoNe /Jl -~
or 1 — ‘: e
! tor s I tor wr 3 wr 2 #3807 T I Sy 19808 I
or 7 wor s I | | | #
Juors | #o11 | 4009 | 007 | #4005 | L\ﬁ,—‘ ‘ %’ Q | ?
— ! U - S04-T30S-R18E
[e)) | | | § -
E /’ EX.2"WM TO BE ABANDONED PROPOSED 625LF OF 6" DIP WATER MAIN + L) - 0 25 50
8 3 Luy —
w . ) S % AR
24 N 1 Ll
I 5 T ‘ - ‘ 2 / 9 Ja ® T SCALE - HORIZONTAL
(7] joui j K’W W LD N W 10064258 13@ . @ % % Yo a)% {i} I rm}@—d') g %ﬂ wio — S 5
W W H—=s v 3 3 g "™ & - a7 g w
T = — s W—F W = W S - 2" L\ 5C| 8
% r E v 1% = b5 _/ £E ¥ = ¥ ININg) 7 W 22770 W- - W—}! L 0 2.5 5
. =4 2" urp | =N ya EX. ASPHALT PAVEMENT { ” % @
—— > s S 5 $ g S——— §—jelice — | SEEE S 1,/ —
N 5 7 7 ‘ 5 ‘ 3 SO N 3 S —3 (1]
0174 Z
Z oo — — WI N— = SCALE - VERTICAL
i:' g ‘ 9 7 BRICK WALKS \ il /ﬂ i:l
cl 4@}&%:& Ry 2 £ _ [mosoazss! S P @ 3 * & 3 i —
E A b ‘ S A] S X I ‘ \Cpymwrozrozer— EQ{ T — @ ’S S S @w 17015077 __ g lg ) .- g 0
SSa W 10061230 ® =
< §8% « <
= STA. 226+20, 7RT 3 =
. f ~
1 PROPOSED: 6'X6" MJ TEE 1
I #ore #1012 #4010 #4008 #4006 #1004 or 1z (2) 6" GATE VALVE W/BOX I
o s ‘ w17 | wor s ‘ w s ‘ o e ‘ o 1 paoee 5J;" DNS HYDRANT e
\ \ ! \ | | ‘ METHOD # 2 fo519 ‘
[ I | | i
RESTRAIN
ALL JOINTS
) Q
Approximate Grade @ & ﬁ
Proposed Water Main N N -
< - P iy T T
2 - B S
10 | e T T T STammertT xr 10
l "7~ =
=
™
5 / - 5
PROPOSED 6" WATER MAIN
221475 222+00 223+00 224+00 225+00 226+00 227+00 228+00
REVNO| DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_—
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 10 OF 39



AutoCAD SHX Text
LOT   7   7

AutoCAD SHX Text
#4013

AutoCAD SHX Text
LOT   6   6

AutoCAD SHX Text
#4011

AutoCAD SHX Text
LOT   5   5

AutoCAD SHX Text
#4009

AutoCAD SHX Text
LOT   4   4

AutoCAD SHX Text
#4007

AutoCAD SHX Text
LOT   3   3

AutoCAD SHX Text
#4005

AutoCAD SHX Text
LOT   2   2

AutoCAD SHX Text
#4003

AutoCAD SHX Text
LOT   1   1

AutoCAD SHX Text
#3807

AutoCAD SHX Text
LOT   9   9

AutoCAD SHX Text
#3808

AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
LOT   11   11

AutoCAD SHX Text
#3920

AutoCAD SHX Text
LOT   10   10

AutoCAD SHX Text
#3918

AutoCAD SHX Text
LOT   9   9

AutoCAD SHX Text
#3916

AutoCAD SHX Text
LOT   18   18

AutoCAD SHX Text
#4014

AutoCAD SHX Text
LOT   17   17

AutoCAD SHX Text
#4012

AutoCAD SHX Text
LOT   16   16

AutoCAD SHX Text
#4010

AutoCAD SHX Text
LOT   15   15

AutoCAD SHX Text
#4008

AutoCAD SHX Text
LOT   14   14

AutoCAD SHX Text
#4006

AutoCAD SHX Text
LOT   13   13

AutoCAD SHX Text
#4004

AutoCAD SHX Text
LOT   12   12

AutoCAD SHX Text
#4002

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
BROKEN CONCRETE PAD

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
2' WOOD

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
BRICK WALKS

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
LOT   7   7

AutoCAD SHX Text
#4013

AutoCAD SHX Text
LOT   6   6

AutoCAD SHX Text
#4011

AutoCAD SHX Text
LOT   5   5

AutoCAD SHX Text
#4009

AutoCAD SHX Text
LOT   4   4

AutoCAD SHX Text
#4007

AutoCAD SHX Text
LOT   3   3

AutoCAD SHX Text
#4005

AutoCAD SHX Text
LOT   2   2

AutoCAD SHX Text
#4003

AutoCAD SHX Text
LOT   1   1

AutoCAD SHX Text
#3807

AutoCAD SHX Text
LOT   9   9

AutoCAD SHX Text
#3808

AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
LOT   11   11

AutoCAD SHX Text
#3920

AutoCAD SHX Text
LOT   10   10

AutoCAD SHX Text
#3918

AutoCAD SHX Text
LOT   9   9

AutoCAD SHX Text
#3916

AutoCAD SHX Text
LOT   18   18

AutoCAD SHX Text
#4014

AutoCAD SHX Text
LOT   17   17

AutoCAD SHX Text
#4012

AutoCAD SHX Text
LOT   16   16

AutoCAD SHX Text
#4010

AutoCAD SHX Text
LOT   15   15

AutoCAD SHX Text
#4008

AutoCAD SHX Text
LOT   14   14

AutoCAD SHX Text
#4006

AutoCAD SHX Text
LOT   13   13

AutoCAD SHX Text
#4004

AutoCAD SHX Text
LOT   12   12

AutoCAD SHX Text
#4002

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
BROKEN CONCRETE PAD

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
2' WOOD

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
BRICK WALKS

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
EX. ASPHALT PAVEMENT


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002.dwg Mar 30, 2020 - 12:51pm

N I T I coomzesr
" N Lor g
CUT & PLUG EX. 2" WM i
T e |
g
PROPOSED 564LF OF 6" DIP WATER MAIN | K
~ a N| | ssur-orr wive
tor 7 w5 SEE ATIAS L9
#3909 or 3 wr 2z m ~
f5915 [ I wor 4 I #3903 | 2 549
(<} | | g | #oa05 o O i VS PN S04-T30S-R18E
l‘: J #3607 § < ¥§ i 0 25" 50"
L Y EX.2"WM TO BE ABANDONED W BAY VI A A VE CLOSE VALVE REMOVE BOX m § E;!i
L] L]
o “ ) SAVE-T SCALE - HORIZONTAL
o v o Y M l : TN \ ( > b= o
M) 16085530 MY 13041127 = @m_r_a . 5 — — o k
w § © J L W 07132433 w mm&@
(L;J) : il 2 3 Yoo " BH = 77-)% W Z W—t 51w : W e W 0 i H
= 21 700 1T~ 4 CONG
! P RPN 1 ‘ EX. ASPHALT PAVEMENT _/5; o ‘ ‘ B0 L\@ P4 Eﬁ
'% 2/ ? 5 > S— g S ‘ * — | M 104 SCALE - VERTICAL
=3 o = Z AN 20485 — r
= G o) cowe CONC ! '
I / ~ tL‘ o o ” W’T 12 ® @ W 13042
(&) (07132479, = 2 O ar-oonczes S NI S 12019125 g o 3 e rsowess @
E el § & ‘ R A — X W g STA. 233+34, 9RT — ()£ &
s i 15882928 10008876 pROPOSED: 6"X6" MJ TEE R .
(2) 6" GATE VALVE W/BOX %@Q ‘
5" DNS HYDRANT ASPHALT
& Lor 6 Lor 5 Lor 4 Lor J METHOD # 2 o Q
Lor 7 © I I 7 .
| #3914 | #1912 | #3910 ‘ § #3908 #3906 #3904 }L ‘ STA. 233+64, 9RT ‘& t‘\\
| | | | | PROPOSED: (2) 6" 45° BEND X (@
Uy X 9 b
= J
’ ’ ’ ’ ]L ] FOR CONTINUATION SEE SHEET 13 \ | 12‘;]/*
[} INV:
RESTRAIN
ALL JOINTS
15 < 3 15
A & &
Approximate Grade : :
/ Proposed Water Main = e SN | S A=
e //__<\\\‘__\””,,--{B N7 ~1 s (2]
SN e - R e - N - £ 8" ks
- T B . B 7 £X 6" mM
= N
10 i \, 10
5 PROPOSED 6" WATER MAIN 5
228+00 229+00 230+00 231+00 232+00 233+00 233+76
REVNO| DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_—
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 11 OF 39



AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
#3915

AutoCAD SHX Text
LOT   7   7

AutoCAD SHX Text
#3913

AutoCAD SHX Text
LOT   6   6

AutoCAD SHX Text
#3911

AutoCAD SHX Text
LOT   5   5

AutoCAD SHX Text
#3909

AutoCAD SHX Text
LOT   4   4

AutoCAD SHX Text
#3907

AutoCAD SHX Text
LOT   3   3

AutoCAD SHX Text
#3905

AutoCAD SHX Text
LOT   2   2

AutoCAD SHX Text
#3903

AutoCAD SHX Text
LOT   1   1

AutoCAD SHX Text
#3807

AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
#3914

AutoCAD SHX Text
LOT   7   7

AutoCAD SHX Text
#3912

AutoCAD SHX Text
LOT   6   6

AutoCAD SHX Text
#3910

AutoCAD SHX Text
LOT   5   5

AutoCAD SHX Text
#3908

AutoCAD SHX Text
LOT   4   4

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT   3   3

AutoCAD SHX Text
#3904

AutoCAD SHX Text
LOT 1  

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT 9  9 

AutoCAD SHX Text
#3810

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
2' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
5' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6"ENAM.  W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
#3915

AutoCAD SHX Text
LOT   7   7

AutoCAD SHX Text
#3913

AutoCAD SHX Text
LOT   6   6

AutoCAD SHX Text
#3911

AutoCAD SHX Text
LOT   5   5

AutoCAD SHX Text
#3909

AutoCAD SHX Text
LOT   4   4

AutoCAD SHX Text
#3907

AutoCAD SHX Text
LOT   3   3

AutoCAD SHX Text
#3905

AutoCAD SHX Text
LOT   2   2

AutoCAD SHX Text
#3903

AutoCAD SHX Text
LOT   1   1

AutoCAD SHX Text
#3807

AutoCAD SHX Text
LOT   8   8

AutoCAD SHX Text
#3914

AutoCAD SHX Text
LOT   7   7

AutoCAD SHX Text
#3912

AutoCAD SHX Text
LOT   6   6

AutoCAD SHX Text
#3910

AutoCAD SHX Text
LOT   5   5

AutoCAD SHX Text
#3908

AutoCAD SHX Text
LOT   4   4

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT   3   3

AutoCAD SHX Text
#3904

AutoCAD SHX Text
LOT 1  

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT 9  9 

AutoCAD SHX Text
#3810

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
2' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
5' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6"ENAM.  W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
SHUT-OFF VALVE SEE ATLAS L9


UL

~

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:52pm

| } JORISS | l |1 \ S o 38
\ x & R . Dairw | 55 576LF OF EX. 6" WM TO BE GROUTED & ABANDONED Lﬁ | 1) .
PROPOSED 87LF OF 4" DIP WATER MAIN—; & -~ A St A CONTNUATION SEESHEET 20 | % § o S g8 R A
i | - A gl g'%;% ‘ £ 1] T8 T ' /—~FOR CONTINUATION SEE SHEET 25
‘ N ﬂ SR 7 STA 242+82,8LT @ N N < E - 1
‘ | | = I |||/~ PROPOSED: 6'X6" MJ TEE 1] | Q A ™
‘ ?@ ?& 6" GATE VALVE W/BOX | \ N : I~ S04-T30S-R18E
8. CHURCH | AVE. MR S. CHURCH AVE. = 0 % 50
) | S. CHURCH |4 et
Yy <ol o AR U sa D OfF @ VE. o
. = —Q O, / . 7] SCALE - HORIZONTAL
12" e, B § ‘ i O imiist 1° s w
24 7+00 M/ﬂw m m m m m 6" ENaM. W T 4 6" ENAM. W w
M M — ul M — /n 7k M l; M w
- — ! 855 EX_ASPHALT PAVERENT — — 2 S—— waiza 0 25 5
R — 1 7 T ) S : {5 —— Iy ! SN 8755 - -
‘ Z 12" pyC \ 2783 ‘ Q - ° I % ﬁ
- 12 RCP Wv=106§ MV=10.56 = = -_ SCALE - VERTICAL
AX\ NV=10.25 W=10.30 ] ‘X'\ s — —] 3 S 06% NeW e | =
h % - S — % r’l ‘ - . i "% s BIEED ' e (:5
W 07113131 o T - = - — — =\ _ N
8l STA. 242+61, 8LT e = Kl 11 S dac | O, e | ® 1 =
STA. 241+72, 81T PROPOSED: 6"X6" MJ TEE " g
REMOVE HYDRANT ASSEMBLY PROPOSED: 4" 90° bend 6" GATE VALVE W/BOX PROPOSED 439LF 6" DIP WATER MAIN STA. 246+04, 8LT s
CLOSE VALVE S 4" CAP W/ BLOW-OFF ASSEMBLY o DNS ‘ | PROPOSED: 6X6" ANCHOR TEE
REMOVE BOX | 3. TO BE TAPPED FOR F > S HIDRANT | | | 6" GATE VALVE W/BOX ‘ ’—|
| METER SERVICE 6" x 4' REDUCER 35 | 1§ | S b §% | IR ! d
| PER DETAIL 2.17A SN ’ S, ’ S ’ S | g9 ‘ :
\ RN N
RESTRAIN
ALL JOINTS RESTRAIN ALL JOINTS
15 5 3 S S 15
o Q Approximate Grade @ ' S
: : / Proposed Water Main : :
= = = =
w (<] 2] - —=~ -~ D~ ]
- _INO N //'\\,__7-7ﬁ_77_// e T T T T e~ c—— =T [ —— ——7 S~==-
. N I [ N ~—---
™ A NI ISl ’ =
=
10 = 10
i
-l -
— =
=
EX 8" 5SS PROPOSED 6" WATER MAIN
5 5
DEFLECT AS NECESSARY / L PROPOSED 4" WATER MAIN
241400 242+00 243+00 244+00 245+00 246+00 247+00 247450
REVNO| DATE DESCRIPTION BY |pesieneD  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E B— i
TAMPA, FLA. 33602 CHECKED _RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | AT ASPAGE L-09 |SHEET 12 OF 39



AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4103

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4013

AutoCAD SHX Text
LOT  39  39

AutoCAD SHX Text
#4015

AutoCAD SHX Text
LOT  40  40

AutoCAD SHX Text
#3901

AutoCAD SHX Text
LOT  40  40

AutoCAD SHX Text
#3901

AutoCAD SHX Text
#3820

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4004

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4006

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4008

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4010

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4012

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4014

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4016

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4018

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
SHELL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 8" SS


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:53pm

REMOVE HYDRANT ASSEMBLY
CLOSE VALVE
o REMOVE BOX
C‘UT % PLUG EX. 6 WM ; N\ | ﬁ EEQNC \ } 572LF OF EX. 6" WM TO BE GROUTED & ABANDONED RS
. . C— :
I CLOSEVALVE | s CLUSTR N [— —— FOR CONTINUATION SEE SHEET 31 | " CHURCH A VE
REMOVE BOX ‘ ‘ ~ L | - -

P ‘ | Eon | AsPHALT S04-T30S-R18E
o | R § S| STA 249+30,6LT : d e 0 25 50
NE s S 02 o FOR CONTINUATION SEE SHEET 11 s
- BB . 72 s _—PROPOSED: 66" ANCHORTEE CHURCH AVE: e —
Ly, — as5112932 §'23 wy 6" GATE VALVE W/BOX CUT & PLUG EX. 6" WM ——S——
wr- - - Y I o o o T ¢ |y . SCALE - HORIZONTAL
= IO I 74 1 &N Or i
L - W W - ~ W 2 W- Hu "W W 6" W ) |"91 J iﬁ/l{:7§53 -

yaYal 5 = > L4 (/4 W {/ ;”_7 ;l W " o .
wi i é # i - s # & o r* ~3 - ’7"5'/”’ = ] ol Fall \ /D/5 L i l ﬁ
' a | kf Soars 3 \ = T EX. ASPHALT PAVEMENT s o7
w w ek S e eh ~ — 4 SCALE - VERTICAL
Z n Ne i 7. 12" Rep 2] oy
= Q S ) 12" Rep = bop W
- . £ al ”0 %‘ — = —F T mene 4 Wv=12.18
I (SN > = et - o—* . g STA. 252+55,10'LT
o Aol 6" rep STA. 247+52, 6'LT Ut woor = w rdorkoer GO, .5 3l PROPOSED: 6"X6" ANCHOR TEE 8
:2 N~ |, BBl — (] V=11.12. PROPOSED: 6"X6" ANCHOR TEE STA. 249+00, 61T . 6" GATE VALVE W/BOX S
= E ﬁ 1g). T 6" GATE VALVE W/BOX PROPOSED: 6"X6" MJ TEE PROPOSED 550LF 6" DIP WATER MAIN s (2) 6" 45° BEND
; kS L5 (2) 90° BEND 6" GATE VALVE W/BOX | S , RESTRAIN 98LF OF WM
B S | 2] cp - (ROUND HOUSE) . 54'DNSHYDRANT 3 ‘ . 8 | | 3 | 6"SOLID SLEEVE
- >~ & M/11.19 (2) 6" 45° BEND METHOD # 2 . R ‘ N \ " ! S TIE INTO EXISTING 6" WM
< P RESTRAIN 40LF OF WM | t I i €3 4 n 5 \ \
S ey 6" SOLID SLEEVE
TIE INTO EXISTING
1 RESTRAIN RESTRAIN "
5 . 1 15
ALL JOINTS ‘ Approximate Grade @ ALL JOINTS R/W v
S > /_ Proposed Water Main = |
= e L__ & KL e & S
S P T - - TR T T R Qqp---mme- s e dos
S . < . <
= = [ X 87 SS [ | »
@ X 6" = Z Z EX. 6" M
o
10 Y P 10 10
| 1L 11]] 3
EX 6" WM/
PROPOSED 6" DIP WATER MAIN
5 L 5 5
DEFLECT AS NECESSARY J
_/ PROPOSED 6" DIP WATER MAIN
DEFLECT AS NECESSARY
CROSS SECTION BB
STA. 247+52
247+00 248+00 249+00 250+00 251400 252+00 253+00 254+00 254+37
REVNO| DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. . . . . — FAIR OAKS WATER MAIN REPLACEMENT :
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E : : : : -
TAMPA, FLA. 33602 _ , _ , CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 - . ) — |oATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 13 OF 39



AutoCAD SHX Text
LOT  39  39

AutoCAD SHX Text
#4005

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#3820

AutoCAD SHX Text
LOT 2  2 

AutoCAD SHX Text
#3903

AutoCAD SHX Text
LOT 1  

AutoCAD SHX Text
LOT 30  30 

AutoCAD SHX Text
#3905

AutoCAD SHX Text
LOT 40  40 

AutoCAD SHX Text
LOT 2  2 

AutoCAD SHX Text
#4003

AutoCAD SHX Text
LOT 3  3 

AutoCAD SHX Text
#3910

AutoCAD SHX Text
LOT 4  4 

AutoCAD SHX Text
#3908

AutoCAD SHX Text
LOT 2  2 

AutoCAD SHX Text
#3912

AutoCAD SHX Text
LOT 1  1 

AutoCAD SHX Text
#3914

AutoCAD SHX Text
LOT 7  7 

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT 8 8

AutoCAD SHX Text
#3812

AutoCAD SHX Text
LOT 6  

AutoCAD SHX Text
#3904

AutoCAD SHX Text
LOT 5  5 

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT 9  9 

AutoCAD SHX Text
#3810

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL 

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
2' WOOD

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' WOOD

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
GRAVEL 

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6"ENAM.  W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" SS MISSING

AutoCAD SHX Text
12" RCP

AutoCAD SHX Text
12" RCP

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
SHUT-OFF VALVE SEE ATLAS L9

AutoCAD SHX Text
SHUT-OFF VALVE SEE ATLAS L9

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
EX. 6" WM


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:53pm

TPROPOSED 481LF OF 8" DIP WATER MAIN FOR CONTINUATION SEE SHEET 23
STA. 142+64, 8LT
’ N |
>~ PROPOSED: 8'X6" MJ TEE ‘ﬂ | K = ¥ 1
T A Iy | ) STA. 146+00, 8LT
A = STA. 142+82, 9LT S. CLARK AVE. 2 PROPOSED: 8'X6" ANCHOR TEE I
N T RO N b o
15.5%22 ) . " PU )
STA 142+¢43,8LT | 2k P R sosbonSe CLARK VE. 7 ! o SO4TIOSRISE
PROPOSED: 8" 45° BEND ~~—_| ﬂ—{} V=53 l;{ =542 L =z g3 s g20a 0 25 50
7z — s ’ I : 7 7 z e —
o = —L e d
; - E—— yal P w
L& [©) Qe e S DLASPHALTEAVERENT— 57 55 = e v - - ” SCALE - HORIZONTAL
- =& s rS Lo ® L 2O S 8" SS L
73 v - \]j/ < ) - s P 7S] S I"},J
= 8" ENAM. o 5 cnf ENH, W T /é/, ¥ S Q- 13wz’ ReP
(:j‘ > M # 8 Y - |
— /. = ;;. et S !7 — —— % 7? 53" Ol U "lf o !/'l‘;ij Ducts HE @-fé - s ; =64 T W = I.I:l 0 2.5 5
J WM 09081427 /' ] 5 48 75" RCP cone ‘59X I2" RCP = g
= . 1757 7o T _69 T =535 N _‘ PR W &7~ %7 7 Kl = 0, 24 = — INY/=. 2’7‘:/{3 CONC /) 98 ] rl CO/\/TI Z ﬁ
K | tpr 1 FOR CONTINUATION SEE SHEET 18 %7 M=5.43 . wA s SR B I SCALE - VERTICAL
STA. 142+21, 14RT N . S vauLT X w I
; 10" RCP S ~ 12 KA (&)
PROPOSED: 8" 45° BEND ~ N 1 =ero mlas |4 =
8" SOLID SLEEVE N = T+ — ABANDONED AND GROUT = . | <
TIEINTOEXISTING g N gess 479LF OF EX.8"WM - STA. 145+08, 9LT ~ o =
CUT&PLUGEX.8'WM & = E = F D)o \ ‘ 3 PROPOSED: 8X6" ANCHOR TEE ~ |2 loon
NI E B oses 8 GATE VALVE W/BOX ) @;\JE P [ \_ REMOVE HYDRANT ASSEMBLY
54 S = 0 \ S~ L 2T S s CLOSE VALVE REMOVE BOX
S| 3 e 3 8 N R My s 1
< | S| 9 1" rep & n 1] S i § .
_— wW=5.64 N
q 12{" RO N I =
Raiaia - Il Sa) < | |7
& | 12" RCP : ] | . . W X
| Apvesrzs ! | ~
\ ‘ i | r FOR CONTINUATION SEE SHEET 23
‘ ‘ |
- RESTRAIN ALL JOINTS S
P z
101-*_ Approximate Grade @ i 10
loproximate Grade
o ez [N Proposed Water Main Z
V> a4 X 2" wd / \\\_ ) S [ . N U o _
o 7\\\\\ R TN~~~ 1l ——t———— T T T T T e | ] T _——
X 6" - Z 2"
=
| - ‘ ~
[ [] w ’
T ™ ™ T
PROPOSED 8" DIP WATER MAIN
0 0
142+00 143+00 144+00 145+00 146+00 147400 147427
REVNO| DATE DESCRIPTION BY |pesieneD  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— i
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE  05/07/2018 Water Department | aTiAsPAGE L-09 |SHEET 14 OF 39



AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
LOT 19 19

AutoCAD SHX Text
#3936

AutoCAD SHX Text
LOT 22 22

AutoCAD SHX Text
#3935

AutoCAD SHX Text
LOT 21 21

AutoCAD SHX Text
#4016

AutoCAD SHX Text
LOT 20 20

AutoCAD SHX Text
#4014

AutoCAD SHX Text
LOT 19 19

AutoCAD SHX Text
#3936

AutoCAD SHX Text
LOT 22 22

AutoCAD SHX Text
#3935

AutoCAD SHX Text
#4101

AutoCAD SHX Text
#4102

AutoCAD SHX Text
#4101

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
AT&T VAULT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" ENAM. W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
8" ENAM. W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 2" WM

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. 2" WM


FOR CONTINUATION SEE SHEET 29

FOR CONTINUATION SEE SHEET 9

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:53pm

| ~ m T 1 | |
‘ - 1N Sy 8] 5 | B STA. 153+06, 8RT
S S PROPOSED 664LF OF 8" DIP WATER MAIN o ] 5 & HROPOSED:
- ! ! CONC A \ ‘ " )
1 FOR CONTINUATION SEE SHEET 28 | - §, STA.150+27,8LT 8" GATE VALVE W/BOX
<l war | § IR PROPOSED: 8'X6" ANCHOR TEE | | T |
X 8" GATE VALVE W/BOX g [ Ml reossess S04-T30S-R18E
= S CLARKAVE. || =2 N Il o/ CLARK AVE. ST 150:97, L1 o TR
- 13.5"40)% o : LI FU I | * —PROPOSED: 8" 45° BEND
m e Ty o 6w s gy . & ‘ = =
wy - S ] @ 2.y VTFR e oot o PN (ROLLED) SCALE - HORIZONTAL
I - BM 110 AT e i g ] -
L 7 7 7 % T—— =685 T 7. T T 7 ,
nl | g NN o ﬂ 35" Woop 6 WOoD i = S
1T =7 P IO WV Q A d A\ i
=4 8”55 EX. ASPHALT PAVEMENT. > = = =
ol et o 5 ki _\s §§ e K o -~ - 0 25 5
s eyt : e e -
[ o oL L2 Pt ' ’ Sy ¢ ¢ ¢ T e e g \ —
W T [f Bl <y te0 - L A — SCALE - VERTICAL
21 oi e = # # N "f"sooso # =7 w FOR SHUT OFF VALVE
2 ‘%', . cove V=727 ‘g%;w % m . g CONC SEE ATLAS L-09
(& ' SEY 5 fb » = W 15us5Tnd & 1°¥15 RP - _
- STA. 147+83, 8LT 8 o o NS T NH=7.26 STA. 153+59, 13RT
< B ProPOSED: 8'X6" MJ TEE || | STA. 149+30, 8LT -~ Sl > & R h PROPOSED: 8 45° BEND
S , FOR CONTINUATION SEE SHEET 29 Q womm -
s j O CATEVALVEWBOX | || PROPOSED: 8'X6" ANCHOR TEE ~ | | ‘ =~ o T &) (ROLLED)
\ 1§ 8" GATE VALVE W/BOX N P L*F ABANDONED AND GROUT |1 s \ A ! . 8" SOLID SLEEVE
1 Sy Il N ve R I powe 650LF OF EX.8"WM ™~ . 1 § 3 \ ~ A ol STA. 153+22, 81T TIE INTO EXISTING
| | | © ;“3 : m b 1 el ;‘:/'Ek ;f i =S w E 43 ~ 2 7’DVC PROPOSED: 8"X6" MJ TEE CUT & PLUG EX. 8" WM
| 3 S 3 IO orsgs 5 S || w5 | R ~ " 1 rf- o W=0.00 L g" GATE VALVE W/BOX
i N O L 44 5N | S & N : ! , 5" DNS HYDRANT
e 2" AL METHOD #2
I" 1S (] ST w=sos ETHOD #
FOR CONTINUATION SEE SHEET 9
RESTRAIN ALL JOINTS
38 i -
% A imate Grade @ J( E
- ” lpproximate Grade » v}
< e 2 WM_\ /" Proposed Water Main X 2mm _\ EX. CATVW ;
10 / — — 10
L AT T TTTEGZXERCP
R I e R | e 1 )
—EX. 2" W = L —£X. 8"
= z
= s
N
R I e 1 I 1 5
PROPOSED 8" WATER MAIN
0 0
147400 148+00 149400 150400 151400 152400 153+00 153+81
REVNO| DATE DESCRIPTION B lpesineD CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E B
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 15 OF 39



AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4102

AutoCAD SHX Text
#4101

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4101

AutoCAD SHX Text
LOT 21 21

AutoCAD SHX Text
#4006

AutoCAD SHX Text
LOT 20 20

AutoCAD SHX Text
#4004

AutoCAD SHX Text
LOT 19 19

AutoCAD SHX Text
#3936

AutoCAD SHX Text
LOT   9   9

AutoCAD SHX Text
#3806

AutoCAD SHX Text
LOT 20  20 

AutoCAD SHX Text
#3904

AutoCAD SHX Text
LOT 19  19 

AutoCAD SHX Text
#4016

AutoCAD SHX Text
LOT 21  21 

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT 22  22 

AutoCAD SHX Text
#3935

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
3.5' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
6 WOOD

AutoCAD SHX Text
3.5' WOOD

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4102

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4102

AutoCAD SHX Text
LOT99

AutoCAD SHX Text
#3106

AutoCAD SHX Text
3.5' WOOD

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
8" W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
12"X18" ST

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
12"X18" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
12"X18" SW

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
MULCH D/W

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
12" CORR CULV.

AutoCAD SHX Text
EX. 12"X18" RCP

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
FOR SHUT OFF VALVE SEE ATLAS L-09

AutoCAD SHX Text
EX. 8" WM

AutoCAD SHX Text
EX. 2" WM

AutoCAD SHX Text
EX. 2" WM

AutoCAD SHX Text
EX. 2" WM


STA. 62+03, 4'LT >
:»

PROPOSED: 6" GATE VALVE W/BOX

!

CUT & PLUG EX. 2" WM
CLOSE VALVE
REMOVE BOX

W. BAY VIEW AVE.

13019
ASPHALT
o
X

60' R
j
<
() 4

PROPOSED: 6" 22 4° BEND

S04-T30S-R18E

25' 50'

e o —

SCALE - HORIZONTAL

! ‘ EX.2"WM TO BE ABANDO ED | I
or 32 | wr 31 | wor 30 | _1
or 29 lor 28 wor 27 Lor 26 | Lor 25
#4229 #z27 ( 225 4223 4221 #4219 217 I ~
-
0
PROPOSED 550LF 6" DIP WATER MAIN E
| w
Y/ 2 Y Y T
AR 7, 12 2 L = [\/ J\I
w 18 Iwoop & | ar e AR 1/2 n
595 J - gummlﬂ y— sl u y 2" w®”” g L
< V/NaYal %;A‘ yaral S L 0]
EX. ASPHALT PAVEMENT ~ ‘ 12”7 S /2]
£ 5 st 5 s s o ¢ 1 '
Ll
§ N Z
m o Q - —
5 ?,%T—I R 12 »y@ g @w o (—m @w 812234 T
47CIF PN 2WooD T H}\ - (&)
STA. 62+11, 9'LT STA. 67+05, 8'LT >
PROPOSED: 6"X6" MJ TEE <

25 5'

e~ —

SCALE - VERTICAL

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:53pm

6" GATE VALVE W/BOX 1 =
#iz32 #4230 P 5" DNS HYDRANT P
Lor 7 or 2 or s METHOD # 2 wor -
!
, |
|
FOR CONTINUATION SEE SHEET 5 | ‘ | ‘
RESTRAIN RESTRAIN
ALL JOINTS ALL JOINTS
3 2 3 T
& 3 & 5
10 ;} E Approximate Grade @ ;} E 10
/ Proposed Water Main
w X 6" M z
v =
5 t& 5
i
PROPOSED 6" WATER MAIN /
0 0
61+00 62+00 63+00 64+00 65+00 66+00 67+00 67+51
REVNO., DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN DM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— i
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 16 OF 39



AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4232

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4230

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4228

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4226

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4224

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4222

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4220

AutoCAD SHX Text
LOT   25   25

AutoCAD SHX Text
#4217

AutoCAD SHX Text
LOT   26   26

AutoCAD SHX Text
#4219

AutoCAD SHX Text
LOT   27   27

AutoCAD SHX Text
#4221

AutoCAD SHX Text
LOT   28   28

AutoCAD SHX Text
#4223

AutoCAD SHX Text
LOT   29   29

AutoCAD SHX Text
#4225

AutoCAD SHX Text
LOT   30   30

AutoCAD SHX Text
#4227

AutoCAD SHX Text
LOT   31   31

AutoCAD SHX Text
#4229

AutoCAD SHX Text
LOT   32   32

AutoCAD SHX Text
#4231

AutoCAD SHX Text
NORMA PARK SUBDIVISION

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
3'WOOD

AutoCAD SHX Text
3'WOOD

AutoCAD SHX Text
2'WOOD

AutoCAD SHX Text
6'' PVC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
2" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
12" SS

AutoCAD SHX Text
12" SS

AutoCAD SHX Text
12" SS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 6" WM


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:54pm

‘ | =
STA. 69+72, 8LT N
PRO.,POETEED V6AE(\?E W; E)E( | = | __PROPOSED 255LF OF 6"HDPE WATER MAIN
6"G /BO | € | BY DIRECTIONAL DRILL
5" DNS HYDRANT -
I ‘ METHOD #2 | = | } } I
| \ |
Lor 24 | Lor 23 | | ‘
1 oot i . w20 | ol S04-T30S-R18E
© ’ f o | P 0 25 50
- EX. 2" WM TO BE ABANDONED © E;!i
= S W A Y VIE WA VE 7'-6°x2" BOX MV[/NJ -~
L m %L @4, 8 ﬂ | - SCALE - HORIZONTAL
_ | oz, ~
I'IIJ 2077985 U o 12 H 7*_Y7 o Y | i 5\5\77 | M ] H
(7, . - (v) o J u L " 7 camegfj U [ AND BRIGEWY 08125235 Uﬁ%\i\“ 2% g T
l;" ~H " —— I S\ M 10063582 ) ), 2% 14 ®W mrm @w 1501 I %) 0 25 5
Y ya) © e TOP ELEV=6.0 —/
7] PR, s s = i e =—=li e
f s — N D 8755 =
uIJ _— EX ASPHALT PAVEMENT — ‘ 51 K S/am s ) s \ ) Eos— UIJ SCALE - VERTICAL
T 11884 ©
=z ‘ B 43015743, N 15, L
5 J.w 14073637 waf & @»y 111470 § " , . [T g(i Twoop @ < ,,,, roosazss | CONC ?< G BLEv=680 cone ) .. Z
T e S —— va . ) | waiomr S 7D» e o —
5 y : iy O = | =
- . STA. 69+87, 8LT | |, DK 3 - "0
d | PROPOSED 238LF 6" DIP WATER MAIN PROPOSED: 6" GATE VALVE W/BOX Ein /V;il)( JBO)( CULVERT 3 1~
= BEGIN 6" HDPE BY DIRECTIONAL DRILL e STA. 72445, 8LT I <Ef. NOTE: MANUFACTURED STAINLESS STEEL IS TO
o e w/ff; foe SEE DETAIL 8.03, SHEET 39 | s | END 6" HDPE WATER MAIN BE INSERTED IN HDPE FOR CONNECTION.
e i o 12 | w1 S PROPOSED 55LF 6" DIP WATER MAIN !
4 | | | ’ S SEE DETAIL 8.03, SHEET 39
| | \ \ \ & : ‘
NORMA | PARK SUBDIVISION I ‘ 2 ’ ’
‘ K = \ [
RESTRAIN
RESTRAIN ALL JOINTS J\LLJO'NTS';
3 5 2 8
v + +
2 2 I
10 = = = 10
w w w w
Approximate Grade @
/ Proposed Water Moin |
= EX. 76" X 2" BOX CULVERT
= '—P/
5 g - 5
=
=1 1
0 \ Al !
\ T
) PROPOSED 6" WATER MAIN \ )
PROPOSED 6" WATER MAIN—
PROPOSED 6" HDPE WATER MAIN
BY DIRECTIONAL DRILL
67+50 68+00 69+00 70+00 71400 72400 73400
REVNO| DATE DESCRIPTION BY |pesieneD  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E B
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 17 OF 39



AutoCAD SHX Text
15' DRAINAGE AND UTILITY EASEMENT

AutoCAD SHX Text
15' DRAINAGE AND UTILITY EASEMENT

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4218

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4216

AutoCAD SHX Text
LOT 10 10

AutoCAD SHX Text
#4214

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#4212

AutoCAD SHX Text
LOT  12  12

AutoCAD SHX Text
#4210

AutoCAD SHX Text
LOT  13  13

AutoCAD SHX Text
#4208

AutoCAD SHX Text
LOT  14  14

AutoCAD SHX Text
#4206

AutoCAD SHX Text
LOT  15  15

AutoCAD SHX Text
#4204

AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
LOT   17   17

AutoCAD SHX Text
#4201

AutoCAD SHX Text
LOT   18   18

AutoCAD SHX Text
#4203

AutoCAD SHX Text
LOT   19   19

AutoCAD SHX Text
#4205

AutoCAD SHX Text
LOT   20   20

AutoCAD SHX Text
#4207

AutoCAD SHX Text
LOT   21   21

AutoCAD SHX Text
#4209

AutoCAD SHX Text
LOT   22   22

AutoCAD SHX Text
#4211

AutoCAD SHX Text
LOT 23 23

AutoCAD SHX Text
#4213

AutoCAD SHX Text
LOT   24   24

AutoCAD SHX Text
#4215

AutoCAD SHX Text
LOT "A"

AutoCAD SHX Text
NORMA PARK SUBDIVISION

AutoCAD SHX Text
4'WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4'WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONCRETE AND BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
ASPH

AutoCAD SHX Text
2" W

AutoCAD SHX Text
12" SS

AutoCAD SHX Text
12" SS

AutoCAD SHX Text
10" SAN PIPE MISSING FROM SURVEY

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
24" SW

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 7.6' X 2' BOX CULVERT


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:54pm

‘ POWSTER | & ‘ I || N

S o | CLOSE VALVE o7 22 o 19
I = |_—FOR CONTINUATION SEE SHEET 26 £ 2 VM TO BE ABANDONED TE REMOVE BOX e |1 33

[ . , 18" RCP N " —

T ‘ ‘ FOR CONTINUATION SEE SHEET 14 —|/=5.5 S EX. 2" W TO BE ABANDONED— | |
~1 N i PROPOSED 670LF 6 DIP WATER MAIN lrs ' ‘ wr 6 ~: |, W. BAY VIEW AVE. 1 lo S04-T30S-R18E
- A Lor 10 r ‘ wore | #4105 | ‘ ’ ‘ #1101 4 i g g [] A 0 25' 50"
- #4109 #4107 ! 15[ IRGRY P ) P - < bR -
L CUT & PLUG EX. 2" WM . N5 fee 12" aee Qg sosae 12° ROPL 127 g vesoe| @ Rld
T CLOSE VALVE $+2 555 kg y U2 R0 mesef weshs § "% i

=52 - " 2 " SCALE - HORIZONTAL

‘:5 ) W. BAY VIEW AVE. REMOVE BOX 60FGD | s LSO - %
% W y Ly | ‘| P—plf——s— SA—; s L, o @ o)
W | T ol oy | L, weme U] | o e b " S U B LU o 25 5
17 B4 W B w—) Y Xy W () w osrzzzsr) S [ 2 W @ o W cone T o d 7] .

- —— ° — I g e J el m%g A B ™
2 g [ . e (@ ?{ o] M) L 2R | izt re s e u SCALE - VERTICAL
- /EX. ASPHALT PAVEMENT ! r > — | [ < =544 U W=5.67 & j <
T 55 /| s R EIE STA. 159+95, 6RT 3

- =~ 5 | .
O Koy (ﬂ\—\ O ) O\ / ]7 [ . S PROPOSED: 6" GATE VALVE W/BOX o
< 2 ” . | ’ w2z e 1w D&T19061 ,@‘; R I or 1 <
E I é « w A J < * 5‘ 7 AR 'M[ 16 6 #3936 ! wr 18 I E
N 3 3 STA. 77438, 9LT N ! fous
I N N PROPOSED: 6" GATE VALVE W/BOX = S e I
1 r (o
STA. 73+77, T'LT _J7 r 18 wor 19 or 20 wor 21 M $ 1 o | - - _
PROPOSED: 6"X6" ANCHOR TEE . 1105 o wor 2z > = ) -
6" GATE VALVE W/BOX 06 oz ) I
‘ , ! ! N bigdifed
~
o
. RESTRAIN ALL JOINTS roprovinete Grade 8 RESTRAIN .
% L‘yf Proposed Water Main ‘ ALL JOINTS ‘
© > g - 4
= = / SR Ny © PN X \14% 237 ErCP S
] e aatiaie it | I N e T T R L S Nl T T R <[ et \r][_ L e~ ; __ -
£x VZ\ = o \ /V[)« 4% 23" EReP 18 T T s =]
X Wz =
N\ - ) N owr
5 U=—=———FX. 6" WM TO BE ABANDONED 5
=
= F
~N
- \[/K 8” S5
PROPOSED 6" WATER MAIN
0 p 0
]
£X. 8" 55/
5 -5
73400 74400 75400 76+00 77400 161400 162400
REVNO/| DATE DESCRIPTION BY | DpESIGNED )
RORY A. JONES, P.E. N FAIR OAKS WATER MAIN REPLACEMENT 100% PLANS
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_—
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROFILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE  05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 18 OF 39



AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#4202

AutoCAD SHX Text
LOT  17  17

AutoCAD SHX Text
#4112

AutoCAD SHX Text
LOT  18  18

AutoCAD SHX Text
#4110

AutoCAD SHX Text
LOT  19  19

AutoCAD SHX Text
#4108

AutoCAD SHX Text
LOT  20  20

AutoCAD SHX Text
#4106

AutoCAD SHX Text
LOT  21  21

AutoCAD SHX Text
#4104

AutoCAD SHX Text
LOT  22  22

AutoCAD SHX Text
#4102

AutoCAD SHX Text
LOT   17   17

AutoCAD SHX Text
#4201

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
LOT 19 19

AutoCAD SHX Text
#3936

AutoCAD SHX Text
LOT 22 22

AutoCAD SHX Text
#3935

AutoCAD SHX Text
LOT  18  18

AutoCAD SHX Text
#3934

AutoCAD SHX Text
LOT 19 19

AutoCAD SHX Text
#3933

AutoCAD SHX Text
#4109

AutoCAD SHX Text
#4107

AutoCAD SHX Text
#4105

AutoCAD SHX Text
#4103

AutoCAD SHX Text
#4101

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK\

AutoCAD SHX Text
CONC

AutoCAD SHX Text
3' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" ENAM. W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
8" ENAM. W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. 14"x 23" ERCP 

AutoCAD SHX Text
EX. 14"x 23" ERCP 

AutoCAD SHX Text
EX. CAVT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 8" SS


EX. 2" WM TO BE ABANDONED —

|

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:54pm

‘ PROPOSED 600LF 6" DIP WATER MAIN |
|
| | | | |
I | | or 21 | | | or 26
Lor 20 #3929 oz | 25 |
Lor #3919
oo I il 27 it st =) S04-T30S-R18E
NS S N 0 25' 50'
S
m W. BAY VIEW AVE. tu —
% g Y o v | P v i 4 o % SCALE - HORIZONTAL
(/2] — = — JA/I/*[L((Q;% iﬁﬂ/‘j—t?gmu S ' W) m 8125195 U = (W iecsasar % - / M) w aocae =
11T} & (= Yoo W e — 1 Wi W 2y Dwas] 3 —l m
BJ, SRRV 7700 DIFU0 * P ~ £5 bu> 0 2.5 5
' —s ; e+ 3 SV o 1 - \ o BV ELASPHALTPA VEMENT—/ : Eﬁ
Lu O/ J T o) ‘ 9] T S—BM Lu
2 A > SCALE - VERTICAL
= % ) ) <=
= 8- — — — — — ZRPIZRP [ 127RP e pewl o 172" ROP /2 /FC 13 (CoESSBLE =
I ° 09080916 52t WA_14113984 %Vr 19 W= g@ V=575 =6, 4_§ =635 & W= 5 7 § O — I
(l-_> () 135018 & Fa [~ 7)90/9947 ’ T f-_’
g V=524 [ g
I | Lor 17 ! P oozt #3922 I
‘ #3932 STA. 163+57., Q:RT" wor 14 ; or 13 orz ! #3920 ! 1 I wr g
PROPOSED: 6"X6" MJ TEE \ | o | w0 |
6" GATE VALVE W/BOX
5" DNS HYDRANT
METHOD #2
|
RESTRAIN
ALL JOINTS
L@ 8 A //\\\
0 3 x Approximate Grade @ A ! BN < ———== 10
e e /Proposed Water Main SN e N i
: : - , \
= o R - e B ~——s
» 1%} L [ ~-
/” T T~ T Tc e S~ Z_
= /
- /
5 I mamm————_ ——— 5
PROPOSED 6" WATER MAIN
0 0
162+00 163+00 164+00 165+00 166+00 167+00 168+00
REVNO| DATE DESCRIPTION BY |pesieneD  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_—
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E.#79453 DATE 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 19 OF 39



AutoCAD SHX Text
LOT  17  17

AutoCAD SHX Text
#3932

AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#3930

AutoCAD SHX Text
LOT  15  15

AutoCAD SHX Text
#3928

AutoCAD SHX Text
LOT  14  14

AutoCAD SHX Text
#3926

AutoCAD SHX Text
LOT  13  13

AutoCAD SHX Text
#3924

AutoCAD SHX Text
LOT  12  12

AutoCAD SHX Text
#3922

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#3920

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#3918

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#3916

AutoCAD SHX Text
LOT 20 20

AutoCAD SHX Text
#3931

AutoCAD SHX Text
LOT 21 21

AutoCAD SHX Text
#3929

AutoCAD SHX Text
LOT 22 22

AutoCAD SHX Text
#3927

AutoCAD SHX Text
LOT  23  23

AutoCAD SHX Text
#3925

AutoCAD SHX Text
LOT  24  24

AutoCAD SHX Text
#3923

AutoCAD SHX Text
LOT  25  25

AutoCAD SHX Text
#3921

AutoCAD SHX Text
LOT  26  26

AutoCAD SHX Text
#3919

AutoCAD SHX Text
LOT  27  27

AutoCAD SHX Text
#3917

AutoCAD SHX Text
LOT  28  28

AutoCAD SHX Text
#3915

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC 

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
6" CONC CURBING

AutoCAD SHX Text
6" CONC CURBING

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2' WOOD

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-2.dwg Mar 30, 2020 - 12:54pm

| — ] H
| ek
- ﬁkﬁ 3 12" PO
EX. 2" WM TO BE ABANDONED [ m | V=10,
| ‘ ! \ | 7 [J_r]
| ‘ [ Lor | ‘ ‘
I | or 29 ‘ o ! ) ! Lor 4 \\\ O [
o oo _\ sor s s w o < :§ l . SO4-T32058I-R18E o
- CUT & PLUG EX 2" WM 6 P@ 8 ( 77
H o W. BAY VIEW AVE., ]l CLOSE VALVE C}U A 12 f —
T © M REMOVE BOX A SCALE - HORIZONTAL
m m’m Sl | —  — mw ﬂMIﬂﬂ?L fﬁ J MDD yas 12040703 WM _160531. @ -
m P =~ R TP 4 el B Y o A o 1 TP N | Owoes |
] BANANATREES g 88 o ||y . “X § ) LT% L ‘U jplafet e
5 I:_—C—cwpg//vg — s Day '('/ =S W —H 7 2. v p 8|yt /e i P . W= 9;% m§ vt 0 25 5
: = T g 7 ) o o —
; o | | EX. 4P PAVEMENT
% . S0 i > e S———5—5—s S PARET. ‘ sh—— e v SCALE - VERTICAL
= 7 s \_FOR CONTINUATION SEE SHEET 12
' ) o ~ | & nor 12" RCP 7 -
(:5 Jo! 2 < S o= — e jiv:/f; N T 12" Rep| | 12" ReP
- X X @ S W 09019936 N N ) Y. T W=9.79) . W=9.82
< WV 16054668 N bl X i L ’ _ _ _ ‘ E ‘
E S
STA. 169+46, 7RT . STA73+58, TRT 7
I 1 pROPOSED: X6 M. TEE ’—/\—,T ’—%\—‘ PROPOSED: 6" GATE VALVE W/BOX jv A L
\ (2) 6" GATE VALVE W/BOX \ o s \ ar s i
4 5 %" DNS HYDRANT | | ’ | o % )
METHOD #2
r 2 RCI
AP | 7] IWV=10.25
RESTRAIN ) e Crode © \
lpproximate  Grade RESTRAIN ALL JOINTS
ALL JOINTS - /" Proposed Water Main o <
5 g S e——
[ T N NN &
. N I D B e T < <
10 [~ “\*-E "I 5 = n % 10
=
5 / 5
PROPOSED 6" DIP WATER MAIN
0 0
168+00 169+00 170+00 171+00 172+00 173+00 173474
REVNO| DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. . . . . — FAIR OAKS WATER MAIN REPLACEMENT :
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E : : : : -
TAMPA, FLA. 33602 _ , _ , CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 - . ) — |oATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 20 OF 39



AutoCAD SHX Text
5' UTILITY EASEMENT

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#3914

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#3912

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#3910

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#3908

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#3904

AutoCAD SHX Text
LOT  29  29

AutoCAD SHX Text
#3913

AutoCAD SHX Text
LOT  30  30

AutoCAD SHX Text
#3911

AutoCAD SHX Text
LOT  31  31

AutoCAD SHX Text
#3909

AutoCAD SHX Text
LOT  32  32

AutoCAD SHX Text
#3907

AutoCAD SHX Text
LOT  33  33

AutoCAD SHX Text
#3905

AutoCAD SHX Text
LOT  34  34

AutoCAD SHX Text
#3903

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT  40  40

AutoCAD SHX Text
#3901

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4016

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
SHELL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
6" CONC CURBING

AutoCAD SHX Text
8" CONC CURBING

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2' WOOD

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:55pm

NI
S
e \ = BlocK 6
R ! © FOR CONTINUATION SEE SHEET 5 ‘ W. BAY\VISTA AVE.
Lo =113 \ EX. 2" WM TO BE ABANDONED — | | ‘
L N & B A | | wr 3 | | | ‘ ‘ I
Lﬂ ! E = o Lor i ' Lor 2z i Lor 4 wr s or 6 wor 7 1o
N d =S [IE 125 s puazs . ##2 #as A S04-T30S-R18E
= 2l = CUT & PLUG EX. 2" WM N 0 o5 50
& x CLOSE VALVE -
ey A REMOVE BOX 1T E;!:
= 3 | \ 1 : £ar () J ‘ Q ":::J SCALE - HORIZONTAL
= S “T of =~ = o
G \ 2" oo J 2| wagemo @w P J S S §‘[ M1 ) 3 2]
< NEAA Sk g yr— Dy S P KW 27w
— 50+04 o 100 =7 L 0 2.5 5
N N _/ OOFUU 7) .
= } @ ) | i_ EX. ASPHALT PAVEMENT 8" S5
Q s\}:ﬁ M Sy, S —S S5 3 5— o) ) J ' ﬁ
8 = KLY > - % SCALE - VERTICAL
o 4 o () o 5019929 LF -
%] W _jgo20185 g W Q w 74@1 o ‘ T
g R 55 FR12 fj S - == = @ O _ § 5
‘ = STA. 80+28, 9RT =
¥ 5 PROPOSED: 6X6" MJ TEE STA. 85+10, 7RT <
! I8 W 6" GATE VALVE W/BOX PROPOSED: 6"X6" MJ TEE =
' 4 F - 2 5%, DNS HYDRANT % pu2z5 oz 6" GATE VALVE W/BOX Nz
Sl METHOD #2 2 ‘ wor #e22t wr 55" DNS HYDRANT |
9 | . | J | ‘ w s \ METHOD #2 |
50 RMW \_STA. 80+09, 9RT PROPOSED 543LF 6" DIP WATER MAIN : ! \
PROPOSED: 6" GATE VALVE W/BOX
= W
3
|
EX 6" wH
TO BE ABANDONED RESTRAIN RESTRAIN
ALL JOINTS ALL JOINTS
- _ Approximate Grade @ = ~
10 z ¥ [ Proposed Water Main 4 x 10
2 % 2 S
= o = =
) R B
5 5
PROPOSE 6" WATER MAIN
0 0
80+00 81+00 82+00 83+00 85+00 85+50
REVNO| DATE DESCRIPTION B lpesineD CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— i
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 21 OF 39



AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4232

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4230

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4228

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4226

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4224

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4222

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4220

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4218

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4231

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4229

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4227

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4225

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4223

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4221

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4219

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4217

AutoCAD SHX Text
BLOCK  6

AutoCAD SHX Text
4'' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
3' PVC

AutoCAD SHX Text
3' PVC

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
24" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 6" WM TO BE ABANDONED


EX. 2" WM TO BE ABANDO

’ oLuen o0

W. AAY VISTA AVE,

\
| STA. 89+88, TRT

FASEM

=

ED PROPOSED: END 6" HDPE WATER MAIN

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:56pm

| wor 10 ‘ | | | & | [ BY DIRECTIONAL DRILL
7/78 #4215 Lor o Szl—nA 88+76, 7IRT Lor 13 ‘ % ‘ or 14 SEE DETAIL 803, SHEET 39
- ' PROPOSED: BEGIN 6" HDPE WATER MAIN s | N | il | s ™ S04-T30S-R18E
N BY DIRECTIONAL DRILL S N 0 25 50
E SEE DETAIL 8.03, SHEET 39 | 5 | E
Q E E
T ‘ - ! 5 ! ] ":E SCALE - HORIZONTAL
n S # g D - s — )
0 by Opael D) | Quies—_, w) A 3 0
m - e <0 0] r r 1 — AR i 7 w 0 25 5'
n 5 8 S5, A /— EX. ASPHALTPAVEMENT—?? o5 ooy \ oYF B 9TFU (72] '
) L. LG AL I s s— | - ; 7S W e = e =
" lt% , D] — e . 5 s wl
= - 13343 7 S— e — _— - > SCALE - VERTICAL
— 8 - [ ) Ua)\ s y T
i:l WH - % wwrzz ﬂ Hf. 0 o cave g) CONG T . . i:l
(&) 3 =] » & /o 0 WM 13750105 & 3 2 16084962\ 2
Il FR12 S I ) S (&]
= T \ =
‘E’: PROPOSED 550LF 6" DIP WATER MAIN \ ‘E’:
I’h? 1
8 216 #4214 } #4021 STA. 88"‘57, TRT  #21 #4208 ‘ ‘
I wr 9 wr 10 Lor L Ay A wr fiz wor 13 | | I
| | PROPOSED: 6'X6" MJ TEE
| ’ (2) 6" GATE VALVE W/BOX | PROPOSED 112LF 6" HDPE WATER MAIN | s |
5" DNS HYDRANT \ | | | |
| \ \ METHOD #2 \ b | ‘
2 RESTRAIN ©
0 < ALL JOINTS % RESTRAIN 0
Approximate Grade @ E E £x. 247 5T ALL JOINTS|
Proposed Water Main 2 8
+ ¥
______________ \\\\ T T~ T~ PN ——— f””’— _\\\\‘\~— g S -TTTT
—————————————— R R S~ _______’___4—"~~\\ - //,—-——--' “———\\\\“____,_\\\ _——_'____——'Q:- \\_____/,—2:-—
——————— - | -= = =
‘ [%p} w
5 ) =7 5
&
N n
0 J 0
PROPOSED 6" DIP WATER MAIN
PROPOSED 6" HDPE WATER MAIN PROPOSED 6" DIP WATER MAIN
85+50 86+00 87+00 88+00 89+00 90+00 91400 91425
REVNO.[ DATE DESCRIPTION BY DESIGNED CL 1 OOOA) PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E B .
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida  § RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 22 OF 39



AutoCAD SHX Text
15' DRAINAGE AND UTILITY EASEMENT

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4218

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4216

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4214

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#4212

AutoCAD SHX Text
LOT  12  12

AutoCAD SHX Text
#4210

AutoCAD SHX Text
LOT  13  13

AutoCAD SHX Text
#4208

AutoCAD SHX Text
LOT  14  14

AutoCAD SHX Text
#4206

AutoCAD SHX Text
LOT  15  15

AutoCAD SHX Text
#4204

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4217

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4215

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4213

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#4211

AutoCAD SHX Text
LOT  12  12

AutoCAD SHX Text
#4209

AutoCAD SHX Text
LOT  13  13

AutoCAD SHX Text
#4207

AutoCAD SHX Text
LOT  14  14

AutoCAD SHX Text
#4205

AutoCAD SHX Text
LOT  15  15

AutoCAD SHX Text
#4203

AutoCAD SHX Text
3' PVC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
BLOCK  6

AutoCAD SHX Text
4'  CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
24" SW

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 24" ST


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:56pm

‘ = | p——
S e {} | \ EX. 2" WM TO BE ABANDONED+ \
S g W ook 5 CUT & PLUG EX. 2" WM ‘ |
s 4 CLOSE VALVE W. BAY
. b REMOVE BOX
S +» | 6 PYC - — — — - T T T | — — ———‘———O—o———% VISTAAVE-
PR s = U N A i Y EASEUNF————— — — — y ) .
et B KCAT
I t{ | } 12" RCP INV=6.6
[~ _ + o
I e J ¢ -{lo=—T——FOR CONTINUATION SEE SHEET 26 D 39,§8 W WaE [y < SOATI0S.R1GE
N
Q S EX. ASPHALTPAVEI‘ENT—}( = N { '
~ = |a I FOR CONTINUATION SEE SHEET 14 7 VC&/_ . F - 0 25 50
3 20 — -
LS \ . W. BAY VISTA AVE. 2 Lu e
“ ¢ & S % SCALE - HORIZONTAL
S “ | EX. 2' WM TO BE ABANDONED ‘ dB 12" RPN [ 127 mep 7
L,:ng ’ é e E b Lor- 1o ! wor g wr 8 oz | ‘ .g\/?CF V=9% //W b w
N “ 1% q§_ #1109 I #4107 #4105 #4103 , Lor 6 L
N N STA. 91472, 7RT STA. 95+44, TRT  #e101 STA.180+10,16 RT 7 0 25 5
= q o= ,—PROPOSED: 6"X6" ANCHOR TEE PROPOSED: 6°X6" MJ TEE STA. 180+32, 7RT ; |
w 1 6" GATE VALVE W/BOX 6" GATE VALVE W/BOX PROPOSED: 6" 45° BEND w
o ¢ ar , w ¢ 54" DNS HYDRANT  \__ o = SCALE - VERTICAL
7] ~ £ - — . JI S Jl ) METHOD #2 | STA. 179496, 16RT il
= 8 PROPOSED: 6" GATE VALVE W/BOX
HJ-' : H—7—] gj”/ 7 r _% ﬂk—k‘\@g @H?%‘LZ—L q S \ g
» = e IO+ EX. ASPHALT PAVEMENT —— y 14 N X PROPOSED 158LF 6" DIP WAER MAIN | <
'tma S 5 | < o s | L 87 g8 | | . = 2 L - s
|.|.| ;Oo / o T ) o T o 1o @ ‘l\ s y22* RCP I I
4 @206 ——— .
I (@ w s d . & = X cuTaPLUGEX. 2 Wi
T 5 i 5 @ 1oize2 . .W,,m m ey NS B CLOSE VALVE
E O & [ REMOVE BOX ‘
< . STA. 91+88, 7RT f”” o 9 NS cone |
" " A ~ |
s |l 8 PROPOSED: 6"X6" ANCHOR TEE \ STA. 95+69, 7RT O i
L °°T | — TROrP?SED 469LF 6 D'PWAT‘ER 'rV'A'N PROPOSED: 6" GATE VALVE W/BOX ® | ‘”
PR et I N I O N N SO 1 | | ivnn | Cl
RESTRAIN ALL JOINTS RESTRAIN ALL JOINTS
o o — >
< Py T S
05> & 3 X V2 = 10
= = Approximate Grade @ < EX. 14°X23" RCP EX. 14°%23" RCP =
» (2] / Proposed Water Main » £ C4 7777777 »n ]
1 _ | EX. 8" M
z 2| % ﬂ/ TO BE ABANDONED
© = a
5 o ~ 5
— i1 f N
PROPOSED 6" WATER MAIN \[)ﬁ 8" 55
0 O\ 0
£X. 8" 5SS
3l
=
_5 82 _5
91400 92+00 93+00 94+00 95+00 181400 181450
REVNO| DATE DESCRIPTION B lpesineD CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— .
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida  § RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATASPAGE L-09 |SHEET 23 OF 39



AutoCAD SHX Text
10' UTILITY EASEMENT

AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#4201

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
LOT 20 20

AutoCAD SHX Text
#4014

AutoCAD SHX Text
LOT 19 19

AutoCAD SHX Text
#3936

AutoCAD SHX Text
#3935

AutoCAD SHX Text
BLOCK  5

AutoCAD SHX Text
#4109

AutoCAD SHX Text
#4107

AutoCAD SHX Text
#4105

AutoCAD SHX Text
#4103

AutoCAD SHX Text
#4101

AutoCAD SHX Text
#4108

AutoCAD SHX Text
#4102

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
AT&T VAULT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
MULCH

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
08

AutoCAD SHX Text
L9-4

AutoCAD SHX Text
4.5

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. CATV

AutoCAD SHX Text
EX. 14"X23" RCP

AutoCAD SHX Text
EX. 14"X23" RCP

AutoCAD SHX Text
EX. 8" WM TO BE ABANDONED


wr 2 wor 26
Lor 24 929
#3931 #5927

W. BAY VISTA AVEI

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:56pm

!
I lor 23 ‘ | | |
l #3933 Lor 27 or 28 wr 2 Lor 30 worr
/392 #3921 #3917
ol - o #os 0 S04-T30S-R18E
N N 0 25 50
E | EX. 2" WM TO BE ABANDONED E E;!:
/an | |
L 5 1, X L
o AR iy @ s D w roszs 1rss” o s @ i | @www T SCALE - HORIZONTAL
(/2] ' v T p 2 W,, mEy N . Q o~ ﬁ ﬁ o J - W 09019890 )
1T} e 4 S = 7777 . p——y L
w 8" 1P ‘ EX. ASPHALTPAVEMENT/ . e L 0 25 5
) = ————— Z et S— | — D ——
T 3786 — V.4
w- - (D 1o0ses0 s ¥ w SCALE - VERTICAL
Z o © N MAGNOLIA0| 8 /8 cuar 12" RCP. v ner . \_@ =
| = S S S g | 7 Tm=80s — oo g e -l
T S retets STA. 183+50, 6RT e - S @ 8T (Dmm * f @ T
: ' & £ —
O PROPOSED: 7X6” MJ TEE WATER METER COULD NOT BE o & ( w 1ot | @ , (&)
> 6" GATE VALVE W/BOX FOUND DUE O EXCESSIVE . STA. 187445, 10RT =
< 5 /4" DNS HYDRANT LANDSCAPING PROPOSED 650LF 6" DIP WATER MAIN PROPOSED: 6'X6" MJ TEE <
= .  ETHOD #2 STA. 186+19, 10RT 6" GATE VALVE W/BOX 1=
Lor 17 [ rosw o PROPOSED: 6" GATE VALVE W/BOX 5" DNS HYDRANT #3916
| ‘ Lor 16 | #3928 P s ‘ | 5022 43920 METHOD #2 wr 9 I
‘ ‘ Lor 15 s | o 12 Lor 11 ‘ |
AFEESJTSQ'ES RESTRAIN ALL JOINTS
o 2
L z =
&? g Approximate Grade @ s <
< < Proposed Water Main E e 7_77777/7<\\\7_7,‘\,,{73"“-——— -
10 % » [ ] —mms [ 0
\_77____/ 77777 -~ T =z
=
el
5 em—— — f 5
PROPOSED 6" WATER MAIN
0 0
181+50 182+00 183+00 184+00 185+00 186+00 187+00 188+00
REVNO| DATE DESCRIPTION BY IpESIGNED CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E B
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROFILE Florida  § RECORD DRAWING NO.
P.E. #79453 DATE  05/07/2018 Water Department | aTiAsPAGE L-09 |SHEET 24 OF 39



AutoCAD SHX Text
LOT  18  18

AutoCAD SHX Text
#3934

AutoCAD SHX Text
LOT  17  17

AutoCAD SHX Text
#3932

AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#3930

AutoCAD SHX Text
LOT  15  15

AutoCAD SHX Text
#3928

AutoCAD SHX Text
LOT  14  14

AutoCAD SHX Text
#3926

AutoCAD SHX Text
LOT  13  13

AutoCAD SHX Text
#3924

AutoCAD SHX Text
LOT  12  12

AutoCAD SHX Text
#3922

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#3920

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#3918

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#3916

AutoCAD SHX Text
LOT  23  23

AutoCAD SHX Text
#3933

AutoCAD SHX Text
LOT  24  24

AutoCAD SHX Text
#3931

AutoCAD SHX Text
LOT  25  25

AutoCAD SHX Text
#3929

AutoCAD SHX Text
LOT  26  26

AutoCAD SHX Text
#3927

AutoCAD SHX Text
LOT  27  27

AutoCAD SHX Text
#3925

AutoCAD SHX Text
LOT  28  28

AutoCAD SHX Text
#2923

AutoCAD SHX Text
LOT  29  29

AutoCAD SHX Text
#3921

AutoCAD SHX Text
LOT  30  30

AutoCAD SHX Text
#3919

AutoCAD SHX Text
LOT  31  31

AutoCAD SHX Text
#3917

AutoCAD SHX Text
LOT  32  32

AutoCAD SHX Text
#3915

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
SHELL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPH

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
PAVERS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
WATER METER COULD NOT BE FOUND DUE TO EXCESSIVE LANDSCAPING 

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:56pm

I | L’q
| }\ cove \ (@w 1501,
- 1
o [ FOR CONTINUATION SEE SHEET 12 ﬁ\§ q
! | | | s+
| "
I ! ‘ or 34 | | #ars I ’ I m E \\ §
wor 35 Lor 36 ‘ Lor 38 I ‘ I 3 §
gl “;7 53 #3909 #3007 ‘ #3905 |(| wr 40 § X 72" RGP S04-T30S-R18E
915 tow0r Q S V=114 0 25' 50'
E EX. 2" WM TO BE ABANDONED | CUT & PLUG EX. 2" WM © LE B - Eéi
1T} W BAY VIS CLOSE VALVE A = leno Nor
= REMOVE BOX '** 2\ 6 ”flﬂjﬁm SCALE - HORIZONTAL
77 2/?0/3 <|l> oS == — T — ! R S L % \ GRASS
m 5 7 « W 12040195 /42 RCP Kl . 20 \.» WM 07134099 3 (). “U
I.IJléL A g g g5 O ppomigee— — e o | — — | — L iiyj% ., © 12 RoE| L — 712 Rep 8 O ‘ ,
@ SN SRR N —s—WT3 W i WA iriGisegy e\ L IW=10.8, ; L 74 | 0 25 °
| | | ‘ — ‘ — 7 Z L e
I S S <y S S ! S ‘ T } ‘ } ‘
% s s 75 oo e —S—9) cone §3 SCALE - VERTICAL
— ’ yi
= ’ . L S S ¥ S m&)@ .
o —ZRF o | — S_ || S 72" ree . ot 3
. m=9.29 S/, B - - — - —_— 7 — N127 rer 127 ree\ S 107 mep
ot Hu 0, o _ ® © W T35 | Wv=10.17 V=000 W=10.70
E Vwomzm X W 0500551 A W 0019692 T — — I | - '\ ’ O
s ) 4" CLF ' 0 1/ 20| dlb 5 (jw 150574 “
I PROPOSED 567LF 6" DIP WATER MAIN 1| STA. 193+37, 13RT f0.8g e
] PROPOSED: 6X6" MJ TEE Vo b
I Y3912 #3910 43008 6" GATE VALVE W/BOX )
wr 7 e wr s fo305 |1 54" DNS HYDRANT ——
| \ | ‘ s 790t i METHOD #2 60' RIW cone
| | | , , | or s | s .
STA. 193+63, 14RT
PROPOSED: 6" GATE VALVE W/BOX
RESTRAIN ALL JOINTS
0 | C©
b e
15 & < 15
< EX 14°423" ERCP <
= =
[4p] w
Approximate Grade @ i EX| 6" mt
/P/aposed Water Main o el \\\_ e P ~e _ ST 70 \BE ABANDONED
/(7<‘\\\77‘/”____\,,\\\\\‘-7774//,\\\\777{_—_’/,'—\\,,—"'\74—‘ T ) Z
10 = ? 10
= ”
= ﬁ )/[)ﬁ 8" ss
1
5 -/ 5
PROPOSED 6" WATER MAIN
188+00 189+00 190+00 191+00 192+00 193+00 193+74
REVNO. DATE DESCRIPTION BY |pesieNeD L 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— .
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E.#79453 DATE 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 25 OF 39



AutoCAD SHX Text
5' UTILITY EASEMENT

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#3914

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#3912

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#3910

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#3908

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#3904

AutoCAD SHX Text
LOT  33  33

AutoCAD SHX Text
#3913

AutoCAD SHX Text
LOT  34  34

AutoCAD SHX Text
#3911

AutoCAD SHX Text
LOT  35  35

AutoCAD SHX Text
#3909

AutoCAD SHX Text
LOT  36  36

AutoCAD SHX Text
#3907

AutoCAD SHX Text
LOT  37  37

AutoCAD SHX Text
#3905

AutoCAD SHX Text
LOT  38  38

AutoCAD SHX Text
#3903

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT  40  40

AutoCAD SHX Text
#3901

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4006

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC BLOCKS

AutoCAD SHX Text
CONC

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
6" ENAM. W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 14"X23" ERCP

AutoCAD SHX Text
EX. 6" WM TO BE ABANDONED


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:57pm

. S S o SN LT %S ' o
}g ‘4& b I N&\ LTGO' RIW ‘L NI | I‘ <
S FOR CONTINUATION SEE SHEET 18 ‘ S y I8 S| | o .
S - L ~ O ,L; S STA 122457 BLT STA. 125+27, 8LT
S|, & STA.122+50, 8RT o = ATE YN - ,8 PROPOSED: 6"X6" ANCHOR TEE
| PROPOSED: 6" GATE VALVE W/BOX ' wigss /. PROPOSED: 6" GATE VALVE WI’ BOX 6" GATE VALVE W/BOX
. I : AR 5/8) -~ S L I A VE % I R
B X AVE. | L ¢ S/ , ) Q ‘$/” ®0D S BN 112 [ o S04-T30S-R18E
= s . 2 gr 4 woopl” 1| 5 I} 0 25 50
<" e N e e e, b
=/ i I
. ST N\ 13 5 e e
WS & 8" 5 EX. ASPHALT PAVEMENT —" v \@ ’ z w SCALE - HORIZONTAL
: = A - X s . 755 N ) g’ ss . j . £X. ASPHALT PAVEMENT — 3 w
N : 7 12 rg / ‘ g UI)
SZOUSTER W?ié = N@ § d 1 W 0 25 5
Za o N
s i, ~ ‘ ‘ N ey 2 == =
- WS T T f i = =1 SCALE - VERTICAL
N | <| Y | - —FOR CONTINUATION SEE SHEET23 | [o) 5" aF I
| S ‘ S| e N o
[ S T ~ A — —
§ Tr = S PROPOSED 246LF OF 6" DIP WATER MAIN E e r(r\) PROPOSED 346LF OF 6" DIP WATER MAIN—/ < <
~ S D= | g ‘ g N b=
S S 3 -~ < 5 a 3 sl [ =
RN N H S STA. 120+26, 7RT W osbreazz %S S O N o
S o = = 'PROPOSED: 6'X6" MJ TEE | | | My 12 3 S ||| 2 S N = EX.2"WM TOIBE ABANDONED
o | oo 6" GATE VALVEW/BOX | < o ) 3 | o | - sI\® °3
2 5" DNS HYDRANT | q E N ‘ I N N\
- | METHOD#2 ER - o ol ] H FOR CONTINUATION SEE SHEET 28
sar 7] STA. 120407, 7RT M T ~ | \PI B i 77ﬂ § T #9\‘,
| Gy T PROPOSED: 6" GATE VALVE W/BOX N cone M ATl e 5/
RESTRAIN ALL JOINTS . RESTRAIN ALL JOINTS . RESTRAIN ALL JOINTS .
~ o [=2]
: ; ;
10 & & = P & Approximate | Grade @< = 10
= = = ex 2 = Froposed Water Main < =
n 2} n X vz ) n n
X 2"\ el T R N - o e N .
_ T e ar— I T
Z z
. \
S 1 & =
) l
N
0 \ £X 8" SS J 0
£X 8" SS PROPOSED 6" WATER MAIN
120400 121400 122400 123+00 124+00 125+00 126+00 126+51
REVNO| DATE DESCRIPTION BY |pesieneD  CL 100% PLANS
RORY A. JONES, P.E. E— FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— i
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROFILE Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATlASPAGE L-09 |SHEET 26 OF 39



AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#4202

AutoCAD SHX Text
LOT  17  17

AutoCAD SHX Text
#4112

AutoCAD SHX Text
LOT  18  18

AutoCAD SHX Text
#4110

AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#4202

AutoCAD SHX Text
LOT   17   17

AutoCAD SHX Text
#4201

AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#4201

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4109

AutoCAD SHX Text
#4110

AutoCAD SHX Text
#4109

AutoCAD SHX Text
#4110

AutoCAD SHX Text
#4109

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
#4210 W. BAY VILLA AVENUE

AutoCAD SHX Text
3' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
5' CLF

AutoCAD SHX Text
6' PVC

AutoCAD SHX Text
4' WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
MULCH

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. 2" WM

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. ELEC.

AutoCAD SHX Text
EX. 2" WM


\ onve \ TN
& S LOISAVE STA. 130+16, 8LT BN
N [ ] [ ] — ey
- 4210 W. BAY VILLA AVENUE PROPOSED: 6" 11 1/4° BEND o - FOR CONTINUATION SEE SHEET 9
m 17\
il PROPOSED 421LF OF 6" DIP WATER MAIN roustoss
I
nh 7 7 7 7 =lr==>r; el £ ——= 7 J; i R S04-T308-R18E
w q T A STA. 130434, 10LT 0 25 50
"-;JJ = PROPOSED: 6" GATE VALVE W/BOX i
Z — -
Tz 5SS . ) = e — efe — SCALE - HORIZONTAL
m = S T —5 5> T 5 ST 5 - < _/ 5 } ¥ I 8" ¢¢ :b
© ~ . B ™~
Z —— — = /— EX. ASPHALTPAVEMENCR“ ” . wr )178 — §§ S
i:l == %b = =S ’ /ﬁr JE—A /AN & Wy O P9 N T = ~ 2 0 25 5
o=l b— — o - (o O R = éé GRS CUT & PLUG EX. 2' WM i
= 4’ CLF r [ < E —E 7 R
< iR _ 1 S [p* I _/ SCALE - VERTICAL
= e <<t i\_ STA127+72, 8LT | CLOSE VALVE
EX. 2" WM TO BE ABANDONED N PROPOSED: 6"X6" ANCHOR TEE | REMOVE BOX cope
||| ~ - 6" GATE VALVE W/BOX i = N
) Sh A % 7 5 N g S
~ N <|
SR : ] S = HI L
| | [ | =Q § v 09208145 S | ‘ | - SN ‘: § = \wwmm/ 2 o
I [ 1] LS || T N ® o
] = o L1 SN
[ - = : = FOR CONTINUATION SEE SHEET29 o . & b
60 RIW = D] N ‘ ‘ P G
a R N K ol [

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:57pm

RESTRAIN
- RESTRAIN ALL JOINTS - ALL JOINTS
10 & Approximate Grade @ | 2 21 10
< Proposed Water Main |~ Y e
BN 4 s < <
el / I » __________--1(7,-\____,,,77-7\\____ _______ RN
—————— \‘L___,///77_7 ___________ . e »—\\r_,,f’ S~
5 o 5
QTL =
20
. PROPOSED 6" WATER MAIN o s 5:&0
126+00 127+00 128+00 129400 130+00 130+51
REVNO| DATE DESCRIPTION BY |pesieNeD L 100% PLANS
RORY A. JONES, P.E. . . . . — FAIR OAKS WATER MAIN REPLACEMENT :
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E : : : : -
TAMPA, FLA. 33602 _ , _ , CHECKED RAJ PLAN& PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 - . _ 1At 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 27 OF 39



AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4110

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4110

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4109

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4113

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4111

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4109

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
#4210 W. BAY VILLA AVENUE

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 8" SS


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:57pm

‘ ‘ ‘ ] dy 12031864
s 0-] é n T" ‘ or 19
- ——FOR CONTINUATION SEE SHEET 26 =N I~
| PR e FOR CONTINUATION SEE SHEET 15
i | W, NORMA AVE. N :
o L — | | | | £
3 - RC)
! Y Lor 10 ‘ Lr 9 or- s ‘ Lor- 7z ‘ T §
60' RIW % #4109 #4107 #4105 #4103 0T 6 E - S04-T30S-R18E
Q CUT & PLUG EX. 2" WM ' CUT & PLUG EX. 2" Wi 2 3 ] 0 25 S0
l N S ' EX. 2"WMTO BE ABANDONED CLOSE VALVE @ =2 - E;!i
) u ~ >
o | Tl 1] N v REMOVE BOXTm\ all wor 2 SCALE - HORIZONTAL
. N | _ 1 1457221 RORY: oot
; -g~r/; e iy @W—W /B@ ?@ o LH ¢ = m’mﬁ H&’z' w, wepge | E O PEEME e
~ ~ R | 3 S ﬂ g S 4 A VA Wy "7
% o / 823 & 0 2.5 5
NB 12 \ P el ikim—— . )7 w18 rop —
2 : - - . — - —~< —= B Wb — —— — — e
~N N X EX ASPHALT PAVENENT 52 >2/ ! SN e - - SCALE - VERTICAL
o RO~ cone ] 73 ‘ | i i Y as125191
ol n 778 ’/so«m \ .W e Ow ¢ ‘” 1508 ’ o e i
3 STA. 100+26, 7RT e § ELM& 8 (D w rs0z5538 ,L, + P tor 21
. pry RN - =" u T “ m b b RCP #4006
& PROPOSED: 6"X6" MJ TEE P ,/j/ 7 oF 7152&; /P L
< " =0.¥4
e & 6" GATE VALVE W/BOX PROPOSED 401LF 6" DIP WATER MAIN T —
g 5" DNS HYDRANT
% = [ METHOD #2 P } a0
o o ‘ [ or 2 LZ:WJ Lg:’”‘; wr s 1
+ ! ROP—— T - -
- i - EE@S@%&%-?EATE VALVE W/BOX | STA.103+91, 7RT qd 7
o : PROPOSED: 6" GATE VALVE W/BOX | 2L A
¢ 5 | %
§ NORMA PARK SUBDIVISIO! \I i Lor 22
RESTRAIN ALL JOINTS RESTRAIN ALL JOINTS
3 g 8 3
S é & V> a7 é
10 < < < ]z 10
%) b Approximate Grade @ c'/_; . »
/ Praposed Water Main X 14°%23" RCP \
_______ “\\\\——_________,,f"\ \——_//F_————_——L”‘\\\\/‘————_——_——————_—\\\\""——————
-------------------- ) \ |
= )
5 — 5
! : O/[)« 8" ss
PROPOSED 6" WATER MAIN
0 0
99+50 100+00 101+00 102+00 103+00 104+00 104+50
REVNO. DATE DESCRIPTION BY |pesieNeD L 100% PLANS
RORY A. JONES, P.E. . . . . — FAIR OAKS WATER MAIN REPLACEMENT y
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E : : : : :
TAMPA, FLA. 33602 _ , _ , CHECKED RAJ PLAN & PROEILE Florida | RECORD DRAWING NO.
P.E. #79453 - . ) — |oATE 05/07/2018 Water Department | ATiASPAGE L-09 |SHEET 28 OF 39



AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4109

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4107

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4105

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4103

AutoCAD SHX Text
#4101

AutoCAD SHX Text
LOT 22 22

AutoCAD SHX Text
#3935

AutoCAD SHX Text
LOT 21 21

AutoCAD SHX Text
#4006

AutoCAD SHX Text
LOT 20 20

AutoCAD SHX Text
#4004

AutoCAD SHX Text
LOT 19 19

AutoCAD SHX Text
#3936

AutoCAD SHX Text
NORMA PARK SUBDIVISION

AutoCAD SHX Text
#4110

AutoCAD SHX Text
#4108

AutoCAD SHX Text
#4106

AutoCAD SHX Text
#4104

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
#4210 W. BAY VILLA AVENUE

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
5' CLF

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4102

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
MULCH

AutoCAD SHX Text
DIRT

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
12"X18" SW

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. 14"X23" RCP

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. 8" SS


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:57pm

{ & FOR CONTINUATION SEE SHEET 27 wr o | or & | CLOSE VALVE. g L | \N—
w10 107 #4105 wr 7 = - - - - - = p— -
W #4109 ( s REMOVE BOX Iq_ I p—
» # ’ ‘ wr s & +—FOR CONTINUATION SEE SHEET 15 I
. CUT & PLUG EX. 2" WM E%V BAY COURT AVE. & 2 w052 asanoonen &~ o) If
a b Y o1 21 {
1S ‘U\ ’m\f 4 - | E #2000 I 1
S N R “FCR "
T )%_L,mm o, Jul y— @moy | < / & ﬁ/’""@ S T o g T CUTa PLIGEX Z7W Il Io S04-T30S-R18E
BivH g = i e —sS— ™ Y -
\ S = ™ : .
10100 = — — \ B | Il i 0 25 50
= . EX. ASPHALT PAVEMENT N / 1 oo ¥ Eﬁ
4 ) Y, A . § s |3 - --— L
8 - or T SCALE - HORIZONTAL
° | C Q
N &h ' YR r ® T = N S 7))
‘ WM | | [l |
& | @ % 9 19725 @ : e F m/mmm ? § ‘ M,g, éw,#g, () % ﬁJﬁXZ 1 L | STA 113+89, 8RT + L
e T Cai J - - - % ° — A § PROPOSED: 6" GATE VALVE W/BOX 1 ¢"}J, 0 95 5
I\ e h or 23
S I - \ STA. 109+96, 8RT Il T”w sTA 113+62, 8RT E < T |G ' Sl e e
~ FIN PROPOSED: 6" GATE VALVE W/BOX PROPOSED 400LF 6" DIP WATER MAIN PROPOSED: 6X6" MJ TEE < # ] CUT & PLUG EX. 2" WM EX. 2" WM TO BE ABANDONED w SCALE - VERTICAL
. 3 s ’ s ' 6" GATE VALVE W/BOX - CLOSE VALVE ' Z
0| S 4 o o P #10 55" DNS HYDRANT R cusfen J REMOVE BOX W. BAY COURT AVE. =
E 3 | | or s Lor METHOD #2 S * P » . L
] I ‘ | ‘ ‘ *’\ M ) wu /09019924 K § M )Y uw §o019927 U
Xh — | | | ! ~ g " pcp 12"k ) & 12" RCP E
e ) ?* V,Wﬂw—wv-& Wip8.08- S
/)/7 Yali
I~ 5 NORMA PARK SUBDVISION * o 8" woP EX. ASPHALT PA VEMEAT—/ E I
ol %} Sl ~ o4 5 k= g I
s STA.199+88, 8RT — || | wod - 8
" — _}4
BLOCK 4 PROPOSED: 6" GATE VAGI:\g% Ly\gg%_/p e 7,5 MW" p o
0 . | I(?(%UND HOUSE | o W4z ;i /; 5 & e
-+ N —_— S A - — = ) wid ogiz5193
- T WWHAH — N i 7’\- RIW R liZd 5/4 PROPOSED 207LF 6" DIP WATER I M
+ ‘ Im - =7 — —DEFLECTAS NECESSARY —~ LS S MAIN
o) \ \ ! IS B T o o
RESTRAIN ALL JOINTS —
RESTRAIN ALL JOINTS £ ?
] By o 3
g & - >
S - <C <
= — =
10 < < 2] —EX_12[ ST 7 1 10
? @ Approximate Grade @ EX| Vz e T
/ Proposed Water Main | - - EXCAVT o eemmmmee T T EX. ELEC
g e T i B N e EX. ELEC. /
T EXELEC. > [ EX 8" S5
/ = (Y/—E)(. 8" m
EX. 2" WM )
5 r/ Y —— —— 5
f
z
. / =
EX. 8'SS PROPOSED 6" WATER MAIN y DEFLECT AS NECESSARY
0 i - 0
5 -5
109+50 110+00 111+00 112+00 113+00 200+00 201+00 202+00
REVNO| DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN  JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E B i
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROFILE Florida - § RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | AT ASPAGE L-09 |SHEET 29 OF 39



AutoCAD SHX Text
10' UTILITY EASEMENT

AutoCAD SHX Text
LOT  1  1

AutoCAD SHX Text
#4110

AutoCAD SHX Text
LOT  2  2

AutoCAD SHX Text
#4108

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#4106

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#4104

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#4102

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#4109

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#4107

AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#4105

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#4103

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#4101

AutoCAD SHX Text
BLOCK  4

AutoCAD SHX Text
NORMA PARK SUBDIVISION

AutoCAD SHX Text
LOT 21  21 

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT 22  22 

AutoCAD SHX Text
#3935

AutoCAD SHX Text
LOT   23   23

AutoCAD SHX Text
#3933

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
3.5' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' PVC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
HEDGE

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
3.5' WOOD

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
3.5' WOOD

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" W

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
8" SS

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
14"X23" SW

AutoCAD SHX Text
12"X18" SW

AutoCAD SHX Text
3-1.25"Ducts

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" ENAM W

AutoCAD SHX Text
12" CORR CULV.

AutoCAD SHX Text
EX. 12" ST

AutoCAD SHX Text
EX. 8" WM

AutoCAD SHX Text
EX. ELEC.

AutoCAD SHX Text
EX. CAVT

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. ELEC.

AutoCAD SHX Text
EX. 8" SS

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT


| W, BAY COURT AVE.

I

[
EX. 2" WM TO BE ABANDONED — |

K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:58pm

’ ’ wor 26 I | | wor 30 :
10;592925 #9927 w2z 10;592328 M;Jg; ’ | #3919 ’ Lor ! or 3z
°N5 #3925 #3917 #5915 ; S04-T30S-R18E
0 25' 50'
- -
= END NOT 12" RC 12" RCP Ll
m FOUND . /! m
= v e 1 | ~ , _ , - asnvay | o j INV=9.9. w=100z f £ SCALE - HORIZONTAL
7] 5" BLOCK X yt\vr 73902 N WN 09079922 4 Pwmrm — ?’v e bt — Y _ T Y A\wr —p— (/2]
L V=854 2\ 72" rep ” o 4 5043452
w 4 yes )N A — Pt ecor bz ¢ r—— = = T G Tuos /ecé s 2 1 3 ” / g % H
54, Py NP4 VAN % N S ——— —K W—f W 7,3 0 2.5 5
' -5 ——= < I P . 8" JLCP, c /— EX, ASPHALT PA VEMENT—/T ; - “BM 120 ' Eﬁ
m 403 . \\y ‘ ° m
> SCALE - VERTICAL
Z 57 , Z
— ASPHALT 12" feP CRAVEL ] g 12 -RP—RPe— R -
i:l L Jr7?"7?CF o e | @_/ZI“’- 15 $ /2&7/%/# . %//Z%ﬁ {WMWZ7 o ZAZ/V:/;C& j/if/ /‘;Copw &j wA10.09] ™ ;iv /cmopo g j 1008 i:l
3 1 — M J) v 090119926 : &
(l._J SER =836 £ (‘ Al asprszes — A - (L) 15105988 wa £ B @ | . BE (l__)
< AR W 11056550 3 FCl 5/5 ALS 876 <
S STA. 204407, 7RT STA. 206+54, 6RT 1 =
PROFOSED' 6'X6" MJ TEE PROPOSED: 6" GATE VALVE W/BOX
s ' GATE VALVE WBOX s o o I
wr 16 5" DNS HYDRANT " wor 13 wr 1z 3920 15918
| METHOD #2 | | | or 17 Lor 10 #3916
! ! P! \ PROPOSED 600LF 6" DIP WATER MAIN—| ‘ “ “ v
’ | | | | | .
RESTRAIN
15 ALL JOINTS 15
0 =) RESTRAIN ALL JOINTS
P by Approximate| Grade @ Qf {6
S8 S Proposed Water Main 5 I
< & 8 &
< < N :
Z 2 < <
- - D S D U R -
L e e i = " 10
=
fe)
5 5
PROPOSED 6" WATER MAIN J
202+00 203+00 204+00 205+00 206+00 207+00 208+00
REVNO,| DATE DESCRIPTION BY IpESIGNED CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E 7
TAMPA, FLA. 33602 CHECKED RAJ . RECORD DRAWING NO. —
PLAN & PROFILE
P.E. #79453 DATE 05/07/2018 Water Department | ATLASPAGE L-09 |SHEET 30 OF 39



AutoCAD SHX Text
LOT  17  17

AutoCAD SHX Text
#3932

AutoCAD SHX Text
LOT  16  16

AutoCAD SHX Text
#3930

AutoCAD SHX Text
LOT  15  15

AutoCAD SHX Text
#3928

AutoCAD SHX Text
LOT  14  14

AutoCAD SHX Text
#3926

AutoCAD SHX Text
LOT  13  13

AutoCAD SHX Text
#3924

AutoCAD SHX Text
LOT  12  12

AutoCAD SHX Text
#3922

AutoCAD SHX Text
LOT  11  11

AutoCAD SHX Text
#3920

AutoCAD SHX Text
LOT  10  10

AutoCAD SHX Text
#3918

AutoCAD SHX Text
LOT  9  9

AutoCAD SHX Text
#3916

AutoCAD SHX Text
LOT   30   30

AutoCAD SHX Text
#3919

AutoCAD SHX Text
LOT   31   31

AutoCAD SHX Text
#3917

AutoCAD SHX Text
LOT   32   32

AutoCAD SHX Text
#3915

AutoCAD SHX Text
LOT   24   24

AutoCAD SHX Text
#3931

AutoCAD SHX Text
LOT   25   25

AutoCAD SHX Text
#3929

AutoCAD SHX Text
LOT   26   26

AutoCAD SHX Text
#3927

AutoCAD SHX Text
LOT   27   27

AutoCAD SHX Text
#3925

AutoCAD SHX Text
LOT   28   28

AutoCAD SHX Text
#3923

AutoCAD SHX Text
LOT   29   29

AutoCAD SHX Text
#3921

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' ALUMINUM

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' CLF

AutoCAD SHX Text
3' PVC

AutoCAD SHX Text
ASPHALT

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
4" CONC LANDSCAPE EDGING

AutoCAD SHX Text
END NOT FOUND

AutoCAD SHX Text
8" BLOCK WALL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
ENDS NOT FOUND

AutoCAD SHX Text
2" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main


K:\Projects\WTR\FY18\WTR-18-0002 Fair Oaks\02-Design\Drawings\01-Dwg\02-Sheets\WTR-18-0002-3.dwg Mar 30, 2020 - 12:58pm

| It 2 |
| | | EX. 2" WM TO BE ABANDONED 7 ‘ I\I FOR CONTINUATION SEE SHEET 13 o g ]
‘ or 33 ! 0T 34 | \ & =
[ > by
#3915 2911 Lor 35 or 37 La;/jgg]ﬂ? I I Lo 40 © gg E
~ i i ! #7 GUT & PLUG 2 WM —\§Q Ik
#3907 3
ol 12" RGP 12" RCP 12'\RCP 12" RCP | CLOSE VALVE % 5 S04-T30S-R18E
l‘: ) W=10.27 WVE=10.38  INV=10. J4W BA CO URTA VE’ ‘ REMOVE BOX N T g 0 25' 50'
09019911 ) o r — g L m““
% J o Ew 13041157 ‘ ) ?w 10041331 g :wamzrs ey ol y SCALE - HORIZONTAL
n WS . Syl 2"W —y | 12" ReP 12" RCP_ 12" RCP T e 3
s P IANA] A - ;s S I I e 597, v — YA A7
‘ o — | : E£X. ASP) EMENT. ' '
% 5 S —+S 3 3 VEMENE—" ELyr == < } S | ; | _g j}_§® 2_5 5
1 B V4 —— . o
i %v—/jco/;zs —u = — — — 2 /?QP o e LP 12" /?CP 12 Rep # = A &
=10. T S S —-sterm Mool — — » popl WV /7 SCALE VERTICAL
Z W 0s019612 o) S| |5 - % WV=10.66 § R TTmerros d tor 2
0 | wrswim K rhosos5 S 8 Do misseo //W 11.84 & 7 \% 3912
(‘\HQTED > N
5 g%f /S FILLED WTH e 1 o N e L poop: w¢®-’ S 1
E . PROPOSED 569LF 6" DIP WATER MAIN |1 % RS B STA. 213+65, 9RT
= STA. 208+92, 8RT \ \ 60' RIW ~ PROPOSED: 6" GATE VALVE W/BOX
PROPOSED: 6"X6" MJ TEE #9012 g =
" or 7 #3910 #3906 I I Lor 1 b S
6" GATE VALVE W/BOX o 1508 wr 4 - , fo02
| 544" DNS HYDRANT ’ ! | o s | wo s I oy b
METHOD #2 | ‘ ! | Il ol =
[ L
| i |
RESTRAIN
ALL JOINTS
15 g g - RESTRAIN ALL JOINTS — 15
+ + I
§ % Approximate Grade @ z é
< < Proposed Water Main N N
& % I e RSN <
________ o ~—- e tnintad et D 1) n
————————————————————— »
=
10 el 10
j )
PROPOSED 6" WATER MAIN
5 5
208+00 209+00 210+00 211+00 212+00 213+00 213+74
REVNO.| DATE DESCRIPTION BY [|pEsiGNED  CL 100% PLANS
RORY A. JONES, P.E. — FAIR OAKS WATER MAIN REPLACEMENT
CITY OF TAMPA WATER DEPT. DRAWN JDM WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E — .
TAMPA, FLA. 33602 CHECKED RAJ PLAN & PROEILE Florida  § RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATiASPAGE L-09 |SHEET 31 OF 39



AutoCAD SHX Text
LOT  8  8

AutoCAD SHX Text
#3914

AutoCAD SHX Text
LOT  7  7

AutoCAD SHX Text
#3912

AutoCAD SHX Text
LOT  6  6

AutoCAD SHX Text
#3910

AutoCAD SHX Text
LOT  5  5

AutoCAD SHX Text
#3908

AutoCAD SHX Text
LOT  4  4

AutoCAD SHX Text
#3906

AutoCAD SHX Text
LOT  3  3

AutoCAD SHX Text
#3904

AutoCAD SHX Text
LOT   33   33

AutoCAD SHX Text
#3913

AutoCAD SHX Text
LOT   34   34

AutoCAD SHX Text
#3911

AutoCAD SHX Text
LOT   35   35

AutoCAD SHX Text
#3909

AutoCAD SHX Text
LOT   36   36

AutoCAD SHX Text
#3907

AutoCAD SHX Text
LOT   37   37

AutoCAD SHX Text
#3905

AutoCAD SHX Text
LOT   38   38

AutoCAD SHX Text
#3903

AutoCAD SHX Text
LOT 40  40 

AutoCAD SHX Text
#3901

AutoCAD SHX Text
LOT 1  1 

AutoCAD SHX Text
#3902

AutoCAD SHX Text
LOT 3  3 

AutoCAD SHX Text
#3910

AutoCAD SHX Text
LOT 2  2 

AutoCAD SHX Text
#3912

AutoCAD SHX Text
LOT 1  1 

AutoCAD SHX Text
#3914

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
CONC

AutoCAD SHX Text
6' WOOD

AutoCAD SHX Text
BRICK

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
MULCH

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' PVC

AutoCAD SHX Text
ASPHALT 

AutoCAD SHX Text
3' WOOD

AutoCAD SHX Text
CONC

AutoCAD SHX Text
4' WOOD

AutoCAD SHX Text
INLET IS FILLED WITH DIRT

AutoCAD SHX Text
CONC

AutoCAD SHX Text
GRASS

AutoCAD SHX Text
GRAVEL

AutoCAD SHX Text
DIRT 

AutoCAD SHX Text
DIRT 

AutoCAD SHX Text
DIRT 

AutoCAD SHX Text
2" W

AutoCAD SHX Text
6" W

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
8" VCP

AutoCAD SHX Text
12" RCP

AutoCAD SHX Text
12" RCP

AutoCAD SHX Text
12

AutoCAD SHX Text
L9-1

AutoCAD SHX Text
4.5

AutoCAD SHX Text
6" W

AutoCAD SHX Text
2" W

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. ASPHALT PAVEMENT

AutoCAD SHX Text
EX. VZ

AutoCAD SHX Text
EX. 6" WM

AutoCAD SHX Text
Approximate Grade @ Proposed Water Main


; /\/
. \ S SUITABLE BACKFILL COMPACTED
IN 12-INCH LIFTS TO A MINIMUM
\\/ 98% OF THE MAXIMUM MOQODIFIED
\ PROCTOR DENSITY

s \ " SUITABLE BACKFILL COMPACTED
IN 6-INCH LIFTS TO A MINIMUM
" 98% OF THE MAXIMUM MODIFIED
; \/ PROCTOR DENSITY
e 4

COMPACTION BY HAND IN LAYERS
OF 6 INCHES, LIGHTLY
-~ CONSOLIDATED TO CENTERLINE

¢
AN

NOTES:

1.

TRENCH IS DEFINED AS A FLAT-BOTTOM TRENCH. LIGHTLY CONSOLIDATE BACKFILL TO
CENTERLINE OF PIPE.

MILL & OVERLAY (VARIES)

REPLAGEMENT PAVEMENT COURSE
REPLAGEMENT BASE

/ EXISTING BASE
/—

DEPTH VARIES

FOR TYPICAL TRENCHING,
BEDDING & BACKFILL DETAIL FOR
PAVED ARFAS SEE DETAIL 2.01A

R,

LSRN

AR

o VARIES 12" (FOR 4" PIPE DIAMETER OR GREATER)

CLASS C PIPE BEDDING

DITCH WIDTH (MINIMUM 18")

PAVEMENT LAYERS (SEE SPECIFICATIONS)

A, TYPE SP 9.5 ASPHALT (1") MILL & OVERLAY
B. TYPESP9.50RSP125ASPHALT (1" FOR CLASS |, 2' FOR CLASS Il)
C.  CRUSHED CONCRETE BASE (8" FOR CLASS |, 12" FOR CLASS II)

NOTES:

1.
2.
3

PAVEMENT SHALL BE MECHANICALLY SAWED.
CLASS | = RESIDENTIAL ROAD AND CLASS Il = COLLECTOR/ARTERIAL ROAD.

THE MILL AND OVERLAY COURSE (A) SHALL BE 1" THICK AND FDOT TYPE SP 9.5 ASPHALT SHALL BE USED. LIFT TO BE %" MIN.
AND 145" MAX. FOR CLASS | AND CLASS Il ROADS.

WHEN TRENCH IS PERPENDICULAR TO THE ROAD: THE WIDTH OF THE REPLACEMENT BASE LIMIT + 10' ON EACH SIDE
WHEN TRENCH IS PARALLEL TO THE ROAD: THE FULL WIDTH OF THE ROAD (CURB TO CURB)
THE REPLACEMENT PAVEMENT COURSE (B) SHALL EXTEND + 12" ON EACH SIDE OF THE REPLACEMENT BASE LIMIT AND BE

EXISTING ASPHRALT

\\\’\/
TR

N //\\\\\\

SUITABLE BACKFILL COMPACTED IN
12-INCH LIFTS TO A MINIMUM 95% OF
THE MAXIMUM MODIFIED PROCTOR

DENSITY

A

COMPACTION BY HAND IN LAYERS OF
6 INCHES, LIGHTLY CONSOLIDATED
TO CENTERLINE

¢ \_J
NI NN ANSNTANSAY

A

NOTES:

1.

TRENCH IS DEFINED AS A FLAT-BOTTOM TRENCH. LIGHTLY CONSOLIDATE BACKFILL TO CENTERLINE
OF PIPE.
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2. THIS STANDARD SHALL BE UTILIZED IN THE ABSENCE OF SPECIFIC STANDARDS. THE STANDARD FDOT TYPE SP 9.5 OR SP 125 WITH A THICKNESS EQUAL TO THE EXISTING OR AS INDICATED, WHICHEVER IS GREATER. LIFT 2. THIS STANDARD SHALL BE UTILIZED IN THE ABSENCE OF SPECIFIC STANDARDS. THE STANDARD OF
OF THE AGENCY CONTROLLING THE RIGHT-OF-WAY SHALL GOVERN UNLESS OTHERWISE TEY B8 Wy, AN T B, FORUSP 5 AN MIN. TO 3 AR, FOREP 125, THE AGENCY CONTROLLING THE RIGHT-OF-WAY SHALL GOVERN UNLESS OTHERWISE DIRECTED BY
DIRECTED BY CITY ENGINEER. 5. THE REPLACEMENT BASE (C) MATERIALS SHALL BE EITHER OF THE SAME TYPE AND COMPOSITION AS THE MATERIALS CITY ENGINEER:
3. SUITABLE BACKFILL SHALL BE DEFINED AS MATERIAL FREE FROM CINDERS, ASHES, REFUSE, CLAY, * REMOVED OR OF EQUAL OR GREATER STRUCTURAL ADEQUACY. BASE SHALL BE INSTALLED TO A THICKNESS OF THE Rl avee bicbogr g e A b e g i R o
ORGANIC MATTER, BOULDERS, ROCKS OR STONES, OR OTHER MATERIAL THAT IN THE OPINION OF EXISTING BASE OR AS INDICATED, WHICHEVER IS GREATER. BASE SHALL EXTEND 18" IN EACH SIDE OF THE TRENCH LIMIT. ,BOU . :
THE CITY ENGINEER IS UNSUITABLE. CRUSHED CONCRETE BASE SHALL FOLLOW FDOT STANDARD SPECIFICATIONS FOR RECYCLED CONCRETE AGGREGATES, THE CITY ENGINEER IS UNSUITABLE.
4. NON-PERVIOUS AREAS SHALL MEAN ANY CONCRETE OR ASPHALT CURB, SIDEWALK, TRAIL, LATEST EDITION. LAYER COEFFICIENT (SN) SHALL BE 0.18 WITH LIMEROCK BEARING RATIO (LBR) 150 OR GREATER. 4. NON-PAVED AREA IS A PERVIOUS AREA. IF ANY PART OF THE TRENCH IS WITHIN A CONCRETE OR
DRIVEWAY, OR ROADWAY. GRADATION AND SIZE REQUIREMENTS SHALL CONFORM TO FDOT LATEST SPECIFICATIONS. ASPHALT CURB, SIDEWALK, DRIVEWAY, OR ROADWAY, THEN STANDARD DETAIL 2.01 APPLIES.
LAST REVISION LAST REVISION LAST REVISION
NOV 2019 TRENCHING, BEDDING AND BACKFILL DETAIL 201A JAN 2020 STANDARD DETAIL FOR RESTORATION WITHIN 201B NOV 2019 TRENCHING, BEDDING, AND BACKFILL DETAIL 202
Floriza FOR NON-PERVIOUS (PAVED) AREAS : Florida COT ROADWAY - FLEXIBLE PAVEMENT : Flortia FOR PERVIOUS (NON-PAVED) AREAS :
Water Department Water Department Water Department
REVNO,| DATE DESCRIPTION BY |[pesienep CL 100% PLAN
RORY A. JONES, P.E. _cL FAIR OAKS WATER MAIN . 00% S
CITY OF TAMPA WATER DEPT. DRAWN  JDM REPLACEMENT WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E — .
TAMPA, FLA. 33602 CHECKED RAJ DETAILS Flarida RECORD DRAWING NO. ——
P.E. #79453
DATE 05/07/2018 Water Department | ATLAS PAGE L-09 |SHEET 32 OF 39




METHOD A

OVERLAP
b / \ 2

I T A \

R )] _ / _
POLYETHYLENE TUBE IS CUT INTO LENGTHS APPROXIMATELY TWO FEET LONGER
THAN THE PIPE SECTION AND PLACED AROUND IT. AFTER THE PIPE JOINT IS
ASSEMBLED, THE POLYETHYLENE TUBE IS MADE TO OVERLAP THE JOINT AND THE
OVERLAP SECURED IN PLACE. SINCE THE TUBE IS CONSIDERABLY LARGER THAN

THE BARREL OF PIPE, IT IS MADE TO FIT SNUGLY BY FOLDING OVER AT THE TOP
AND SECURING WITH TAPE EVERY 24" ALONG THE PIPE SECTION

METHOD B

OVERLAP
/ 12\ 12

12 Sz
Bl o et e

_ _)j)\I _ ) _
1 !
I i
—_— g— = ) —_— —— o I3
POLYETHYLENE TUBE IS CUT ONE FOOT SHORTER THAN THE LENGTH OF THE PIPE
SECTION. AFTER PLACEMENT OF THE PIPE, IT IS FOLDED AND SECURED SNUGLY
OVERALL. A THREE FOOT LENGTH OF POLYETHYLENE TUBE PLACED OVER THE

END OF THE PRECEEDING SECTION IS THEN PULLED IN PLACE OVER THE JOINT
AFTER ASSEMBLY AND SECURED.

METHOD C

POLYETHYLENE SHEET IS CUT TO A LENGTH TWO FEET LONGER THAN THE PIPE
SECTION. THE SHEET IS WRAPPED AROUND THE PIPE SO THAT IT OVERLAPS
CIRCUMFERENTIALLY OVER THE TOP QUADRANT OF THE PIPE, THEN SECURED.
AFTER JOINT ASSEMBLY, THE SURPLUS LENGTH OF POLYETHYLENE FILM IS
SECURED AROUND THE JOINT, PROVIDING AN OVERLAP OF EACH JOINT. TAPE AT
EACH JOINT AND AT 3' INTERVALS IN BETWEEN.

NOTES:

1. USE BLUE POLYETHYLENE FILM AND TAPE ONLY.
2, POLYETHYLENE FILM SHALL BE A MINIMUM OF 8 MIL. THICKNESS.
3. SPIRAL WRAP NOT REQUIRED WITH POLYWRAP.

2" CL. TYP.

SEED OR SOD AS DIRECTED BY CITY ENGINEER

NN BN N N W,

3,000 PSI REINFORCED
CONCRETE SLAB

3,000 PSI REINFORCED
CONCRETE SLAB

NOTES:

1:2 SLOPE

2"CL. TYP.

NO. 4 BAR, 6" ON CENTER
TOP AND BOTTOM EACH WAY

GRASSED SECTION

STRUCTURAL COURSE

FULL DEPTHASPHALT

! BASE COURSE

y_°

\ NO. 4 BAR, 6" ON CENTER

TOP AND BOTTOM EACH WAY

ROADWAY SECTION

1. STRUCTURAL COURSE AND BASE COURSE REQUIREMENT SHALL BE ESTABLISHED BY THE AGENCY
HAVING JURISDICTION.

2. SHOCK PADS FOR MAINS TOO SHALLOW FOR THE ABOVE CONFIGURATION SHALL BE DESIGNED ON A
CASE-BY-CASE BASIS.

A
MINIMUM TOTAL LENGTH OF
RESTRAINT FOR BEND BEND

A A
MINIMUM TOTAL MINIMUM TOTAL
LENGTH OF LENGTH OF
RESTRAINT FOR RESTRAINT FOR

PLUG OR CAP
; | VALVE | VALVE |

%
13
5]
=
T
o
o
i
=
2 RESTRAIN "A" (LF)
=
@2 FITTING / PIPE 4 6" 8" 12" 16" 20" 24" 30" 36"
< xrl<
=] 11-174° 4 B 8 10 11 13 15 19 21
= &
@ 22-1/2° 8 1 15 20 21 26 A 38 44
o
=
(‘,;) 45°/OFFSET 16 23 30 43 45 55 65 78 9
Ef
% 90° 39 55 73 103 109 133 156 189 220
=
PLUGICAPNALVE® 69 98 128 179 179 218 255 306 356
— A = MINIMUM FOOTAGE OF PIPE TO BE RESTRAINED
* = FOR IN-LINE VALVE, RESTRAINT LENGTH "A" REQUIRED BOTH WAYS FROM VALVE

LJd

NOTES:
1. THISTABLE IS BASED ON:

3 FEET OF COVER FOR 12" AND SMALLER MAINS; 4 FEET OF COVER FOR 16" AND LARGER MAINS
HORIZONTAL BENDS ONLY - ENGINEER TO SUBMIT CALCULATIONS FOR VERTICAL RESTRAINTS

a MAXIMUM TEST PRESSURE OF 190 PSI

b. LAYING CONDITION TYPE 2 (SEE DETAILS 2.01 AND 2.02)
C. POOR SOIL CONDITIONS

d. USING D.I.P.

e

f.

2. "RESTRAINED" PIPE SHALL BE MANUFACTURED RESTRAINED JOINT PIPE, PUSH-ON JOINT PIPE RESTRAINED W/GASKET-TYPE
"GRIPPER RESTRAINTS", OR MECHANICAL JOINT PIPE RESTRAINED BY MEGALUG (OR APPROVED EQUIVALENT).

3. ANY ADDITIONAL FITTINGS WITHIN THE RESTRAINED SECTION SHALL BE RESTRAINED ACCORDINGLY.
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LAST REVISION LAST REVISION LAST REVISION
POLYETHYLENE ENCASEMENT REINFORCED CONCRETE SHOCK PAD RESTRAINED JOINT STANDARD FOR
e | VL2018 INSTALLATION DETAIL 205 e | JUL 2018 (FOR COVER LESS THAN 2.5) 2.06 e | JUL 2018 BENDS, PLUGS, CAPS, AND VALVES 21
Water Deparlment Water Department Water Department
0,
CITY OF TAMPA WATER DEPT. DRAWN  JDM REPLACEMENT WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_— i
TAMPA, FLA. 33602 CHECKED RAJ DETAILS Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department | ATLAS PAGE L-09 |SHEET 33 OF 39
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UNRESTRAINED
FITTING RESTRAIN (LF) STRAIGHT RUN
LF
Size Lt 1" MIN GURB STOP
T TEE "A" | REDUCER "B" | REDUCER "C" WELBOW & NIPPLES
- o - - ORHOSE BIBB
6x4 14 50 74
6x6 60 * "
8x4 AT. 9 178
8x6 48 54 70
TeE T 8x8 90 * ”
= = 12 AT, 155 155 24 FEMALE NST x 2' BRASS MALE PT —
2 2 26 2 130 2760 SWIVEL FIRE HYDRANT ADAPTOR SUPPORT O =
= P W/2" THREADED CAP /
= 28 il % 144 /—GROUND LINE
) l—;—| 12;12 14: 2 COMPRESSION x 2* FIP GOUPLING EXISTING GRADE e
- 16x6 AT. 151 401 " G E x2" \\\ \ \\\\\\\\
o8 5 [ %5 — , PONVONVONVOVIONIDN IONVONVONVINVONVONVINION
- ® m 0 BN N IR CNZRAAANGS AAAARGARE/ASaRal | MAGARGARGAREAREAREAES
16x16 148 " " CONCRETE PAD/ ¢ #37 HDPE METER BOX \ -
2006 AT. 195 559 N 1* MIN. HDPE TUBING
20x8 18 180 461 =
- 20x12 85 136 233
- 20x16 139 76 96
2020 186 . Q; JALVE B0 \ 1* MIN. CORPORATION STOP
2 it 258 i 2" MIP x COMPRESSION COUPLING /
24x8 AT. 224 700 . \
< 212 7 188 a1 2 HDPE PIPE 2 HDPE PIPE
24x18 130 139 215 E
24x20 180 76 93
24x24 224 * * q
zgﬁ f; ;ZZ ﬁ:g 2" MIP X COMPRESSION COUPLING
NOTES: 30x12 56 255 678 2 CORPORATION
30x16 118 216 426
1. THIS TABLE IS BASED ON: 30620 169 168 260 MITAPPED 0AP 2" THREADED GATE VALVE WITH
a MAXIMUM TEST PRESSURE OF 190 PSI 3024 215 108 138 #' OR LARGER PIPE 2" STANDARD SQUARE OPERATING NUT
b. LAYING CONDITION TYPE 2 (SEE DETAILS 2.01 AND 2.02) 30430 275 ‘ ’ (OPEN CLOCKWISE)
c. POOR SOIL CONDITIONS 3646 AT, 345 2230
d USING D.I.P. 36x8 AT. 336 1660
e 3 FEET OF COVER FOR 12" AND SMALLER MAINS; 4 FEET OF 36x12 38 314 1030
COVER FOR 16" AND LARGER MAINS 36x16 104 283 689
f. HORIZONTAL BENDS ONLY - ENGINEER TO SUBMIT 36x20 159 244 466
CALCULATIONS FOR VERTICAL RESTRAINTS 36x24 26 195 306
36x30 269 108 133
2. RESTRAINT FOR REDUCERS: IF "C" STRAIGHT RUN OF PIPE 36 % . g BLOW-OFF FOR = 4" MAINS
DOWNSTREAM OF REDUCER NOT AVAILABLE, THE RESTRAIN "B" AT~ RESTRANT REQUIRED AT TEE ONLY. = NOT APPLIGABLE NG GALVANIZED PIPES OR FITTINGS ALLOWED.
UPSTREAM OF REDUCER. SCHEDULE 80 PVC ALLOWED.
3. "RESTRAINED" PIPE SHALL BE MANUFACTURED RESTRAINED JOINT NOTES:
PIPE, PUSH-ON JOINT PIPE RESTRAINED W/GASKET-TYPE
"GRIPPER RESTRAINTS", OR MECHANICAL JOINT PIPE RESTRAINED 1. WATER OUTLET SHALL BE HELD UP OFF THE GROUND SO AS NOT TO INTERFERE WITH THE SAMPLING PROCESS.
BY MEGALUG (OR APPROVED EQUIVALENT). 2. CORPORATION STOP TO BE REMOVED AND BRASS PLUG INSTALLED IN TAPPED MAIN AFTER OPERATION,
4. ANY ADDITIONAL FITTINGS WITHIN THE RESTRAINED SECTION
SHALL BE RESTRAINED ACCORDINGLY.
LAST REVISION LAST REVISION LAST REVISION
BLOW-OFF VALVE ASSEMBLY
JUL 2018 RESTRAINED JOINT STANDARD 2.12A JUL 2018 FOR 2 4" MAINS 2.17A JUL 2018 TEMPQRART GAMPLE TAP 2.18A
lorida ' lorida - ' lorida '
M FOR TEES AND REDUCERS ¥ W/DI, Cl OR PVC PIPE ¥ INSTALLATION W/DI, CI, OR PVC PIPE
Water Department Water Department Water Department
REV NO.[ DATE DESCRIPTION BY DESIGNED CL 1000 PLANS
RORY A. JONES, P.E. _LL FAIR OAKS WATER MAIN . %o
CITY OF TAMPA WATER DEPT. DRAWN  JDM REPLACEMENT WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E ) .
TAMPA, FLA. 33602 CHECKED RAJ DETAILS Floridd RECORD DRAWING NO. f—
P.E. #79453
DATE 05/07/2018 Water Department | ATLAS PAGE L-09 |SHEET 34 OF 39




TO PROTECT VALVE BOX LOCATION DURING CLEARING & GRUBBING

INSTALL 4" BLUE PVC "LOCATCR" 3\FE\‘

£4‘ MIN. - PIPE MUST BE VISIBLE TO EQUIPMENT OPERATORS

(FUTURE GRADE)

it S

4

VALVE BOX COVER

%%%{ - ]

V. BOX "TOP SECTION"
V. BOX "BOTTOM SECTION"

2" OPERATING-NUT
E

1|
EX. WATER MAIN
VALVE

(EX. GRADE)  __

1. REMOVE (OR DO NOT INSTALL) V. BOX COVER &
"TOP SECTION".

2. INSTALL 4" BLUE PVC PIPE INTO V. BOX "BOTTOM
SECTION", OVER 2" OPERATING- NUT, & TO 4' MIN
ABOVE FUTURE GRADE.

3. PACK ANNULAR SPACE TO PREVENT BACKFILL
SOILS ENTERING V. BOX "BOTTOM SECTION",

TO ADJUST HEIGHT OF VALVE BOX FOR CHANGED GRADE

REMOVE 4" BLUE PVC "LOCATOR" PIPE

2

INSTALL OPERATING-NUT EXTENSION
(IF REQUIRED)

NEW ELEV. (PAVED)

(PREVIOUS GRADE)

EX. WATER MAIN

INSTALL V. BOX "TOP SECTION" & COVER

— 12" MIN. - 48" MAX., TO TOP OF OPERATING-NUT EXTENSION

1. REMOVE PVC LOCATOR PIPE.

2. INSTALL APPROVED V. BOX "TOP SECTION"
AND/OR RISER & COVER, SUCH THAT TOP OF
COVER MATCHES NEW GRADE ELEVATION.

3. INSTALL STD Cl OPERATING-NUT EXTENSION IF
TOP OF OPERATING-NUT (T.O.N.) > 4' BELOW
GRADE.

FINALT.O.N. TO BE < 4' DEEP.

4. IN NON-PAVED AREAS, CONSTRUCT 2X2 (OR 2
DIA.) REINFORCED CONCRETE PAD, PER STD.
DETAIL 3,01 (3000 P.S.I. CONCRETE, 6-GAUGE 4"X4"
WW.F)

PROTECTION POST X

MINIMUM 6 OR AS

BOTTOM OF FLANGE ELEVATION
=FINISH GRADE (+) 35"

CONCRETE

| SPECIFIED ON PLANS | é

__ TOP OF CONCRETE SLAB TO BE
12" BELOW GRADE (SEE NOTE 2)

/— EASEMENT ool

VANV
DORRNIRL

N
9%
5

25

6" D.. PIPE
(SEE 402 FOR
HYDRANT LEADS)

NOTES:

1.

FIRE HYDRANT BARREL ABOVE THE GROUND LINE SHALL BE PAINTED WITH A HIGH-GRADE ENAMEL PAINT, FEDERAL SAFETY

"CONC. SUPPORT BLOCK" UNDER HYDRANT ELBOW.

YELLOW (OSHA APPROVED), AND THE HYDRANT BONNET SHALL BE PAINTED OSHA GREEN.

CONCRETE SLAB MAY BE ELIMINATED IN AREAS WHERE HYDRANT IS SET IN SIDEWALK AND SIDEWALK HAS BEEN INSTALLED

PRIOR TO FINAL ACCEPTANCE OF THE HYDRANT.
THRUST RESTRAINT FOR HYDRANT:

a) HYDRANT SHALL BE FIRMLY SUPPORTED UNDER ELBOW IN ALL METHODS BY SUPPORT BLOCK
b) ALL BACKFILL SHALL BE THOROUGHLY COMPACTED UNDER SUPPORT BLOCK AND UNDER THRUST COLLAR
¢) ALL HYDRANT LEADS SHALL BE RESTRAINED BY MEGALUGS OR EQUIVALENT MECHANICAL RESTRAINTS

CONCRETE SLAB (6" THICK, 3' SQUARE)
(Wi4'x4", $ GAUGE, WELDED WIRE FABRIC
REINFORCEMENT)

O 6" DIA. DUCTILE IRON PIPE
PROTECTION POST(S) FILLED
1 WITH CONCRETE

BITUMINOUS TYPE MATERIAL (I.E. "
PREFORMED JOINT FILLER) TO BE PLACED
BETWEEN HYDRANT BARREL AND CONC. SLAB,

HYDRANT SHALL STAND PLUMB.
NOTE: STANDARD DEPTH OF BURY
SHALL BE 3' TO 5 (AS MEASURED
FROM FINISHED GRADE TO
HYDRANT LEAD TO TOP OF PIPE)

6" ANCHOR
ELBOW

NOTES:

ANCHOR TEE—\

6" MJTEE

6" ANCHOR COUPLING
FIRE HYDRANT

METHOD 2

6" MJ TEE

METHOD 4

6" GATE VALVE

6" GATE VALVE
6" ANCHOR COUPLING

FIRE HYDRANT

6" GATE VALVE

/6“ DIP.

METHOD 1

MAIN ANCHOR TEE
\ \

FIRE HYDRANT

|

6" MJ ELBOW

S

6" GATE VALVE

6'D.IP.

METHOD 3

TAPPING SLEEVE

METHOD 5

1. VALVE SHALL BE SET IN ACCORDANCE WITH DETAIL 3.01. FOR HYDRANT SET, SEE DETAIL 4.01.

FIRE HYDRANT

FIRE HYDRANT

FIRE HYDRANT
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NOTES:
T 4. PROTECTION POSTS ARE REQUIRED WHEN HYDRANT IS LESS THAN 6 FEET FROM EDGE OF PAVEMENT, OR AS DIRECTED BY THE 2, ALLYALVES SHALL BEANCHORED'TOBRANCH OF TEE ON ALLEYDRANT INSTALLATIONS:
1. MATERIALS FOR & INSTALLATION OF VALVE BOXES & PADS SHALL CONFORM ENGINEER. 3. ALLHYDRANT LEADS SHALL BE RESTRAINED BY MEGALUGS OR EQUIVALENT.
TO TAMPA WATER DEPT. SPECIFICATIONS & STD. CONSTRUCTION DETAILS
(DETAILS 3.01 & 3.03) 5. FORPVC MAINS, INSTALL CONCRETE SUPPORT BLOCK UNDER ALL HYDRANT TEES. 4. FORPYC MAINS, INSTALL CONCRETE SUPPORT BLOCK UNDER HYDRANT TEES.
LAST REVISION LAST REVISION LAST REVISION
VALVE BOX (V. BOX) ADJUSTMENTS FIRE HYDRANT
2 | nov 2019 e e B ] 305 XA | JuL2018 FIRE HYDRANT INSTALLATION 4.01 XA | JuLz018 E MBS TSR INBTEL LTSN 4.02
Water Depariment Water Department Water Department
REV NO.[ DATE DESCRIPTION BY )
RORY A. JONES, P.E. ° SCRIPTIO DESIGNED _ CL FAIR OAKS WATER MAIN . 100% PLANS
CITY OF TAMPA WATER DEPT. DRAWN  JDM REPLACEMENT WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E - .
TAMPA, FLA. 33602 CHECKED RAJ DETA"_S Flarida RECORD DRAWING NO. f—
P.E. #79453
DATE 05/07/2018 Water Department | ATLAS PAGE L-09 |SHEET 36 OF 39




2 SMOOTH HOSE BIBR FOR SAMPIL INC—]

o=t ]

2 MIN.

2' BALLVALVE

16

f|||](l)[||||

\ 2" GALVANIZED STEEL PIPE

il

|

AV AVAVAVAVAA

2" 90° BEND

TAPPED PLUG OR CAP (REST RAIN(:U)/

N /x\/x\/x\/x\/x\/x\/t

DI, Cl, OR PVC WATER MAIN

[T 31
| -

T

[1
T

[E 11

7 T

0 O O 0

24" x 24" x 6" THICK 3" DIA. x 1/8" THICK BRONZE DISK

3000P.S| ANCHORED IN PAD WITH 1/4" x 2"
—_ CONCRETE VALVE BOX COLLAR SERRATED ANCHOR PINS
(SEE NOTES)
A A = . A
IR |
WIRE MESH I
™ (6 GAUGE 4" x 4" W.W.F.)

\ % ! 2

/ BRONZE DISK o

1" CHAMFER

REINFORCED CONCRETE PAD
GRADE —\(SOD AREAS ONLV)_\ /TOP OF PAVEMENT
VWY /

VALVE SIZE

VALVE TYPE 7 g
{GV=GATE VALVE) (\\//\\//\\//\ K

(B.F.=BUTTERFLY VALVE)

SERVICE TYPE
(PW=POTAELE WATER)
(RCW=RECLAIMED WATER)

L6 GAUGE 4" x 4" W.WF.

GATE VALVE WITH SLIP-TYPE
VALVE BOX & COVER
DIRECTION AND NUMBER OF TURNS
TO OPEN AND CLOSE VALVE

MUST LIST DIRECTION BY

(LT=LEFT) OR (RT=RIGHT)

DUMMY BOXES SHALL BE STAMPED
"WIRE ONLY"

BRONZE DISK DETAIL

AS INDICATED ON PLANS

WOOD OR CONCRETE BLOCK

WATER MAIN

SECTION A-A

CONCRETE SUPPORT PAD

NOTES
1. CIRCULAR OR SQUARE CONCRETE PAD REQUIRED FOR ALL VALVE BOX INSTALLATIONS.

2. CAST IRON VALVE BOXES SHALL BE FIRMLY SUPPORTED AND CENTERED AND PLUMB OVER THE OPERATING NUT OF THE VALVE.
VALVE BOX COVER SHALL BE FLUSH WITH THE SURFACE OF THE FINISHED PAVEMENT, OR GRADE OR AT SUCH OTHER LEVEL AS
MAY BE DIRECTED BY THE DEPARTMENT.

VALVE BOX COVER

RISER

TOP SECTION

BOTTOM SECTION I/’
1
1

gl

4

VALVE BOX ASSEMBLY

N

R
o]

8

T
£ 11024

14702

SIDE VIEW

SECTION B-B
VALVE BOX COVER
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W 3. "BLUE" WATER VALVE LOCATE MARKERS REQUIRED FOR ALL VALVE INSTALLATIONS. TOP SECTION
— 4. EMBED BRONZE VALVE INFO DISK INTO CONCRETE VALVE BOX COLLAR. 1 .
1. FOR DEAD-END MAINS, SAMPLE TAP TO BE INSTALLED ON A 2" TAPPED CAP/PLUG. o | »
) FLUSHINGISAMPLING ARRANGEMENT T0 BE REMOVED AFTER DISINFECTION OF AN LINE 5. ALL MATERIALS SHALL BE IN ACCORDANCE WITH THE LATEST T.W.D. APPROVED MATERIAL SPECIFICATIONS. ror - woron | & | 5 | ez SIDE VIEW
i ‘ 6. IF VALVE IS LOCATED WITHIN A SIDEWALK CONCRETE COLLAR MAY BE ELIMINATED AND DISK SET FLUSH DIRECTLY IN SIDEWALK. SECTION SECTION | o 2 | s BOTTOM SECTION
3. AFTER OPERATION COMPLETE, INSTALL BRASS PLUG AT CORPORATION STOP. T | e
7. BRONZE DISK REQUIRED FOR ALL VALVES AND DUMMY BOXES. ® | % | e
LAST REVISION LAST REVISION LAST REVISION
TEMPORARY SAMPLE TAP VALVE INSTALLATION
A JUL 2018 INSTALLATION FOR END OF LINE 2.19A st JUL 2018 W/NALVE BOX & PAD 3.01 v JUL 2018 VALVE BOX, SLIP TYPE 3.04
W/DI, CI, OR PVC PIPE FOR DI OR CI PIPE
Water Department Water Department Water Department
REV NO.[ DATE DESCRIPTION BY )
RORY A. JONES, P.E. 0 SCRIPTIO DESIGNED _ CL _ FAIR OAKS WATER MAIN , 100% PLANS
CITY OF TAMPA WATER DEPT. DRAWN  JDM REPLACEMENT WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E — .
TAMPA, FLA. 33602 CHECKED RAJ DETA"_ Flarida RECORD DRAWING NO. f—
P.E. #79453
DATE 05/07/2018 Water Department | ATLAS PAGE L-09 |SHEET 35 OF 39




PREFERRED TAP ANGLE

45° MAXIMUM -
ACCEPTABLE TAP

HDPE TUBING

SEE TABLE

FOR 8IZE
/COMBINATIONS

ANGLE RANGE

EX/STING WATER MAIN/ :

SECTION

DIRECT TAP DETAIL

PLAN VIEW

HDPE TUBNG ————
JOINT CONNECTOR

EXISTING WATER MAIN

CORPORATE STOP \
SERVICE SADDLE

FORSIZE
/ COMBINATIONS

SEE TABLE

EDGE OF PAVEMENT/CURB

RAW LINE AND GUTTER
| wEeTERBOX
SIDEWALK —\ WATER MAIN—_|
STANDARD PVG TAIL i e
PIECE EXTENSION _ PROPES EE | N
(SEE DETAIL THIS SHEET) _— METERBOX —\
N METER BOX CURB STOP
DOMESTIC HOPE SERVICE LINE T
CONNECTION RAW LINE \
o]
FLOW PROPERTY
I —~——— LINE J
FROM MAIN \

12" MIN.

i

R/W LINE

PLAN VIEW

METER BCX COVER—\

SIDEWALK
GRADE PROPERTY _\‘

METER BOX

—/ _——GRASS FARKWAY—\?/

PLAN - SINGLE METER

EDGE OF PAVEMENT/CURB
AND GUTTER

WATER MAIN

L\NE_\

STANDARD PVC TAIL

PIECE EXTENSION
(SEE DETAIL THIS SHEET)_\
I

PROPERTY

HDPE SERVICE LINE
/ FLOW
3

L\NE_\

————————
FROM MAIN

SECTION Z-Z

RW —‘NE\ METER BOX
—HDPE

HDPE
CURB STOP<

CURB STOP

j . GRASS PARKWAY ——_
\

PLAN VIEW - DUAL METER
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BY |JDESIGNED CL

RORY A. JONES, P.E.
CITY OF TAMPA WATER DEPT.

DRAWN

306 E. JACKSON ST., 5E

JDM

FAIR OAKS WATER MAIN .

TAMPA, FLA. 33602
P.E. #79453

CHECKED RAJ

DATE (05/07/2018

PIPE sizZe CORP. TAP SIZE PLAN VIEW -
0 > SADDLE TAP DETAIL METER BOX INSTALL "LOCATE MARKET" ON CURB CURBAND GUTTER
= or o _\ SHOWING EXISTING SERVICE
[l RAW LINE N
[elel} 8" DT 8s . -
5 oT ss HDPE SERVICE LINE
p P p METER INSTALLATION PARTS LIST ‘ SOLVENT WELD, ‘
O el
2,212 ) NA ITEM DESCRIPTION PVC CAP DO NOT INSTALL METER WITHIN CURB STOP \CURB STOP
= l SIDEWALK. WHEN SIDEWALK
A HDPE CJ X METER, SWIVEL NUT (CURB STOP;
o |0 | s | s ( ) E——F— EXISTS, INSTALL METER ON STREET \S WAIERNAN
rom = = B METER Py i 50140 j SIDE OF SIDEWALK OR WHERE PROFILE VIEW (TYP) .
- SDR21 58 NA c BRASS METER COUPLING Eg&%[}g{');ﬂg;ﬁgul[) DIRECTED BY CITY ENGINEER.
< W, ¥ A
12 s8 SS D *PVC FIP X WELD COUPLING WHICHEVER IS GREATER. LINE %IZE APPLICABLE FOR DDCVA
SINGLE METER SERVICE LINE SIZE DUAL METER SIZE | SERVICE LINE SIZE
10 ES 8 SIZE (INCHES) (INCHES}) (0-15') (INCHES) (INCHES) (0-15)
g ss ss | LEGEND STD. TAIL PIECE EXTENSION
DT- DIRECT TAP CAN BE ALLOWED §S- SERVICE i ! 3 2
OTHER" 6" 8s 88 " P
y <~ w ?:SDBDELSETESR(%S“LA”&ETDgﬁng’gﬁtbm;ED p— * ALL PVC PIPE AND FITTINGS SHALL BE SCH 80 EXCEPT FOR STANDARD ! ! ! 2
NON STD PVC. ETC. | ' ' TAIL PIECE SECTION WHICH WILL BE SCH 40. 111 2 12 VA
S N ’ NOTE: PARTS LIST IS FOR STANDARD INSTALLATION; ACTUAL PARTS > 2 2 A
2,212 ES NA REQUIRED MAY VARY AS DIRECTED BY THE ENGINEER. (FEET REFER TO DISTANCE FROM WATER MAIN TO METER)
LAST REVISION LAST REVISION LAST REVISION
SINGLE & DUAL METERED
TAPPING DETAIL FOR 3/4" 1" SINGLE METER SET DETAIL
" " - ] woan . ] SERVICE - SHORT SIDE y
A JUL 2018 1-1/2" & 2" W/DI, CI. OR PVC PIPE 5.01A Floriia JUL 2018 3047, 1" 1-1/2", 2 5.02 Florda JUL 2018 R oo o 5.04A
Water Department Water Department Water Department T
REVNO.[ DATE DESCRIPTION 100% PLANS

WTR-18-0002

REPLACEMENT WORK ORDER NO.
DETAILS Florida | RECORD DRAWING NO.
Water Department | aTLAS PAGE L-09

SHEET 37 OF 39




HDPE SERVICE LINE

DGE OF PAVEMENT/CURB AND GUTTER _ EXIST/PROPOSED SERVICE SLEEVE:
S e UM BLUE PVC OR HDPE, OR STEEL CASING
P=2

RW UNE—\ METER BOX
PROPERTY =3
LINE i F
CURB STOP
HDPE L WATER MAIN
METER BOX
PROPERTY I—Q
LINE E [wwu] : LR
| ~ 18" MIN. N
CURB STOP }
PLAN VIEW - SINGLE METER ~ URBSTOP
RIW UNE—\
O
PROPERTY
LINE 1
\ 4l
CURB STOP TMHER HO% | — WATER MAIN
PROPERTY [
LINE } T = . ‘ |
‘ M‘ )

PLAN VIEW - DUAL METER

RW UNE—\ SIDEWALK

METER BOX

CURB STOP
HDPE SERVICE LINE W/DOUBLE RUN

=
=z
36" MIN.

INSTALL "LOCATE MARKER" ON CURB SHOWING
1" EXISTING SERVICE SLEEVE OR CASING

CURB AND GUTTER ™~

18
MIN. /—CJ?B STOP

OF CONTINUOUS TRACER WIRE f
TERMINATING IN METER BOX. /
WYE (DUAL SERVICE ONLY)

CASING SPECIFICATION:

1. IF PUSHED-SCH 40 STEEL PIPE (MIN )

2. IFLAYED IN OPEN TRENCH-SCH 40 STEEL PIPE OR SCH 80 PVC SOLVENT WELD PIPE

3. IF USING HDPE TUBING (UP TO 2°)}-SDR-9 200 PS!, TYPE Ill, COLOR AND UV CODEE,
CLASS C, PE 4710, AWWA C-301, NSF-61, MIN. CELL CLASSIFICATION OF PE 454474 E

4. IFUSING HDPE PIPE (4" OR LARGER]-DR-11 160 PSI, PE 4710, AWWA C-906, NSF-61, MIN
CELL CLASSIFICATION OF PE 454474 C. EXTERIOR COLOR TQ BE SOLID BLUE OR BLACK
W/BLUE STRIPES {90 OR 120 DEGREES APART)

PROFILE VIEW (TYP.

\EXIST JPROPOSED SERVICE SLEEVE:
BLUE PVC OR HDPE, OR STEEL CASING

DO NOT INSTALL METER WITHIN

SIDEWALK. WHEN SIDEWALK EXISTS,
INSTALL METER ON STREET SIDE OF
SIDEWALK OR WHERE DIRECTED BY

ENGINEER

HDPE

* OR GREATER, IF REQUIRED BY ROW CONTROLLING AGENCY
** LINE SIZES APPLICABLE FOR 2' DDCV

WATER MAIN

REBAR (OR OTHER MEANS TO
MAGNETICALLY LOCATE BURIED BOX)

[ e

o
SLIDE-MOUNT LATCH—" '

—— Zz

| E I g8
= o

MFG. MODEL#— (3 EE Ll q
=

T &

MFGID

ANTI-FLOAT LID W/REBAR & AMR SNAP-LOCK SLIDE MOUNT

HDPE METER BOX

21.0"

| 179" |

L

125"

25"

A
H
L 35

-1

BODY KEY

1) DIMS + 1/8" UN.O.

H HEAVY WALL,
LIDKEY
0 _— AF ANTI-FLOAT MATERIAL
1 BLACK COLOR
M MAGNET
= = A AMR SLIDE MOUNT
I L S
2| (il £ E
Y & Ruilo s TPA TAMPA WATER
M = ,71:
Ewe. MODEL
MAGNET (OR OTHER
MEANS TO MAGNETICALLY
LOCATE BURIED BOX)
L
7 WALL
1730CH-12-BODY
LIFT STRUCTURE
SECTION A-A SIDES ARE
BOWED OUT3'
BOTTOMFLG IS
24" WIDE
NOTES
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SINGLEMETER |  SERVICELNESEE(NCHES) | casinc size DUALMETER | SERVICELINESIZE(NCHES) | casive size HDPE METER BOX w/LIP §§ EL[))D“\A(A&&?;I:?L\:/-\TPSE[)PE 1730CH-12-BODY BOTTOM VIEW
ST (HEHES) (1580 (80-150') (NGRS SR (NGHES) (15-80) (801501 {eREs) 4) WALL THICKNESS: 172" MINIMUM
7 1 2 24 3/4 2 2 : #37 HDPE METER BOX W/COVER O} A= INSIDEWORK AREA;
6) SNAP LOCK POCKET WILL RECEIVE AMR/AMI DEVICE ENDPOINT. SNAP
1 i 2 4 ! g 4\DIR 412 LOCK SLOT IS 1.80" +.015" TO ALLOW FOR A FINGER FORCE
1112 2 2 4 1172 NiA N/A N/A INSTALL. POCKET HEIGHT IS 15/16" FOR MIN 1/8" AIR GAP.
v 4"DIP 4"D.IP 12 i NiA N/A N/A #66 HDPE METER BOX WICOVER
(FEET REFER TO DISTANGE FROM WATER MAIN TO METER) NTS NTS
LAST REVISION LAST REVISION LAST REVISION
SINGLE & DUAL METERED " " " "
3/4" OR 1" SINGLE SERVICE 1-1/2" & 2" SINGLE SERVICE
et | SEP2019 SE;;{"%'% '1L82{9&32'|PE 8.05R o | JUL2018 HDPE METER BOX 510 o | JUL2018 HDPE METER BOX 512
Water Department S Water Department Water Department
REV NO.[ DATE DESCRIPTION 1000/0 PLANS

BY |JDESIGNED CL

RORY A. JONES, P.E.
CITY OF TAMPA WATER DEPT.

DRAWN

306 E. JACKSON ST., 5E

JDM

FAIR OAKS WATER MAIN
REPLACEMENT

TAMPA, FLA. 33602

CHECKED RAJ

P.E. #79453

DATE (05/07/2018

DETAILS

WORK ORDER NO. WTR-18-0002
Fiorida | RECORD DRAWING NO.
Water Department | ATLASPAGE L-09 |SHEET 38 OF 39




NOTES:

1. MECHANICAL FITTINGS SHALL BE SPECIFICALLY DESIGNED FOR USE WITH HDPE PIPE.

2. INTERNAL STIFFENER SHALL BE SOLID BODY TYPE. STIFFENER WILL BE RATED FOR DR AND ID AS PER PIPE MANUFACTURER.
STIFFENER SHALL BE ASTM 240, TYPE 304 STAINLESS STEEL, 17 GAUGE, UNLESS OTHERWISE DIRECTED BY ENGINEER.

MECHANICAL RESTRAINT KIT
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(_" LAST REVISION
HDPE PIPE TO DI MJ FITTING TRANSITION
24 | MAR 2020 (4" OR LARGER) 803
Water Department
CITY OF TAMPA WATER DEPT. DRAWN  JDM REPLACEMENT WORK ORDER NO. WTR-18-0002
306 E. JACKSON ST., 5E —_—
TAMPA, FLA. 33602 CHECKED RAJ DETAIL Florida | RECORD DRAWING NO.
P.E. #79453 DATE 05/07/2018 Water Department ] ATLASPAGE L-09 |SHEET 39 OF 39




LOCATION MAP

PASCO_COUNTY / \

HILLSBOROUGH BAY

NOTE:

ATTENTION IS DIRECTED TO THE FACT THAT
THESE PLANS MAY HAVE BEEN REDUCED IN
SIZE BY REPRODUCTION. THIS MUST BE
CONSIDERED WHEN OBTAINING SCALED DATA.

PROJECT LOCATION

DALE MABRY & BRITTON
PLAZA

TAMPA, FL 336ll

v

IR
i ‘1.’/!‘\

,l
fi

WASTEWATER DEPARTMENT
ENGINEERING DIVISION

PLANS FOR

FAIR OAKS GRAVITY SEWER
REHABILITATION BY CIPP

CONTRACT No. ----
% SUBMITTAL

C‘TY of T4 M Py
WASTEWATER DEPARTMENT




GENERAL NOTES

1.

10.

17.

12.

13.

14.

15.

THE SCOPE OF THIS PROJECT SHALL CONSIST OF REHABILITATION OF 8" DIA WASTEWATER
PIPELINE BY INSTALLATION OF CURED IN PLACE PIPE LINER AND ALL APPURTENANCE
ASSOCIATED WITH COMPLETION OF THE PROJECT.

ELEVATION INFORMATION SHOWN ON THESE PLANS IS REFERENCED TO N.G.V.D. 1929 UNLESS
OTHERWISE STATED AND ARE BASED ON RECORD DRAWINGS.

SHEETS 9—16 ARE THE EXISTING AS—BUILTS OF THE SEWER PIPE TO BE REHABILITATED.

DURING THE MOT, CONTRACTOR MUST MAINTAIN ACCESS TO ALL DRIVEWAYS FOR THE
DURATION OF THE PROJECT.

CONTRACTOR SHALL BE FULLY RESPONSIBLE FOR OBTAINING THE NECESSARY ROAD CLOSURE
AND RIGHT—OF—WAY PERMITS FROM THE APPROPRIATE GOVERNMENT AGENCIES HAVING
JURISDICTION OVER THE SPECIFIC ROADWAYS. A CITY OF TAMPA RIGHT OF WAY ACCELA PERMIT
SHALL BE SUBMITTED FOR EACH ROADWAY AT THE FOLLOWING WEBSITE

HTTP: /,/ACA. TAMPAGOV.NET/

IN ORDER TO OBTAIN ROADWAY CLOSURE OR RIGHT—OF WAY PERMITS, AT MINIMUM, THE
CONTRACTOR MUST SUBMIT DETAILED MAINTENANCE OF TRAFFIC (MOT) PLANS ALONG WITH
APPLICATIONS TO THE APPROPRIATE AGENCY. THE MOT(S) SHALL CONFORM TO APPLICABLE
FLORIDA DEPARTMENT OF TRANSPORTATION (FDOT) INDEX DRAWINGS (MOST CURRENT EDITION).
THE GOVERNING AGENCIES MAY REQUIRE ADDITIONAL INFORMATION AND DICTATE SPECIFIC WORK
TIMES DURING NON—-PEAK TRAFFIC HOURS. REFER TO SPECIFIC PROVISIONS FOR SPECIFIC
TRAFFIC CONTROL REQUIREMENTS.

CONTINUOUS SEWER SERVICE MUST BE MAINTAINED AT ALL TIMES. WORK DURING LOW FLOW
PERIODS OR NIGHT WORK MAY BE REQUIRED. CONTRACTOR IS RESPONSIBLE FOR MAINTAINING
PRIVATE AND CITY PUMPING STATIONS AND SEWER SERVICE VIA VACUUM TRUCKS. CONTRACTOR
IS RESPONSIBLE FOR DEWATERING, COLLECTING AND DISPOSING OF ALL WATER AND SLUDGE
FROM EXISTING FACILITIES AS NECESSARY TO MAINTAIN SERVICE. COST FOR THIS WORK SHALL
BE INCLUDED IN THE VARIOUS CONTRACT ITEMS AND NO ADDITIONAL PAYMENT WILL BE MADE.

BYPASS PUMPS SHALL BE CAPABLE OF DELIVERING 300 GPM FOR 8". THE BYPASS PUMPS
SHALL BE OF THE SELF PRIMING QUIET FLOW TYPE PUMP. BYPASS PUMP NOISE SHALL
STRICTLY COMPLY TO ALL LOCAL REGULATIONS AND ORDINANCES COVERING NOISE CONTROL.
THIS MAY REQUIRE CONSTRUCTING SOUND ATTENUATING ENCLOSURE AROUND PUMPS. BYPASS
METHOD SHALL BE SUBMITTED AND APPROVED BY THE ENGINEER.

THE PROPOSED LINER THICKNESS FOR THE 8”SEWER SHALL BE 6.0 MM THICKNESS.

CONTRACTOR SHALL RESTORE ALL LANDSCAPING, SODDING, SPRINKLER SYSTEM PIPING AND
PAVEMENT THAT MAY HAVE BEEN DAMAGED DURING CONSTRUCTION TO ITS ORIGINAL CONDITION
OR BETITER.

CONTRACTOR SHALL COORDINATE ALL CONSTRUCTION ACTIVITIES WITH WASTEWATER PERSONNEL
AND PUMPING STATION OPERATIONS.

OSHA STANDARD EQUIPMENT SUCH AS SAFETY HARNESSES, GAS MONITORS, LOWER EXPLOSIVE
LIMIT (LEL) DETECTORS, BREATHING APPARATUS, ETC. SHALL BE UTILIZED WHERE THE WORK
DICTATES THEIR USE.

THIS PROJECT INCLUDES REHABILITATION OF MANHOLES BY APPLICATION OF A STRUCTURAL
COATING SYSTEM AND ALL APPURENTANCES ASSOCIATED WITH THE PROJECT.

DURING THE MANHOLE'S INTERIOR CLEANING OPERATION, THE CONTRACTOR MUST PROVIDE A
MEANS OF CAPTURING AND DISPOSING OF THE REMOVED DEBRIS. THIS METHOD SHALL BE
SUBMITTED TO THE ENGINEER FOR REVIEW AND APPROVAL.

ALL EXPOSED STEEL REINFORCEMENT SHALL BE THOROUGHLY CLEANED OF ANY
DETERIORATION/RUST AND COATED WITH THE PROPOSED COATING SYSTEM.

PROPOSED MANHOLE COATING SYSTEM THICKNESS

Location Coating System
Manhole Barrel 250 MILS (MIN)
Manhole Benches 250 MILS (MIN)

INDEX

SHT. NO.

DESCRIPTION

-~

COVER SHEET

NOTE AND INDEX

OVERALL PROJECT LOCATION MAP

AREA MAP — FAIR OAKS

AREA MAP — FAIR OAKS

AREA MAP — FAIR OAKS

MANHOLE REHABILITATION DETAIL

| N| O || N G|N

MANHOLE DETAIL

9-16

WASTEWATER RECORD DRAWINGS FOR REFERENCE **

**  RECORD DRAWINGS ARE BEING PROVIDED FOR INFORMATIONAL
PURPOSES ONLY AND ARE NOT INTENDED TO SHOW
ADDITIONAL WORK FOR THIS CONTRACT. THE CITY DOES NOT
GUARANTEE THE ACCURACY OF THE RECORD DRAWINGS.

C‘TY of T4 M Py
WASTEWATER DEPARTMENT
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NOTES
1. REMOVE ALL DEBRIS AND LOOSE BRICKS FROM THE TOP OF THE BENCH.

2. INSTALL A MINIMUM 17 THICK CLASS "D” CONCRETE OVER EXISTING BENCH. ALLOW CONCRETE TO
CURE (MIN. 24 HRS. UNLESS OTHERWISE APPROVED BY THE ENGINEER).

3. OVERLAY BENCHES WITH PROPOSED COATING SYSTEM.

4. PROVIDE 6" COATING THICKNESS TRANSITION. PAYMENT FOR THIS ITEM IS INCLUDED IN THE
BENCH RESTORATION.

EX. CAST IRON Q
MANHOLE FRAME .=
& COVER. N3 SAWCUT " X " SEEP
2 { (ENTIRE CIRCUMFERENCE)
GRADE LEVEL — T ST — SAWCUT SHALL BE 4” (MAX)
S L - BELOW FRAME OF MANHOLE.
|
T | ?
=2 | pRoP. COATING [ !
gg SYSTEM (SEE [ PROP. COATING M
— - SPECIFICATION) l o SYSTEM .
o o ] 1 @ (TERMINATE IN .
=~ SAW CUT GROOVE) 1
2 8 ] | o |5 fj.__‘ /Ex Manhole
© I g Q .
- = 25| &
8" 1 4' Dia ] 8" 2 a COATING TERMINATION DETAIL
S| | S a
2d | 2 SCALE: N.T.S.
U=z | £
0 ~ 9 =
= zE | <
< s -
> sS4
X o ¢ OF
COAT < M.H. BOTTOM
MANHOLE T FLOW LEVEL T~
BENCH e ://—CONC. OR BRICK WALL
st \
A = o N [
X w eVl
it e =] A —
f o —1 | |_——CONC. OR BRICK BENCH
[ |
RESTORE BENCH
o TO SPRINGLINE
(SEE NOTE)
TYPICAL MANHOLE BENCH
BRICK MANHOLE (TYPICAL) RESTORATION DETAIL
SCALE: N.T.S. SCALE: N.T.S.

WASTEWATER DEPARTMENT




NOTES

1.

FOR MANHOLE COVER SIZES AND WHETHER THE COVERS ARE LOCATED IN
GRASS OR PAVEMENT, WILL BE PROVIDED ON EACH INDIVIDUAL WORK
ORDER ISSUED UNDER THIS CONTRACT.

PAVEMENT RESTORATION SHALL CONSIST OF 8” PERMANENT BASE (CRUSHED
CONCRETE OR CRUSHED LIMEROCK BASE) AND PERMANENT ASPHALT
SUPERPAVE PAVEMENT, UNLESS OTHERWISE NOTED. IF LOCATED IN D.O.T.
ROW, AN ADDITIONAL 1 1/2” SUPER PAVE ASPHALT IS REQUIRED.

|—>]>

PROPOSED FULL DEPTH

REMOVE EX.

SANITARY
SEWER

CAST IRON
FRAME & COVER

L)

PROPOSED FRAME & COVER |

ASPHALT PATCH (IN

PAVEMENT) OR 8”
CONCRETE SLAB (IN GRASS)———=|

A

(SEE DETAIL THIS SHEET &
SCHEDULE FOR SIZE) —— |

SAWCUT SQUARE SECTION OF
PAVEMENT (FULL DEPTH) OR
REMOVE SOD AS APPLICABLE

PLAN

Y

<.

SECTION A-A
REMOVAL DETAIL

AWCUT SQUARE

SECTION OF
PAVEMENT (FULL

DEPTH) OR REMOVE
SOD AS APPLICABLE

REMOVE BRICKS
UNSUITABLE FOR
NEW FRAME &
COVER

\ Ex. Manhole

IN_GRASS

IN_PAVEMENT,

7

RESTORE *
SOD IN—KIND
T o

Min.

-

8” CONCRETE SLAB
WWF 47x4"—W6EXW6E

REPLACE BRICKS &
MORTAR AS REQUIRED
& MATCH EX. GRADE-

Ex. Manhole

AN

SECTION B-B

REPLACEMENT

DETAIL

SMALL COVER DETAIL

LARGE COVER DETAIL

23/8"  _ 235/16"
til I}
 — ¢ IE——

I T - f—2 ‘1_5/8”
31/8"7 " 20 5/18"

COVER SECTION

(2) 3/4” CORED VENT HOLES

COVER BACK

PROPOSED FRAME & COVER
(SEE DETAIL THIS SHEET &
SCHEDULE FOR SIZE)

RESTORE PAVEMENT
PER NOTE 2 THIS
SHEET.

COMPACTED
SUBBASE

7] 1 1/4"R

i3/4”

T

COVER FACE
25"
| 23 1/2" |
|y | |
- j— 1
ol ™ T1 3/8" 1”1
? » 20 3/4"
e L AT TRV
327

FRAME SECTION

1.1/2" 22 1/47

[Aner T L
[ RATEZaL!

17— <—1/8”

30" |

L /22 /27
1/8”
1 ; i vla

h) T i ]

INNER & OUTER COVER SECTIONS

V-7045

COVER BACKS

3/4”
VENT

CORED
HOLE

COVER FACES

u
<

32 7/8"
34"

FRAME SECTION

FOR MH’S OF SEWERS 24” OR LESS IN DIAMETER:

VULCAN FOUNDRY NO. V—1471,

U.S. FOUNDRY NO. 575-AT, OR EQUAL

FOR MH'S OF SEWERS 27" OR GREATER IN
DIAMETER:

VULCAN FOUNDRY NO. V—7045,

U.S. FOUNDRY NO. 230-AB—-M, OR EQUAL

HEAVY DUTY CAST IRON MANHOLE FRAME &

COVER DETAILS

C‘TY of T4 Mpy
WASTEWATER DEPARTMENT
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