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EXISTING SITE PLAN
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Inverted Siphon Chamber
Rim El. 7.59
All Pipes ± Inv. -8.45

INTERCONNECTION B

INTERCONNECTION A

PUMP

PUMP

PUMP

PUMP

PUMP

PUMP

PHASE 1 BYPASS
CONNECTIONPHASE 2

BYPASS

PROP. 30" DIP
(SEE OUTSIDE PIPING PLAN,
SHEET C-5,  FOR CONTINUATION)

LS

LS

NOTES

PROP. BYPASS
PUMPS AND PIPING

PROP. TEMPORARY PLUG

PROP. BURIED BYPASS PIPING
(SEE DETAIL, SHEET C-13)

PROP. TEMPORARY PLUGS

PROP. BYPASS
PUMPS AND PIPING

PROP. TEMPORARY PLUG

PROP. TEMP.
VALVES ON BYPASS

PROP. TEMPORARY PLUG

AND INTERCONNECTIONS PLAN

BYPASS PUMPING SYSTEM

VALVES TO BE CLOSED

PROP. DOUBLE-ROW OF
SILT FENCE (TYP.SEE
DETAIL, SH.C-14)

PROP. LINE-STOP  "A"

PROP. LINE-STOP  "B"

PROP. DOUBLE-ROW OF SILT FENCE &
TEMPORARY CONSTRUCTION CHAIN-LINK
FENCE (TYP.) (SEE DETAIL, SH. C-14)

“ ” “ ”

“ ” “ ”

“ ”

SUGGESTED BYPASS SEQUENCE

LOUISIANA AVENUE PUMPING STATION
REHABILITATION

BYPASS PUMPING AND INTERCONNECTIONS PLAN C-2



Inverted Siphon Chamber
Rim El. 7.59
All Pipes ± Inv. -8.45

PROP. DOUBLE-ROW OF SILT FENCE &
TEMPORARY CONSTRUCTION CHAIN-LINK
FENCE  (TYP. SEE DETAIL, SH. 14)

PROP. DOUBLE-ROW OF SILT FENCE &
TEMPORARY CONSTRUCTION CHAIN-LINK
FENCE  (TYP. SEE DETAIL, SH. 14)

LOUISIANA
PUMPING STATION

LOUISIANA  PUMPING STATION
REHABILITATION

SITE DEMOLITION PLAN C-3

SITE DEMOLITION PLAN



Inverted Siphon Chamber
Rim El. 7.59
All Pipes ± Inv. -8.45

PROPOSED SITE PLAN

PROP. DOUBLE-ROW OF SILT FENCE &
TEMPORARY CONSTRUCTION CHAIN-LINK
FENCE (TYP.) (SEE DETAIL, SH. C-14)

PROP. DOUBLE-ROW OF
SILT FENCE (TYP.SEE
DETAIL, SH. C-14)

PROPOSED 750 KW
GENERATOR
(31.5' x 12') PROPOSED

BUILDING ADDITION
(34'-4" x 20')

PROP. 24" DIP FORCEMAIN
(SEE SHEET C-5)

RELOCATED
ODOR-CONTROL TANK

(SEE NOTE 27,
SHEET G-3)

PROP. BYPASS
CONNECTION (FUTURE)
(SEE SHEET C-5)

PROPOSED BYPASS CONNECTION
(SEE SHEET C-5)

PROP. BACKFLOW
PREVENTER (SEE
DETAIL, SH. C-14)

PROP. 24"
PLUG VALVES

PROP. 2" CHEMICAL
FEED TO WET WELL

PROP. CONC. PLATFORM AND STEEL STAIRS
(SEE MECHANICAL SHEETS)

PROP. 36" AND 48"
CIPP LINER

EXISTING JUNCTION CHAMBER (TO
BE REHABILITATED, SEE SH. C-11)

PROP. 30" CIPP LINER

PROP. 30" DIP FORCEMAIN
(SEE SH. C-5)

DOWN

PROP. BAR SCREEN
COMPACTOR SYSTEM

PROP. 12" THICK GENERATOR SLAB
(SEE DETAIL, SHEET C-15)

PROP. MANUAL AIR RELEASE VALVE

PROP. 10'x 10'
CONTAINMENT AREA

PROP. CLASS
"D" CURB (TYP)

SHADED AREA REPRESENTS LIMITS OF
PROPOSED CONCRETE REPLACEMENT

SAWCUT AND REPLACE
ASPHALT DRIVE

PROP. 15" CIPP LINER

PROP. ELECTRICAL CONDUIT
(SEE ELECTRICAL SHEETS)PROP. ELECTRICAL

TRANSFORMERS ON CONC. PAD
(SEE ELECTRICAL SHEETS)

PROP. 6" CONC. FILLED, STEEL PIPE
BOLLARD (TYP.)  (SEE SH. C-16)

PROP. 6' COATED
ALUMINUM FENCE

PROP. 30' GATED OPENING
(TWO 15' SWING GATES)

PROP. CONC. PLATFORM AND STEEL STAIRS
(SEE MECHANICAL SHEETS)

 PROP. CURB TO MATCH EXISTING

WET WELL MODIFICATIONS (SEE
MECHANICAL PLANS AND OTHER
PERTINENT DISCIPLINE SHEETS)

PROP. 6' COATED ALUMINUM
FENCE AND GATES

PROTECT EX. CURB

PROP. 30" WATERTIGHT PLUGS

LOUISIANA AVENUE PUMPING STATION
REHABILITATION

PROPOSED SITE PLAN C-4



Inverted Siphon Chamber
Rim El. 7.59
All Pipes ± Inv. -8.45

LS

LS

PROP. 30" x30"x 24" DIP TEE (RMJ/RMJ/RMJ) (ROTATED DOWN)

PROP. 30" DIP SPOOL PIECE (PE/PE)

PROP. 30" DIP PIPE

PROPOSED SITE AND OUTSIDE PIPING PLAN

PROP. 24" GATE VALVE
WITH BEVEL GEARS (FL/FL)

PROP. 24" DIP 11.25° BEND (RMJ/RMJ)

PROP. 30" DIP SPOOL PIECE (PE/PE)
PROP. 30" PLUG VALVE (RMJ/RMJ)
PROP. 24" DIP SPOOL PIECE (PE/PE)
PROP. 24" PLUG VALVE (RMJ/RMJ)

PROP. 24" DIP SPOOL PIECE (PE/PE)

PROP. 24" DIP 90° BEND (RMJ/RMJ),
24" DIP SPOOL PIECE (PE/FL) AND
BLIND FLANGE AT GRADE

PROP. 30" DIP 45°
BEND (RMJ/RMJ)
ROTATED DOWN

PROP. 30" DIP SPOOL
PIECE (PE/PE)

PROP. METER VAULT
WITH 24" FLOWMETER
(SEE SH. C-8)

PROP. 24" DIP 90°
BEND (RMJ/RMJ)

PROP. 24" DIP
SPOOL PIECE
(PE/PE)

PROP. 24" DIP TEE
(RMJ/RMJ/RMJ) PROP. 24" DIP SPOOL

PIECE (PE/FL)

PROP. 24"
DIP PIPE

PROP. 24" PLUG
VALVE (RMJ/RMJ)

PROP. 30" DIP 45° BEND (RMJ/RMJ)

PROP. 30" DIP 45° BEND (RMJ/RMJ)

PROP. 30" DIP SPOOL PIECE (PE/PE)
(DROPS FROM INV. 1.45 TO INV -1.00)

PROP. 24" DIP SPOOL PIECE (PE/PE)

PROP. PERMANENT BYPASS
(FINAL LOCATION TO BE DETERMINED)
(1) 24" DIP TEE (TURNED UP)(RMJ/RMJ)
(1) 24" DIP SPOOL PIECE (PE/FL)
(1) 24" BLIND FLANGE AT GRADE

RESTRAIN (WELD) EXISTING PCCP JOINTS BEFORE
INSERTING LINESTOP (SEE SPECIFICATIONS)

PROP. DOUBLE-ROW OF
SILT FENCE (TYP.SEE
DETAIL, SH.C-14)

0+00

PROP. 30" DIP SPOOL
PIECE (PE/PE)

PROP. 30"x 30"x 24" DIP
TEE (RMJ/RMJ/RMJ)

PROP. 30" DIP SPOOL
PIECE (PE/PE)

PROP. 30" x30"x 24" DIP TEE (RMJ/RMJ/RMJ)

PROP. 30" DIP SPOOL PIECE (PE/PE)

PROP. 24"x 30" DIP REDUCER (RMJ/RMJ)

PROP. 24" DIP SPOOL PIECE (PE/PE)

PROP. 24" DIP 90° BEND (RMJ/RMJ)
PROP. 24" DIP SPOOL PIECE (PE/PE)

PROP. 24" PLUG VALVE (RMJ/RMJ)

PROP. 30" DIP 45°
BEND (RMJ/RMJ) (BASELINE IS ON

C/L OF PIPE)

PROP. 24" DIP PIPE

NEW BUILDING ADDITION
(34'-4" x 20')

PROP. 30" WATERTIGHT PLUG.
FILL EX. 30" FM(s) WITH
GROUT BETWEEN PLUGS(TYP)

PROP. 30"
PCCP ADAPTER

(BASELINE IS ON
C/L OF PIPE)

PROP.  24" DIP PIPE

1+00

DOWN

PROPOSED 750 KW
GENERATOR
(31.5' x 12')

PROP. 24" PLUG
VALVE (RMJ/RMJ)

PROP. BLACK VINYL
CHAIN LINK FENCE

PROP. LINE-STOP  "A"

PROP. LINE-STOP  "B"

PROP. DOUBLE-ROW OF SILT FENCE &
TEMPORARY CONSTRUCTION CHAIN-LINK
FENCE (TYP.) (SEE DETAIL, SH. C-14)

C
A

A

B

B

C

RELOCATE EX. ODOR CONTROL CHEMICAL
TANK (SEE NOTE 27, SHEET G-3)

INTERCONNECTION B

INTERCONNECTION A

PROP. CONNECT TO EX.
PCCP F.M. @ STA. 0+00

LOUISIANA PUMPING STATION
REHABILITATION

PROPOSED OUTSIDE PIPING PLAN C-5
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LOUISIANA AVE.
PUMP STATION

LEGEND

PROP. DOUBLE-ROW OF SILT FENCE
AND TEMPORARY CHAIN LINK
FENCE (TO BE REMOVED AFTER
CONSTRUCTION IS COMPLETED)

S
E

C
.
 
1

 
T

2
9

S
 
R

1
8

E

1"=20'

0 20

F-12

PROP. DOUBLE-ROW OF SILT
FENCE (TO BE REMOVED AFTER
CONSTRUCTION IS COMPLETED)

PROPOSED
GENERATOR
(31.5' x 12')

NEW BUILDING ADDITION
(34'-4" x 20')

DOWN

GRADING AND DRAINAGE PLAN

FINISHED FLOOR
ELEV. 13.00

PLATFORM
ELEV. 13.00

FLOOR ELEV. 13.00

PLATE

ELEV
. 11.00

PROP. 6' VINYL COATED
ALUMINUM FENCE AND GATES

PROP. TYPE "D"
FDOT CONC. CURB

PROP. TYPE "D"
FDOT CONC. CURB,
MATCH EXISTING

SHEETREVISIONSNo.No.

2

3

DATE

1

DES:

DATE:

CKD:

DRN:

DESIGN DIVISION HEAD

JACINTO CARLOS FERRAS, P.E. #49454

WASTEWATER DEPARTMENT

B000-000

GRADING AND DRAINAGE PLAN
REHABILITATION

LOUISIANA PUMPING STATIONJ.F. / D.R.

C-7



PROPOSED METER VAULT - PLAN VIEW
PROPOSED METER VAULT - SECTION B-B

A

A

BB

STAINLESS STEEL STANCHION SADDLE SUPPORT
SECTION VIEW

REINFORCEMENT PLAN

PROPOSED METER VAULT - SECTION A-A

PLAN VIEW

section

PROPOSED PRE-CAST TOP SLAB

B000-000

PROPOSED METER VAULT PLAN AND SECTIONS C-8REHABILITATION
LOUISIANA PUMPING STATION



INTERCONNECTION "A"
NOT TO SCALE
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LOUISIANA PUMPING STATION

REHABILITATION
PROPOSED INTERCONNECTION "A"



LS
AA

B

B PROPOSED INTERCONNECTION "B" - PLAN VIEW

SECTION A-A SECTION B-B

NOTES:

GENERAL SEQUENCE OF CONSTRUCTION OF INTERCONNECTION "B"

SHEETLOUISIANA PUMPING STATION
REHABILITATION

PROPOSED INTERCONNECTION "B" C-10



SECTION D-D

PROP. 250 MILS
COATING SYSTEM

OVERLAP COATING SYSTEM MIN. 3"
ONTO T-LOK LINING OF EX. 48" RCP

PROP. 250 MILS
COATING SYSTEM

PROP. 250 MILS
COATING SYSTEM

STEPS TO BE
REMOVED (TYP)

PLAN

PROP. 250 MILS
COATING SYSTEM

SECTION B-B

STEPS TO BE
REMOVED (TYP)

JUNCTION CHAMBER TOP SLAB
AND ACCESS MANHOLE TO BE
DEMOLISHED AND REPLACED (SEE
SHEET C-12 FOR PROP. TOP SLAB
AND MANHOLE CONSTRUCTION)

9.53±

PROP. 250 MILS
COATING SYSTEM

STEPS TO BE
REMOVED (TYP)

SECTION A-A

JUNCTION CHAMBER TOP SLAB
AND ACCESS MANHOLE TO BE
DEMOLISHED AND REPLACED (SEE
SHEET C-12 FOR PROP. TOP SLAB
AND MANHOLE CONSTRUCTION)

9.53±

OVERLAP COATING SYSTEM MIN. 3"
ONTO T-LOK LINING OF EX. 48" RCP

FOUNDATION PLAN

C

D

C

D

PROP. 250 MILS
COATING SYSTEM

PROP. 250 MILS
COATING SYSTEM

SECTION C-C

PROP. 250 MILS
COATING SYSTEM

PROP. 250 MILS
COATING SYSTEM

OVERLAP COATING SYSTEM MIN. 3"
ONTO T-LOK LINING OF EX. 48" RCP

JUNCTION CHAMBER TOP SLAB
AND ACCESS MANHOLE TO BE
DEMOLISHED AND REPLACED (SEE
SHEET C-12 FOR PROP. TOP SLAB
AND MANHOLE CONSTRUCTION)

9.53±

SHEET

B000-000

EXISTING JUNCTION CHAMBER REHABILITATION C-11REHABILITATION
LOUISIANA PUMPING STATION

ALL PROPOSED WORK IS
SHOWN IN BLOCKED TEXT

AREAS SHOWN HATCHED ARE
TO BE DEMOLISHED AND
REBUILT PER CONSTRUCTION
PLANS ON SHEET C-12



B

B

A A

TOP SLAB REINFORCEMENT PLAN

SECTION B-B

SECTION A-A

I

TINA
S

C

R
WESYRA E

AP
MAY O TFT

MANHOLE COVER DETAIL

CONCRETE COLLAR DETAIL

SHEET

B000-000

 TOP SLAB AND ACCESS MANHOLE REPLACEMENT C-12PROPOSED JUNCTION CHAMBER
LOUISIANA PUMPING STATION REHABILITATION

JUNCTION CHAMBER TOP SLAB AND ACCESS MANHOLE REPLACEMENT



BURIED BYPASS DETAIL

CLASS C BEDDING

SECTION A-A

a a

PLAN VALVE BOX DETAIL

LOUISIANA AVE. PUMP STATION

NEW BUILDING ADDITION
(34'-4" x 20')

DOWN

B000-000

MISCELLANEOUS DETAILS (1 OF 2) C-13 RIVERCREST TRAIL AERIAL PLAN VIEW &
LOUISIANA PUMPING STATION REHABILITATION

RIVERCREST TRAIL AERIAL PLAN VIEW
NOT TO SCALE

TRAIL CLOSED

USE DETOUR

TRAIL CLOSED

USE DETOUR



ELEVATION

SECTION

NOTES:

DOUBLE ROW SILT FENCE DETAIL

PLAN VIEW

SECTION

ELEVATION

STAKED SILT FENCE DETAIL

BACKFLOW PREVENTER DETAIL

TYPE "D" CONC. CURB DETAIL

CONSTRUCTION AREA PARK

B000-000

MISCELLANEOUS DETAILS (2 OF 2) C-14REHABILITATION
LOUISIANA PUMPING STATION



SECTION A-A

PLAN VIEW

A A

B000-000

PLAN AND SECTION C-15 PROPOSED GENERATOR FOUNDATION
LOUISIANA PUMPING STATION REHABILITATION



CIPP LINING SCHEMATIC

PUMPING
STATION
# 172

LEGEND

HIL
LSB

OROUGH

RIV
ER

N.T.S.

TYPICAL BOLLARD POST DETAIL

PROPOSED 6' ALUMINUM
DECORATIVE FENCING

CONCRETE STRUCTURE COATING TABLE

WET WELL

JUNCTION CHAMBER
AND UPSTREAM SECTION

WET WELL FLOOR

800± SQ. FT.

600± SQ. FT.

150± SQ. FT.

LOUISIANA PUMPING STATION
REHABILITATION - PROPOSED CIPP LINING

 AND DECORATIVE FENCE DETAILS
C-16



DOWN

LANDSCAPE PLAN LS-1



LS-2
PLANT/MATERIALS LIST AND

TECHNICAL MAINTENANCE PLAN



LANDSCAPE DETAILS LS-3



·

·

LANDSCAPE NOTES LS-4



DOWN

IRRIGATION PLAN IR-1

FS



FS

IRRIGATION PLAN ENLARGEMENT IR-2

FS



IRRIGATION DETAILS IR-3



IRRIGATION NOTES IR-4

ALL IRRIGATION MATERIALS AND

INSTALLATION TO COMPLY TO CITY OF

TAMPA IRRIGATION SPECIFICATIONS 02440.



SCALE: 3/16" = 1'-0"
upper level demolition plan

A
M-3

A
M-3

LOUISIANA PUMPING STATION
REHABILITATION

UPPER LEVEL DEMOLITION PLAN
M-1



SCALE: 3/16" = 1'-0"
lower level demolition plan

LOUISIANA PUMPING STATION
REHABILITATION

LOWER LEVEL DEMOLITION PLAN
M-2



SCALE: 3/16" = 1'-0"
DEMOLITION
SECTION A-A

LOUISIANA PUMPING STATION
REHABILITATION

PUMP ROOM DEMOLITION SECTION A-A M-3



SCALE: 3/16" = 1'-0"
PUMP SUCTION PLAN
EX. PUMPING STATION NOT TO SCALE

SUCTION FLANGE DETAIL

LOUISIANA PUMPING STATION
REHABILITATION

EXISTING PUMP SUCTION DEMOLITION PLANS
M-4



SCALE: 3/16" = 1'-0"

upper level proposed plan

DOWN

B
M-6

B
M-6

A
M-6

A
M-6

DOWN

schematic
tee access plate
one-piece valve /

schematic
two-piece pump access plate

#1 #2 #3

LOUISIANA PUMPING STATION
REHABILITATION

UPPER LEVEL PROPOSED PLAN
M-5



SECTION -
SCALE: 3/16" = 1'-0"

WEIR DETAIL - PLAN VIEW
SCALE: 3/8" = 1'-0"

A
M-5

SECTION -
SCALE: 3/8" = 1'-0"

B
M-5

LOUISIANA PUMPING STATION
REHABILITATION

PROPOSED SECTIONS AND WEIR DETAILS
M-6



LOWER LEVEL PROPOSED PLAN
SCALE: 3/16" = 1'-0"

D
M-9

C
M-8

D
M-9

C
M-8

ALUMINUM DOOR AND PLATE SCHEDULE

size *

E
M-7

E
M-7

S
C
R
E
E
N

SECTION -
SCALE: 3/8" = 1'-0"

e
M-7

C
R
E
E

proposed pumps

PUMP #1 PUMP #2 PUMP #3

DOWN

D
O
W

N

LOUISIANA PUMPING STATION
REHABILITATION

LOWER LEVEL PROPOSED PLAN
M-7



PUMP ROOM
(LOWER LEVEL)

EX. SUCTION
PIPING

WET WELL

STAIRWAY ENTRY
TO SCREEN ROOM

ELECTRICAL AND
MOTOR LEVEL
(UPPER LEVEL)

SECTION -
SCALE: 1/4" = 1'-0"

C
M-7

SCREEN
ROOM

SEAT

LOUISIANA PUMPING STATION
REHABILITATION

PROPOSED PUMP ROOM SECTION C
M-8



SECTION -
SCALE: 1/4" = 1'-0"

D
M-7

#2#3 #1

LOUISIANA PUMPING STATION
REHABILITATION

PROPOSED PUMP ROOM SECTION D
M-9



PROPOSED PUMP SUCTION PIPING
36" DIAMETER OPENING

PROPOSED PUMP SUCTION PIPING
24" DIAMETER OPENING

LOUISIANA PUMPING STATION
REHABILITATION

PUMP SUCTION INSTALLATION DETAILS
M-10



VACUUM PRIMING SYSTEM SCHEMATIC DIAGRAM
NOT TO SCALE

VACUUM TANK

PUMP No. 3 PUMP No. 2 PUMP No. 1

SEE GENERAL NOTES FOR PIPE MATERIALS.

LOUISIANA PUMPING STATION
REHABILITATION

VACUUM PRIMING SYSTEM SCHEMATIC
M-11



AIR PIPING SCHEMATIC DIAGRAM

PS

PRV

100 PSI
PG PS

PRV

20 PSI

PG

PG

PG

PRV

80 PSI

PG

SEE GENERAL NOTES FOR PIPE MATERIALS.

LOUISIANA PUMPING STATION
REHABILITATION

AIR PIPING SCHEMATIC DIAGRAM
M-12



NEW WATER PIPING SCHEMATIC DIAGRAM
NOT TO SCALE

P

SUMP

WET WELL
CHANNEL

NEW SUMP PUMP SCHEMATIC DIAGRAM
NOT TO SCALE

NEW PUMP SEAL DISCHARGE - WATER DIAGRAM
NOT TO SCALE

LOUISIANA PUMPING STATION
REHABILITATION

WATER, SUMP PUMP AND PUMP SEAL SCHEMATIC DIAGRAMS
M-13



BUBBLER DETAIL

AIR RELEASE AND PRESSURE GAUGE
N.T.S.

INSULATING FLANGE
N.T.S.

N.T.S.

DIELECTRIC GASKET ENCASEMENT
NEAR TIE-IN POINTS

N.T.S.
BUBBLER TUBE CONNECTION DETAIL

LOUISIANA PUMPING STATION
REHABILITATION

MECHANICAL DETAILS
M-14



WET WELL

 NOT TO SCALE

BAR
SCREEN
ROOM

WET WELL SECTION

PUMPING SYSTEM OPERATING SET POINTS

LOUISIANA PUMPING STATION

SUCTION
PIPING

ELEVATION (FT)

PUMP STATUS

LOUISIANA PUMPING STATION

ASSUMED WET WELL LEVEL (FT)PROPOSED P.S. FLOW (MGD)

A

B

C

D

E

A
B

C
D

E

LOUISIANA PUMPING STATION
REHABILITATION

PUMP STATION OPERATING ELEVATIONS
M-15



WET WELL

SECTION
SCALE: 1/4" = 1'-0"

SCREEN
ROOM

BAR SCREEN DETAIL
SCALE: 1/4" = 1'-0"

PROPOSED MANUAL BACKUP BAR SCREEN

SUCTION
PIPING

LOUISIANA PUMPING STATION
REHABILITATION

BACKUP MANUAL BAR SCREEN PLAN & DETAILS
M-16



GENERAL NOTES

VERSION OF NPFA 101, 6TH EDITION (2017)

CODE DATA

TO THE BEST OF MY KNOWLEDGE, THESE DRAWINGS AND PROJECTMANUAL ARE COMPLETE AND COMPLY WITH THE: 

1. FLORIDA BUILDING CODE (FBC), 6TH EDITION (2017)

3. FLORIDA FIRE PREVENTION CODE (FFPC), (INCLUDES FLORIDA

2. FLORIDA BUILDING CODE (FBC)- EXISTING BUILDING, 6TH EDITION (2017)

4. CITY OF TAMPA BUILDING CODE, CHAPTER 5

DEMOLITION AS LISTED BELOW OR AS REQUIRED BY THE DRAWINGS AND/OR

SPECIFICATIONS SHALL BE THE RESPONSIBILITY OF THE CONTRACTOR

UNLESS OTHERWISE NOTED.

1. CONTRACTOR SHALL DEMOLISH AND REMOVE ALL ITEMS INDICATED AS

SUCH ON THE DRAWINGS. CONTRACTOR SHALL ALSO BE RESPONSIBLE

FOR ANY DEMOLITION AND/ OR REMOVALS NOT SPECIFICALLY CALLED FOR

IN THE DRAWINGS AND SPECIFICATIONS, BUT REQUIRED TO ACHIEVE THE

FINAL DESIGN INTENT AS REQUIRED ON THE DRAWINGS AND

SPECIFICATIONS.

2. CONTRACTOR SHALL BE RESPONSIBLE FOR REMOVING ALL DEBRIS

CAUSED BY DEMOLITION.  CONTRACTOR SHALL NOT ALLOW AN EXCESSIVE

AMOUNT OF DEBRIS TO ACCUMULATE AT ANY TIME.

3. CONTRACTOR SHALL MAINTAIN FACILITY GROUNDS AND BUILDING

PERIMETERS, INCLUDING VEHICLE/EQUIPMENT ACCESS WAYS, DEBRIS

COLLECTION AREAS AND CONTRACTOR STAGING AREAS, FREE OF

MISCELLANEOUS MATERIAL, SCRAP AND DEBRIS RESULTING FROM

DEMOLITION AND RE-ROOFING ACTIVITIES.

4. THE GENERAL CONTRACTOR SHALL COORDINATE ALL DEMOLITION WITH

EACH TRADE WHETHER IT BE PRIME OR SUBCONTRACTOR. CONTRACTOR

SHALL VERIFY ALL CONDITIONS AT THE JOB SITE AND NOTIFY THE

ARCHITECT OF ANY DIMENSIONAL ERRORS, OMISSIONS, OR

DISCREPANCIES BEFORE BEGINNING OR FABRICATING ANY WORK. DO NOT

SCALE THESE DRAWINGS.

5. CONTRACTOR SHALL PROTECT ALL EXISTING ADJACENT CONSTRUCTION

TO PREVENT DAMAGE DURING DEMOLITION AND CONSTRUCTION AND AT

ALL TIMES.

6. CONTRACTOR SHALL PATCH AND/ OR REPAIR ALL EXISTING ADJACENT

CONSTRUCTION AS MAY BE REQUIRED AFTER DEMOLITION TO PROVIDE A

COMPLETE FINISHED INSTALLATION.

7. ALL MATERIAL AND EQUIPMENT REMOVED FROM THE BUILDING SHALL BE

DISPOSED OF BY THE CONTRACTOR,  EXCEPT WHERE NOTED IN SPECIFIC

PROVISIONS.

8. EACH TRADE WHETHER IT BE THE GENERAL CONTRACTOR OR

SUBCONTRACTOR, IS RESPONSIBLE FOR THEIR OWN CUTTING. ALL

PATCHING SHALL BE THE RESPONSIBILITY OF THE GENERAL CONTRACTOR.

9. WHERE EXISTING EQUIPMENT IS TO BE REMOVED, ALL SERVICE TO SAME

SHALL BE CAPPED OR REMOVED IN ACCORDANCE WITH APPLICABLE

CODES. WHERE EXISTING LIGHTING, PLUMBING, HVAC, ETC. ARE TO

REMAIN BUT ARE EFFECTED BY ADJACENT DEMOLITION AND/OR NEW

CONSTRUCTION. CONTRACTOR IS TO PROVIDE RECONNECTION, CLEANING

AND RELOCATION IF NECESSARY.

10. PRIOR TO INSTALLATION OF NEW MATERIALS MAKE SUBMITTAL OF SHOP

DRAWINGS/SAMPLES FOR OWNER APPROVAL. ALL INSTALLATIONS AND

PREPARATION OF SURFACES TO BE PER MANUFACTURER'S

RECOMMENDATIONS INCLUDING, PROVIDING ANY MISCELLANEOUS TRIM

PIECES OR ACCESSORIES.

11. FINAL CLEANING TO BE BY EXPERIENCED WORKMEN. SCHEDULE FINAL

CLEANING TO ENABLE OWNER TO ACCEPT A COMPLETELY CLEAN AREA

(INTERIOR & EXTERIOR BE CLEANED AS REQUIRED).

12. CONTRACTOR TO REVIEW EXISTING CONDITIONS AND DOCUMENT ANY

EXISTING DAMAGES PRIOR TO COMMENCING WORK.

13. THE BUILDING DATA ON THE DRAWINGS IS REPRODUCED AS RECEIVED

FROM OWNER AND/OR RECORDED FROM OBSERVATIONS IN FIELD.

BECAUSE THE DRAWINGS MAY NOT REPRESENT THE EXISTING

CONDITIONS ACCURATELY, THE CONTRACTOR SHALL FIELD VERIFY ALL

EXISTING CONDITIONS AND SUBMIT SHOP DRAWINGS OF ALL CONFLICTING

CONDITIONS AND/OR LOCATIONS OF WORK, AND A WORKABLE SOLUTION

TO ARCHITECT FOR PRIOR APPROVAL BEFORE INSTALLING ANY

QUESTIONABLE WORK.

14. SHOULD THE CONTRACTOR FIND ANY DISCREPANCIES IN THE DRAWINGS

OR NOTES, CONTRACTOR SHALL REQUEST A CLARIFICATION TO THE

ARCHITECT OR ENGINEER PRIOR TO SUBMITTING THE BID. IN THE EVENT

OF DISCREPANCIES, THE APPROPRIATE METHOD OF PERFORMING THE

WORK AND/OR ITEMS TO BE INCORPORATED INTO THE SCOPE OF WORK

SHALL BE DETERMINED BY THE ARCHITECT OR ENGINEER.

15. CONTRACTOR TO BRING ANY INCONSISTENCIES, SITE LAYOUT PROBLEMS

OR ANY OTHER CLARIFICATIONS TO THE CITY FOR RESOLUTION PRIOR TO

THE ISSUANCE OF THE BID. FAILURE TO DO SO SHALL CAUSE THE

CONTRACTOR TO BE INELIGIBLE FOR COMPENSATION RELATING TO SUCH

MATTERS.

16. CONTRACTOR IS RESPONSIBLE FOR THE SAFETY, ACTIONS AND CONDUCT

OF HIS EMPLOYEES AND HIS SUBCONTRACTORS' EMPLOYEES WHILE IN

THE PROJECT AREA, ADJACENT AREAS AND IN THE BUILDING AND ITS

VICINITY. CONTRACTOR SHALL PROVIDE APPROPRIATE PLATFORMS AND

ACCESS TO PERFORM THE WORK PER OSHA REQUIREMENTS.

17. WEATHER CONDITION LIMITATIONS - PROCEED WITH ROOFING WORK ONLY

WHEN EXISTING AND FORECASTED WEATHER CONDITIONS COMPLY WITH

MANUFACTURERS RECOMMENDATIONS AND WARRANTY REQUIREMENTS.

18. THE CONTRACTOR MUST NOTIFY THE CITY (7) DAYS IN ADVANCE OF ANY

INSTALLATION WORK.

19. CONTRACTOR IS RESPONSIBLE FOR ANY WATER DAMAGE INCURRED

DURING THE CONSTRUCTION PROCESS.

20. RAW OR CUT EDGES OF OPENINGS AT DOWNSPOUTS SHALL BE WRAPPED

WITH VINYL / RUBBER SAFETY TRIM SIMILAR TO THAT USED ON THE EDGES

OF CAR DOORS, SO AS TO AVOID CUTS AND ABRASIONS ON THE HANDS OF

PERSONS MAINTAINING THE DOWNSPOUTS.

21. COMPLY WITH NRCA AND SMACNA RECOMMENDATIONS AND DETAILS FOR

ALL ROOFING WORK, EXCEPT AS MODIFIED BY THE ATTACHED DETAILS.

22. CONSTRUCT ALL NECESSARY CHUTES, PLATFORMS OR EDGE DEVICES TO

PROTECT PROPERTY AND EQUIPMENT FROM DAMAGE. PROVIDE SPECIAL

PROTECTION FOR ALL EXISTING WORK NOT BEING REMOVED.

CONTRACTOR TO PREVENT ANY OBJECT FROM FALLING OFF ROOF OR

SIDE OF BUILDING.

23. ALL WOOD BLOCKING SHALL BE PRESSURE TREATED.  USE ONLY

CORROSION RESISTANT FASTENERS.

24. LEAD BASED PAINT TO BE REMOVED PER LAB TEST RESULTS (REFER

TO APPENDIX 1 OF THE TECHNICAL SPECIFICATIONS).

5. OSHA STANDARDS.

ENRIQUE A. WOODROFFE, FAIA, LEED

FLORIDA LICENSE AR 0007703

SHEET

NOT FOR CONSTRUCTION

REHABILITATION
LOUISIANA PUMPING STATION

WOODROFFE CORPORATION ARCHITECTS

1315 E. SEVENTH AVENUE, SUITE 106

TAMPA, FL 33605

813-281-0411

FLORIDA LICENSE NUMBER AA C001379100% SUBMITTAL
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GENERAL DEMOLITION NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. CONTRACTOR TO COORDINATE WITH THE OWNER
REGARDING THE SAFE DISPOSAL / STORAGE OF ALL ITEMS,
FIXTURES, ETC. TO BE DEMOLISHED OR REMOVED. OWNER
RESERVES THE RIGHT TO DECIDE WHICH ITEMS, FIXTURES,
ETC. ARE WORTH SAVING.

3. LEAD BASED PAINT TO BE REMOVED PER LAB TEST RESULTS
(REFER TO APPENDIX 1 OF THE TECHNICAL
SPECIFICATIONS).

4. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

5. REFER TO ELECTRICAL, MECHANICAL, PLUMBING,
INSTRUMENTAL CONSTRUCTION DOCUMENTS FOR THE
"SHUT DOWN" OF THESE COMPONENTS.

DEMOLITION NOTES  "      "

#

2

2

3

3

4

4

4

5

5

5

7

105

SWITCH ROOM

104

SCREEN ROOM

102

RESTROOM

103

RESTROOM 2

15

TYP.

15

TYP.

15

TYP.

7

21

9

10

10

12

11

01 1/8" = 1'-0"
DEMOLITION UPPER LEVEL PLAN

1. REFER TO STRUCTURAL DRAWINGS FOR THE DEMOLITIONS
OF THE HANDRAILS AND GUARDRAILS.

2. PATCH AND PREPARE ALL INTERIOR WALLS AND TRIM TO
RECEIVE NEW PAINT.

3. PREPARE INTERIOR CONCRETE FLOORS AND WALL BASES
TO RECEIVE NEW PAINT / COATING.

4. PATCH  HAIRLINE CRACKS AND DAMAGED STUCCO AS
REQUIRED AND PREPARE TO BE PAINTED.

5. PATCH  BRICK BANDING AND PREPARE TO BE PAINTED.
6. REMOVE EXISTING SURFACE SOIL AND PREPARE FOR NEW

FOUNDATION. REFER TO STRUCTURAL DRAWINGS.
7. REMOVE PORTION OF 12" CMU WALL. PATCH ADJACENT

WALLS. REFER TO STRUCTURAL DRAWINGS FOR
REINFORCEMENT DETAILS.

8. REMOVE WINDOW AND PREPARE OPENING FOR IN-FILL
(AS REQUIRED). REFER TO STRUCTURAL DRAWINGS.

9. REMOVE WINDOW AND PATCH WALLS AND FINISHES
AROUND WINDOW OPENING. PREPARE OPENING TO
RECEIVE NEW WINDOW.

10. REMOVE DOOR AND FRAME.
11. REMOVE DOOR AND FRAME. PATCH WALLS AND FINISHES

AROUND DOOR OPENING. PREPARE OPENING TO
RECEIVE NEW DOOR AND FRAME.

12. REMOVE DOOR, FRAME AND THRESHOLD.
13. REMOVE PLUMBING FIXTURES AND CAP PLUMBING - REFER

TO PLUMBING DRAWINGS FOR DETAILS.
14. REMOVE PLUMBING FIXTURES AND PREPARE FOR NEW

PLUMBING FIXTURES - REFER TO PLUMBING DWGS FOR
DETAILS.

15. REFER TO CIVIL AND STRUCTURAL DRAWINGS FOR ALL
EXTERIOR DEMOLITION (STEPS, HANDRAILS, WALKS,
STAIRS, LANDING, CURBS, ETC.).

16. REMOVE EXISTING CONCRETE ROOF SLAB, 12" CMU
WALLS, DOOR AND DOOR FRAME, CONCRETE FLOOR
AND FOUNDATION. PREPARE AREA FOR NEW
CONSTRUCTION. REFER TO STRUCTURAL AND ELECTRICAL
DWGS FOR DETAILS.

17. REFER TO CIVIL AND STRUCTURAL DRAWINGS FOR THE
DEMOLITION OF THE STORAGE BUILDING, FENCES AND
CONCRETE SLAB. PREPARE AREA FOR NEW
CONSTRUCTION.

18. REFER TO ELECTRICAL DRAWINGS FOR THE REMOVAL OF
THE INTERIOR AND EXTERIOR ELECTRICAL COMPONENTS.
CONTRACTOR TO REPAIR DAMAGE AREAS AND SEAL
WALL OPENING. WORK TO MATCH EXISTING.

19. REMOVE EXISTING FLOOR SLAB, CURB AND METAL
GRATING. REFER TO STRUCTURAL DRAWINGS FOR
REINFORCEMENT DETAILS.

20. EXISTING PIPE. REFER TO MECHANICAL DRAWINGS FOR
ADDITIONAL INFORMATION.

21. REMOVE WINDOW AND PATCH WALLS AND FINISHES
AROUND OPENING. PREPARE OPENING TO RECEIVE NEW
LOUVER.

22. REMOVE EXISTING METAL STAIR, LANDING AND RAILINGS.
REFER TO STRUCTURAL DRAWINGS.

23. REMOVE EXISTING CONCRETE LANDING. PATCH WALL.
REFER TO STRUCTURAL DRAWINGS.

24. REMOVE PORTION OF EXISTING CONCRETE SLAB AND
SOIL. PREPARE AREA FOR NEW CONCRETE WALL,
FOUNDATION AND CONCRETE STAIR. REFER TO CIVIL AND
STRUCTURAL DRAWINGS.

25. LIMITS OF FLOOR SLAB REMOVAL. REFER TO STRUCTURAL
DRAWINGS.
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01 1/8" = 1'-0"
PROPOSED / ADDITION UPPER LEVEL PLAN

C

D

101

UPPER LEVEL

104

SCREEN ROOM

102

RESTROOM

103

EQUIPMENT ROOM

PROPOSED NOTES  "      "

1. PAINT ALL INTERIOR WALLS, TRIM, ROOF STRUCTURE AND
CEILING.

2. CONCRETE FLOORS AND WALL BASE TO RECEIVE COATING.
3. NEW HANDRAILS/GUARDRAILS. REFER TO STRUCTURAL

DRAWINGS FOR DETAILS.
4. NEW CONCRETE LANDING AND STEEL STAIR. REFER TO CIVIL

AND STRUCTURAL DRAWINGS.
5. FOR NEW EXTERIOR STEPS, LANDINGS AND WALKS REFER

TO CIVIL AND STRUCTURAL DRAWINGS.
6. REMOVABLE STEEL GRATE WALK WAY. REFER TO

STRUCTURAL DRAWINGS.
7. NEW 12" CONCRETE WALL WITH 1" STUCCO FINISH. REFER

TO STRUCTURAL DRAWINGS.
8. NEW 12" CONCRETE BLOCK WALL WITH (±)1" STUCCO

FINISH TO MATCH EXISTING.
9. NOT USED.
10. NEW MINI SPLIT A/C WALL UNIT. REFER TO HVAC DWGS.
11. ELECTRICAL EQUIPMENT. REFER TO ELECTRICAL DWGS.
12. NEW REMOVABLE GUARDRAIL. REFER TO STRUCT DWGS.
13. NEW PLUMBING FIXTURES. REFER TO ELEVATION 03/A-11

AND PLUMBING DRAWINGS.
14. PRE-FINISHED ALUM. DOWNSPOUT AND SPLASH BLOCK.
15. PRE-FINISHED ALUM. THRU-WALL SCUPPER, DOWNSPOUT

AND SPLASH BLOCK.
16. REMOVABLE DIAMOND PLATE WALK WAY  (FLUSH WITH

EXISTING FINISH FLOOR). REFER TO STRUCTURAL DWGS.
17. NEW DECORATIVE ALUMINUM FENCE. REFER TO CIVIL

DRAWINGS.
18. NOT USED.
19. NEW STAIR, LANDING AND RAILINGS. REFER TO

STRUCTURAL DRAWINGS.
20. NEW BAR SCREEN, COMPACTOR AND DISPOSAL SYSTEM.

REFER TO MECHANICAL DRAWINGS.
21. NEW CONCRETE CURB. REFER TO CIVIL DRAWINGS.
22. NEW ALUMINUM STOP-LOG GROOVE. REFER TO

MECHANICAL DRAWINGS.
23. NEW EMBEDDED RAILS FOR RAIL CART. REFER TO

STRUCTURAL DRAWINGS.
24. NEW ALUMINUM 1 1

2" HANDRAIL. REFER TO MECHANICAL
AND STRUCTURAL DRAWINGS.

25. NEW OPENING IN DIAMOND PLATE FOR SUPPLY AIR DUCTS.
REFER TO MECHANICAL AND HVAC DRAWINGS.

26. NEW ALUMINUM RAILING. REFER TO STRUCTURAL DWGS.
27. NEW CONCRETE STAIR. REFER TO MECHANICAL AND

STRUCTURAL DRAWINGS.
28. NEW OPENING IN DIAMOND PLATE FOR AIR DUCT. REFER

TO STRUCTURAL AND HVAC DWGS.
29. NEW GALVANIZED STEEL ROOF ACCESS LADDER WITH

PLATFORM BRIDGING OVER PROPOSED 30" CONDUCT.
CONTRACTOR SHALL DESIGN PER OSHA REQUIREMENTS
AND FBC AND SUBMIT FOR APPROVAL.

DOOR

SYMBOL LEGEND

WINDOW

LOUVER

#

KEY NOTE - SEE ABOVE

A-9
02

A-10
01

A-9
01

A-10
02

1

2

1

13

GENERAL NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR
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GENERAL DEMOLITION NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. CONTRACTOR TO COORDINATE WITH THE OWNER
REGARDING THE SAFE DISPOSAL / STORAGE OF ALL
ITEMS, FIXTURES, ETC. TO BE DEMOLISHED OR REMOVED.
OWNER RESERVES THE RIGHT TO DECIDE WHICH ITEMS,
FIXTURES, ETC. ARE WORTH SAVING.

3. LEAD BASED PAINT TO BE REMOVED PER LAB TEST RESULTS
(SEE APPENDIX C OF THE EXISTING CONDITIONS REPORT).

4. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

DEMOLITION NOTES  "      "
#

2

203

SCREEN ROOM

01 1/8" = 1'-0"
DEMOLITION LOWER LEVEL PLAN

1. PATCH AND PREPARE ALL INTERIOR WALLS AND TRIM TO
RECEIVE NEW PAINT.

2. PREPARE INTERIOR CONCRETE FLOOR  AND WALL BASE
TO RECEIVE NEW PAINT / COATING.

3. REFER TO ELECTRICAL DRAWINGS FOR THE REMOVAL OF
THE INTERIOR AND EXTERIOR ELECTRICAL COMPONENTS.
CONTRACTOR TO REPAIR DAMAGE AREAS AND SEAL
WALL OPENING. WORK TO MATCH EXISTING.

4. REMOVE EXISTING METAL STAIR, LANDING AND RAILINGS.
REFER TO STRUCTURAL DRAWINGS.

5. REMOVE PORTION OF EXISTING 12" CONCRETE WALL.
PREPARE OPENING TO RECEIVE NEW DOOR AND FRAME.
REFER TO STRUCTURAL DRAWINGS FOR REINFORCEMENT
DETAILS.

6. REMOVE EXISTING BAR SCREEN. REFER TO MECHANICAL
DRAWINGS.

7. REMOVE PORTION OF EXISTING SOIL. PREPARE AREA FOR
NEW CONCRETE WALL, FOUNDATION AND CONCRETE
STAIR. REFER TO CIVIL AND STRUCTURAL DRAWINGS.

201

LOWER LEVEL

UP

2

202

EQUIPMENT

 ROOM

1

2

UP
1

1

3

TYP.

3

TYP.
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01 1/8" = 1'-0"
PROPOSED LOWER LEVEL FLOOR PLAN

PROPOSED NOTES  "      "

1. PAINT ALL INTERIOR WALLS AND TRIM.
2. CONCRETE FLOORS AND WALL BASE TO RECEIVE

COATING. REFER TO MECHANICAL DWGS.
3. NEW METAL STAIR PAINT HANDRAILS/GUARDRAILS.
4. CLEAN AND SEAL "WET WELL".
5. NEW STAIR, LANDING AND RAILINGS. REFER TO

STRUCTURAL DRAWINGS.
6. NEW FLOOR DRAIN. REFER TO MECHANICAL DRAWINGS.
7. NEW ALUMINUM PLATE, REFER TO MECHANICAL

DRAWINGS.
8. NEW STAIR OPENING -EXISTING WALL SIDE- NEW

(±)1"STUCCO FINISH. STUCCO OR MASONRY TO BE
CONTINUOUS TO MATCH IN TEXTURE EXISTING STUCCO.

9. NEW 12" CONCRETE WALL WITH 1" STUCCO FINISH.
REFER TO STRUCTURAL DRAWINGS.

10. NEW SUPPLY AIR DUCT. REFER TO MECHANICAL AND
HVAC DRAWINGS.

11. NEW OPENING IN ALUMINUM PLATE FOR SUPPLY AIR
DUCT. REFER TO MECHANICAL AND HVAC DRAWINGS.

12. NEW ALUMINUM 1 1
2" HANDRAIL. REFER TO MECHANICAL

DRAWINGS.

GENERAL NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR
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EQUIPMENT
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GENERAL DEMOLITION NOTES

INFORMATION ON THIS SHEET REGARDING EXISTING

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. CONTRACTOR TO COORDINATE WITH THE OWNER
REGARDING THE SAFE DISPOSAL / STORAGE OF ALL
ITEMS, FIXTURES, ETC. TO BE DEMOLISHED OR REMOVED.
OWNER RESERVES THE RIGHT TO DECIDE WHICH ITEMS,
FIXTURES, ETC. ARE WORTH SAVING.

3. LEAD BASED PAINT TO BE REMOVED PER LAB TEST RESULTS
(SEE APPENDIX C OF THE EXISTING CONDITIONS REPORT).

4. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

ROOF DEMO NOTES  "      "
#

01 1/8" = 1'-0"
DEMOLITION ROOF PLAN

1. REMOVE ALL WOOD FACIA, RAFTERS AND BLOCKING.
PREPARE AREAS FOR REPLACEMENT.

2. REMOVE EXISTING ROOFING AND FLASHING. PREPARE
AREA TO RECEIVE NEW ROOFING, FLASHING SYSTEM.

3. REMOVE EXISTING CLAY ROOFING TILE, ROOF WOOD
BATTENS, UNDERLAYMENT AND METAL FLASHING.
PREPARE AREA TO RECEIVE NEW ROOF SYSTEM AND
CLAY TILES.

4. REMOVE CLAY COPING TILE AND PREPARE TO RECEIVE
NEW WOOD CLEAT AND METAL COPING.

5. CUT HOLE IN WALL TO RECEIVE NEW THRU-WALL
SCUPPER.

6. REMOVE PORTION OF 12" CMU WALL, PRE CAST
CONCRETE ROOF SLAB AND STEEL BEAMS- REFER TO
STRUCTURAL DRAWINGS FOR REINFORCEMENT DETAILS.

7. REMOVE EXISTING CONCRETE ROOF SLAB, 12" CMU
WALLS, CONCRETE FLOOR AND FOUNDATION. PREPARE
AREA TO RECEIVE NEW CONSTRUCTION. REFER TO
STRUCTURAL DRAWINGS FOR REINFORCEMENT DETAILS.

8. REMOVE EXISTING ROOF DRAIN AND ASSOCIATE PIPING.
REFER TO PLUMBING DRAWINGS.
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01 1/8" = 1'-0"
PROPOSED ROOF PLAN

ROOF PLAN NOTES  "      "

GENERAL NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

1. PRE-FINISHED ALUMINUM GUTTER.
2. PRE-FINISHED ALUMINUM DOWNSPOUT AND SPLASH

BLOCK.
3. PRE-FINISHED ALUMINUM THRU-WALL SCUPPER,

DOWNSPOUT AND SPLASH BLOCK. REFER TO DETAIL
1/A-13.

4. PRE-FINISHED ALUMINUM THRU-WALL SCUPPER,
DOWNSPOUT AND SPLASH BLOCK. REFER TO DETAIL
2/A-13.

5. RE-FINISHED ALUMINUM COPING.
6. NEW SIPLAST- PARAPRO ROOF MEMBRANE SYSTEM WITH

SYNTHETIC CHIPS.
7. INSTALL NEW CLAY ROOFING TILES.
8. NEW UNDERLAYMENT.
9. NEW PARAPET. REFER TO STRUCTURAL DRAWINGS.
10. NEW ROOF MOUNTED EXHAUST FAN. REFER TO HVAC

AND STRUCTURAL DRAWINGS.
11. ROOF CURB (12" HIGH). REFER TO STRUCTURAL AND

HVAC  DRAWINGS.
12. NEW GALVANIZED STEEL ROOF ACCESS LADDER WITH

PLATFORM BRIDGING OVER PROPOSED 30" CONDUICT.
CONTRACTOR SHALL DESIGN PER OSHA REQUIREMENTS
AND FLORIDA BUILDING CODE AND SUBMIT FOR
APPROVAL. COORDINATE LADDER ATTACHMENT WITH
ROOF SYSTEM.

13. NEW DUCTS. REFER TO HVAC AND STRUCTURAL DWGS.
COORDINATE DUCT ATTACHMENTS WITH ROOF SYSTEM.
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01 1/8"=1'-0"
EAST ELEVATION - DEMOLITION

02 1/8"=1'-0"
SOUTH ELEVATION - DEMOLITION

DEMOLITION NOTES  "      "

GENERAL DEMOLITION NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. CONTRACTOR TO COORDINATE WITH THE OWNER
REGARDING THE SAFE DISPOSAL / STORAGE OF ALL
ITEMS, FIXTURES, ETC. TO BE DEMOLISHED OR REMOVED.
OWNER RESERVES THE RIGHT TO DECIDE WHICH ITEMS,
FIXTURES, ETC. ARE WORTH SAVING.

3. LEAD BASED PAINT TO BE REMOVED PER LAB TEST RESULTS
(SEE APPENDIX C OF THE EXISTING CONDITIONS REPORT).

4. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

#

TYP.

6

6

6

7

8

8

TYP.
3

TYP.
3

33

3

TYP.
3

11

3

1. REMOVE EXISTING CLAY ROOFING TILE, ROOF WOOD
BATTENS, UNDERLAYMENT AND METAL FLASHING.
PREPARE AREA TO RECEIVE NEW ROOF SYSTEM AND
CLAY TILES.

2. PATCH HAIRLINE CRACKS AND DAMAGED STUCCO AS
REQUIRED. PREPARE AREA(S) TO RECEIVE NEW PAINT.

3. PATCH BRICK BANDING AND PREPARE TO RECEIVE NEW
PAINT.

4. REMOVE PORTION OF 12" CMU WALL. PATCH ADJACENT
WALLS. REFER TO STRUCTURAL DRAWINGS FOR
REINFORCEMENT DETAILS.

5. REMOVE WINDOW AND PREPARE OPENING FOR IN-FILL
6. REMOVE WINDOW. PATCH WALLS AND FINISHES

AROUND OPENING. PREPARE OPENING TO RECEIVE NEW
LOUVER.

6A. REMOVE WINDOW AND METAL SHEET. PATCH WALLS
AND FINISHES AROUND WINDOW OPENING. PREPARE
OPENING TO RECEIVE NEW WINDOW.

7. REMOVE DOOR AND FRAME.
8. REMOVE LOUVER.
8.A  REMOVE LOUVER. PATCH WALLS AND FINISHES AROUND

LOUVER OPENING. PREPARE OPENING TO RECEIVE NEW
LOUVER.

9. REMOVE ALL WOOD FASCIA, RAFTERS TAIL AND
BLOCKING. PREPARE AREA(S) FOR NEW MATERIAL.

10. REMOVE CLAY COPING TILE AND PREPARE TO RECEIVE
NEW WOOD CLEAT AND METAL COPING.

11. RELOCATE WALL MOUNTED TRANSMISSION POLE.
CONTRACTOR TO REPAIR DAMAGE AREAS AND SEAL
WALL OPENING. WORK TO MATCH EXISTING. REFER TO
INSTRUMENTATION & CONTROL  DRAWINGS.

12. REMOVE BRICK TRIM AT JAMB AND HEADER,COCRETE SILL.
PATCH AND PREPARE TO RECEIVE NEW STUCCO.

13. REMOVE EXISTING CONCRETE ROOF SLAB, 12" CMU
WALLS, DOOR AND DOOR FRAME, CONCRETE FLOOR
AND FOUNDATION AND DOWNSPOUTS. PREPARE AREA
FOR NEW CONSTRUCTION. SEE STRUCTURAL AND
ELECTRICAL DRAWINGS FOR DETAILS.

14. REFER TO CIVIL AND STRUCTURAL DRAWINGS FOR THE
DEMOLITION OF THE STORAGE BUILDING AND CONCRETE
SLAB. PREPARE AREA FOR NEW CONSTRUCTION.

15. REFER TO CIVIL AND STRUCTURAL DRAWINGS FOR ALL
EXTERIOR DEMOLITION ( STEPS, HANDRAILS, WALKS,
STAIRS, ETC.).

16. REMOVE EXISTING EXTERIOR LIGHTING FIXTURE.
17. REMOVE ELECTRICAL FAN SYSTEM. REFER TO ELECTRICAL

DRAWINGS.
18. REFER TO ELECTRICAL DRAWINGS FOR THE REMOVAL OF

THE INTERIOR AND EXTERIOR ELECTRICAL COMPONENTS.
19. REMOVE PORTION OF 12" CMU WALL. PATCH ADJACENT

WALLS. PREPARE OPENING TO RECEIVE NEW DUCT.REFER
TO STRUCTURAL DRAWINGS FOR REINFORCEMENT
DETAILS AND WITH HVAC DWGS.
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1/8"-1'-0"
NORTH ELEVATION - DEMOLITION

02 1/8"-1'-0"
WEST ELEVATION - DEMOLITION

01

TYP.

TYP.

DEMOLITION NOTES  "      "

GENERAL DEMOLITION NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. CONTRACTOR TO COORDINATE WITH THE OWNER
REGARDING THE SAFE DISPOSAL / STORAGE OF ALL
ITEMS, FIXTURES, ETC. TO BE DEMOLISHED OR REMOVED.
OWNER RESERVES THE RIGHT TO DECIDE WHICH ITEMS,
FIXTURES, ETC. ARE WORTH SAVING.

3. LEAD BASED PAINT TO BE REMOVED PER LAB TEST RESULTS
(SEE APPENDIX C OF THE EXISTING CONDITIONS REPORT).

4. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

#

6

6

6

6

6

6

7

8

3

3

TYP.
3

TYP.
3

3

13

10

14
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5
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2

22

2 2 2 2

2
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15
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±
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-
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2

TYP.

TYP.TYP.

TYP. TYP. TYP. TYP.

TYP.

TYP.
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16
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TYP.
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TYP.
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V
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F.

V
.

2

TYP.

2

TYP.

2

TYP.
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TYP.

2

TYP.

2

TYP.

2

TYP.

2

2

TYP.

2

TYP.

2

TYP.

2

TYP.

2

TYP.

TYP.

TYP.

2

3

TYP.

TYP.
3

2

TYP.

1. REMOVE EXISTING CLAY ROOFING TILE, ROOF WOOD
BATTENS, UNDERLAYMENT AND METAL FLASHING.
PREPARE AREA TO RECEIVE NEW ROOF SYSTEM AND
CLAY TILES.

2. PATCH HAIRLINE CRACKS AND DAMAGED STUCCO AS
REQUIRED. PREPARE AREA(S) TO RECEIVE NEW PAINT.

3. PATCH BRICK BANDING AND PREPARE TO RECEIVE NEW
PAINT.

4. REMOVE PORTION OF 12" CMU WALL - REFER TO
STRUCTURAL DRAWINGS FOR REINFORCEMENT DETAILS.

5. REMOVE PORTION OF 12" CMU WALL, PRE CAST
CONCRETE ROOF SLAB AND STEEL BEAMS- REFER TO
STRUCTURAL DRAWINGS FOR REINFORCEMENT DETAILS.

6. REMOVE WINDOW. PATCH WALLS AND FINISHES
AROUND WINDOW OPENING. PREPARE OPENING TO
RECEIVE NEW WINDOW.

7. REMOVE DOOR AND FRAME.
8. REMOVE LOUVER. PREPARE OPENING TO RECEIVE NEW

ROUND LOUVER.
9. REMOVE ALL WOOD FASCIA, RAFTERS TAIL AND

BLOCKING. PREPARE AREA(S) FOR NEW MATERIAL.
10. REMOVE CLAY COPING TILE AND PREPARE TO RECEIVE

NEW WOOD CLEAT AND METAL COPING.
11. RELOCATE EXISTING ANTENNA. CONTRACTOR TO REPAIR

DAMAGE AREAS AND SEAL WALL OPENING. WORK TO
MATCH EXISTING. REFER TO INSTRUMENTATION &
CONTROL  DRAWINGS.

12. NOT USED.
13. REMOVE EXISTING CONCRETE ROOF SLAB, 12" CMU

WALLS, DOOR AND DOOR FRAME, CONCRETE FLOOR
AND FOUNDATION. PREPARE AREA FOR NEW
CONSTRUCTION. SEE STRUCTURAL AND ELECTRICAL
DRAWINGS FOR DETAILS.

14. REFER TO CIVIL AND STRUCTURAL DRAWINGS FOR THE
DEMOLITION OF THE STORAGE BUILDING, BUILDING
COMPONENTS AND CONCRETE SLAB. PREPARE AREA FOR
NEW CONSTRUCTION.

15. REFER TO CIVIL AND STRUCTURAL DRAWINGS FOR ALL
EXTERIOR DEMOLITION ( STEPS, LANDING, HANDRAILS,
WALKS, STAIRS, ETC.).

16. REMOVE EXISTING EXTERIOR LIGHTING FIXTURE. REFER TO
ELECTRICAL DRAWINGS.

17. REMOVE ELECTRICAL FAN SYSTEM. REFER TO ELECTRICAL
DRAWINGS.

18. REMOVE PORTION OF EXISTING 12" WALL TO RECEIVE
NEW STEPS.

19. REMOVE PORTION OF EXISTING STUCCO TO BLEND-IN
NEW STUCCO AT WALL RETURN.

20. REMOVE PORTION OF EXISTING STUCCO TO BLEND-IN
NEW STUCCO.
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02

01 1/8"=1'-0"
EAST ELEVATION

1/8" = 1'-0"
SOUTH ELEVATION

TYP.

PROPOSED NOTES  "      "
#

TYP.

TYP.

DOOR

SYMBOL LEGEND

WINDOW

LOUVER

#

KEY NOTE - SEE ABOVE

GENERAL NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

3

TYP.

TYP.

TYP.

#

#

#

1

1

1

1

1 1

1

4

4

4

4

4

14

14

2

3

12

12

12

15

5

6

6

5

8

88

99

99

7

7

10 10

1. PAINT EXISTING STUCCO.
2. NEW CONCRETE BLOCK WALL WITH (±) 1" STUCCO

FINISH TO MATCH EXISTING. PAINT NEW
CONSTRUCTION.

3. NEW CONSTRUCTION BRICK WAINSCOT TO BE PAINTED -
MATCH EXISTING.

4. PAINT EXISTING BRICK BANDING.
5. NEW ROOF CLAY TILES .
6. NEW ROOF UNDERLAYMENT AND SYSTEM OVER

EXISTING CONCRETE PLANKS.
7. NEW FASCIA AND SOFFIT. PAINT FINISH.
8. PRE-FINISHED ALUMINUM GUTTER.
9. PRE-FINISHED ALUMINUM DOWNSPOUT AND CONCRETE

SPLASH BLOCK.
10. PRE-FINISHED ALUMINUM THRU-WALL SCUPPER,

DOWNSPOUT AND SPLASH BLOCK.
11. NEW DUCT OPENING. REFER TO HVAC AND STRUCTURAL

DRAWINGS.
12. PRE-FINISHED ALUMINUM METAL COPING.
13. NEW (±)1"STUCCO FINISH. STUCCO TO BE CONTINUOUS

TO MATCH IN TEXTURE EXISTING STUCCO.
14. STUCCO CONTROL JOINT.
15. NEW GUARDRAIL. REFER TO STRUCTURAL DRAWINGS.
16. NOT TO USED.
17. NEW CONCRETE LANDING AND STEEL STAIR. REFER TO

CIVIL AND STRUCTURAL DRAWINGS.
18. NOT USED.
19. NEW 24" ROUND LOUVER.
20. NEW CONCRETE PRECAST SILL.
21. NEW FACE BRICK. (MATCH EXISTING)

12'-0"

BOT. OF CELING 
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4

TYP.
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1/8"=1'-0"
NORTH ELEVATION

1/8"=1'-0"
WEST ELEVATION

01

02

TYP.

TYP. TYP.

TYP.

B

TYP.

TYP.

PROPOSED NOTES  "      "
#

1. PAINT EXISTING STUCCO.
2. NEW CONCRETE BLOCK WALL WITH (±) 1" STUCCO

FINISH TO MATCH EXISTING. PAINT NEW
CONSTRUCTION.

3. NEW CONSTRUCTION BRICK WAINSCOT TO BE PAINTED -
MATCH EXISTING.

4. PAINT EXISTING BRICK BANDING.
5. NEW ROOF CLAY TILES .
6. NEW ROOF UNDERLAYMENT AND SYSTEM OVER

EXISTING CONCRETE PLANKS.
7. NEW FASCIA AND SOFFIT. PAINT FINISH.
8. PRE-FINISHED ALUMINUM GUTTER.
9. PRE-FINISHED ALUMINUM DOWNSPOUT AND SPLASH

BLOCK.
10. PRE-FINISHED ALUMINUM THRU-WALL SCUPPER,

DOWNSPOUT AND CONCRETE SPLASH BLOCK.
11. PRE-FINISHED ALUMINUM THRU-WALL SCUPPER.
12. PRE-FINISHED ALUMINUM METAL COPING.
13. NEW (±)1"STUCCO FINISH. STUCCO OR MASONRY TO BE

CONTINUOUS TO MATCH IN TEXTURE EXISTING STUCCO.
14. STUCCO CONTROL JOINT.
15. NEW REMOVABLE GUARDRAIL. REFER TO STRUCTURAL

DRAWINGS.
16. NEW ALUMINUM RAILING. REFER TO STRUCTURAL

DRAWINGS.
17. NEW CONCRETE LANDING AND STEEL STAIR. REFER TO

CIVIL AND STRUCTURAL DRAWINGS.
18. NEW EXTERIOR LIGHTING FIXTURE. REFER TO ELECTRICAL

DRAWINGS.
19. NEW 24" ROUND LOUVER.
20. NEW 12" CONCRETE WALL WITH NEW (±)1"STUCCO

FINISH IN ALL SIDES. REFER TO STRUCTURAL DRAWINGS.
21. NEW CONCRETE PRECAST SILL.
22. NEW FACE BRICK. (MATCH EXISTING)
23. NEW DUCTS. REFER TO HVAC DWGS.
24. NEW GALVANIZED STEEL ROOF ACCESS LADDER WITH

PLATFORM BRIDGING OVER PROPOSED 30" CONDUICT.
CONTRACTOR SHALL DESIGN PER OSHA REQUIREMENTS
AND FLORIDA BUILDING CODE AND SUBMIT FOR
APPROVAL.

25. PROVIDE PVC ADAPTER TO CONNECT NEW ALUMINUM
DOWNSPOUT WITH NEW PVC PIPE INSIDE THE LANDING.

DOOR

SYMBOL LEGEND

WINDOW

LOUVER

#

KEY NOTE - SEE ABOVE

GENERAL NOTES

1. INFORMATION ON THIS SHEET REGARDING EXISTING
CONDITIONS IS PROVIDED ONLY AS A REFERENCE AND
DOES NOT NECESSARILY REFLECT ALL EXISTING
CONDITIONS. CONTRACTOR SHALL VERIFY EXISTING
CONDITIONS IN FIELD PRIOR TO START OF PROJECT AND
SHALL NOTIFY THE ARCHITECT OF ANY DIMENSIONAL
ERRORS, OMISSIONS OR DISCREPANCIES BEFORE
BEGINNING, OR FABRICATING ANY WORK.

2. DIMENSIONS, WHERE SHOWN, ARE ONE OF THE
FOLLOWING:

CENTERLINE OF ITEMS
FACE OF CONCRETE AT EXTERIOR
FACE OF FINISHES AT INTERIOR

#

#

#

1

1

1

1

1

1

1

1
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4
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16

12'-0"
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PARAPET

EQ.EQ.

10

TYP.

TYP.

TYP.

TYP.
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TYP. TYP. TYP.

TYP.

0'-0"

TOP OF FINISH 
FLOOR

(±)20'-4"

(±)20'-4"
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TYP.TYP.
4

TYP.
4

BOT. OF EXISTING
STRUCTURE

BOT. OF EXISTING
STRUCTURE

13

TYP.

9

(±)5

16

1

TYP.

15

20

20

(±)12

(VERIFY EXISTING)

15

21

21

2222

3

14

STRUCTURE

(±)10'-2"

BOT. OF  EXISTING ROOF 

14
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1/8"=1'-0"
SECTION - PROPOSED02

DEMOLITIONS NOTES  "      "

#

DOOR

SYMBOL LEGEND

WINDOW

LOUVER

#

KEY NOTE - SEE ABOVE

#

#

#

S

1/8"=1'-0"
SECTION - DEMOLITION01

0'-0"

TOP OF FINISH 
FLOOR

11

12'-0"

BOT. OF CELING 
STRUCTURE

105

ELECTRICAL ROOM

101

UPPER LEVEL

203

SCREEN ROOM

201

LOWER LEVEL

105

SWITCH ROOM

101

UPPER LEVEL

104

SCREEN ROOM

201

LOWER LEVEL

PROPOSED NOTES  "      "

#

A. PAINT EXISTING STUCCO.
B. PAINT NEW CONSTRUCTION STUCCO.
C. NEW CONSTRUCTION BRICK WAINSCOT-MATCH EXISTING.
D. NEW ROOF CLAY TILES.
E. NEW ROOF UNDERLAYMENT AND SYSTEM OVER CONCRETE

PLANKS.
F. NEW FASCIA AND SOFFIT. PAINT FINISH.
G. PRE-FINISHED ALUMINUM GUTTER.
H. PRE-FINISHED ALUMINUM DOWNSPOUT.
I. PRE-FINISHED ALUMINUM THRU-WALL SCUPPER,

DOWNSPOUT AND SPLASH BLOCK.
J. PRE-FINISHED ALUMINUM METAL COPING.
K. NEW (±)1"STUCCO FINISH. STUCCO TO BE CONTINUOUS TO

MATCH IN TEXTURE EXISTING STUCCO.
L. NEW ALUMINUM RAILING. REFER TO STRUCTURAL DWGS.
M. REMOVABLE STEEL DIAMOND PLATE WALK WAY  (FLUSH

WITH EXISTING FINISH FLOOR). REFER TO STRUCTURAL
DWGS.

N. PAINT ALL INTERIOR WALLS AND TRIM.
O. CONCRETE FLOORS AND WALL BASE TO RECEIVE COATING.
P. NEW ALUMINUM PLATE. REFER TO STRUCTURAL AND

MECHANICAL DRAWINGS.
Q. NEW 12" CONCRETE BLOCK WALL.
R. NEW 12" CONCRETE BLOCK WALL WITH 1" STUCCO FINISH

TO MATCH EXISTING.
S. CLEAN AND SEAL "WET WELL".
T. NOT USED.
U. NEW MODIFIED ROOF SYSTEM OVER SLOPING RIGID

INSULATION.
V. NEW STEEL BEAM. REFER TO STRUCTURAL DRAWINGS.
W. PAINT INTERIOR ROOF STRUCTURE SURFACES AND CEILING.
X. NEW DUCTS. REFER TO HVAC DWGS.
Y. COORDINATE OVERHEAD GUIDE WITH VERTICAL DUCT.

1. REMOVE EXISTING CLAY ROOFING TILE, ROOF WOOD
BATTENS, UNDERLAYMENT AND METAL FLASHING.
PREPARE AREA TO RECEIVE NEW ROOF SYSTEM AND
CLAY TILES.

2. PATCH  HAIRLINE CRACKS AND DAMAGED STUCCO AS
REQUIRED. PREPARE TO RECEIVE NEW PAINT.

3. REMOVE PORTION OF 12" CONCRETE WALL. PREPARE
OPENING TO RECEIVE NEW DOOR AND FRAME. REFER TO
STRUCTURAL FOR REINFORCEMENT DETAILS.

4. REMOVE DOOR AND FRAME. PREPARE OPENING TO
RECEIVE NEW ROLL-UP DOOR.

5. REMOVE LOUVER. PREPARE OPENING TO RECEIVE NEW
ROUND LOUVER.

6. REMOVE ALL WOOD FASCIA, RAFTERS TAILS AND
BLOCKING. PREPARE FOR REPLACEMENT.

7. REMOVE EXISTING CONCRETE ROOF SLAB, 12" CMU
WALLS, CONCRETE FLOOR AND FOUNDATION. PREPARE
AREA FOR NEW CONSTRUCTION. SEE STRUCTURAL AND
ELECTRICAL DRAWINGS FOR DETAILS.

8. REFER TO STRUCTURAL DRAWINGS FOR THE
DEMOLITIONS OF THE HANDRAILS AND GUARDRAILS.

9. PATCH AND PREPARE ALL INTERIOR WALLS AND TRIM TO
RECEIVE NEW PAINT.

10. PREPARE INTERIOR CONCRETE FLOOR AND WALL BASE TO
RECEIVE NEW FLOOR COATING.

11. REFER TO ELECTRICAL DRAWINGS FOR THE REMOVAL OF
THE INTERIOR AND EXTERIOR ELECTRICAL COMPONENTS.

12. REMOVE EXISTING FLOOR SLAB. REFER TO STRUCTURAL
DRAWINGS FOR REINFORCEMENT DETAILS.

13. REMOVE PORTION OF 12" CMU WALL, PRE CAST
CONCRETE ROOF SLAB, STEEL BEAMS AND DOOR AND
FRAME - REFER TO STRUCTURAL DRAWINGS FOR DETAILS.

14. REMOVE STEEL PLATFORM AND SUPPORT. REFER TO
STRUCTURAL DRAWINGS FOR DETAILS.

15. REMOVE PORTION OF 12" CMU WALL - REFER TO
STRUCTURAL DRAWINGS FOR REINFORCEMENT DETAILS.

16. REMOVE EXISTING METAL STAIR AND LANDING. REFER TO
STRUCTURAL DRAWINGS.

17. PREPARE ALL INTERIOR STRUCTURE  AND CEILING TO
RECEIVE NEW PAINT.
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1 1/2" = 1'-0"

THRU WALL SCUPPER DETAIL@ EXISTING

02

1 1/2" = 1'-0"

THRU WALL SCUPPER DETAIL @ NEW CONSTRUCTION

(±)1" STUCCO TO MATCH EXISTING

NEW CMU WALL - REFER TO STRUCTURAL

DRAWINGS FOR DETAILS

MEMBRANE BASE FLASHING

PRE-FINISHED ALUMINUM THRU - WALL SCUPPER BOX

PRE-FINISHED ALUMINUM SCUPPER FLANGE -

SET IN SEALANT

PRE-FINISHED ALUMINUM SCUPPER COLLECTOR HEAD

PRE-FINISHED ALUMINUM DOWNSPOUT

CONTINUOUS ALUMINUM COPING CLIP WITH DRIP
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1 1/2" = 1'-0"

SIDEWALL FLASHING DETAIL
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 ROOF DECK - REFER TO STRUCTURAL DRAWINGS
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INFORMATION ON THIS SHEET REGARDING EXISTING
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